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ACRONYMS AND GLOSSARY OF TERMS USED 

 
acre A unit measure of land area equal to 43,560 square feet, i.e., a square area 

208.7 feet on a side 
APE Acronym for area of potential effects 
BMPs Acronym for best management practices, i.e., accepted construction 

practices designed to reduce environmental effects 
bus A solid electrical connector (rather than a flexible cable) often used to 

connect equipment in substations 
CED Acronym for Cookeville Electric Department 
cultural 
resources 

Archaeological and historic resources 

danger tree A tree located outside the right-of-way that could pose a threat of 
grounding a line if allowed to fall near a transmission line or a structure 

DBH Abbreviation for diameter at breast height 
distribution 
line 

A series of electrical conductors (“wires”) and their supporting structures 
used to transfer electric power locally between substations or from 
substations to power consumers 

EA Acronym for environmental assessment 
easement A legal agreement that gives TVA the right to use property for a purpose 

such as a right-of-way for constructing and operating a transmission line 
EEDR Acronym for Energy Efficiency and Demand Response 
EMFs Acronym for electric and magnetic fields 
endangered 
species 

A species in danger of extinction throughout all or a significant part of its 
range 

EO Acronym for Executive Order 
ESA Acronym for the Endangered Species Act 
firm 
capability 

The amount of electric power an electrical power system is able to deliver 
reliably 

forb A herbaceous plant other than a grass or a fern 
GIS Acronym for geographic information system 
guy A cable connecting a structure to an anchor that helps support the structure
ibid Abbreviation for the Latin term ibidem, meaning “in the same place”; refers 

to the immediately preceding work cited 
kV Symbol for kilovolt (1 kV equals 1,000 volts) 
line loss Electrical energy lost due to inherent inefficiencies in an electrical 

transmission and distribution system under specific conditions 
load That portion of the entire power in a network consumed within a given area; 

also synonymous with “demand” in a given area 
MVA Symbol for megavolt-ampere 
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MW Symbol for megawatt, a measure of electric power equivalent to 1,000,000 
watts 

n.d. Indicates “no date,” or date which Web site was accessed is unknown 
NEPA Acronym for National Environmental Policy Act 
NPDES Acronym for National Pollutant Discharge Elimination System 
NRHP Acronym for the National Register of Historic Places 
NRI Acronym for Nationwide Rivers Inventory 
outage An interruption of the electric power supply to a user 
revenue 
metering 
equipment 

Meters that measure the amount of electric power for which a customer will 
be billed 

right-of-way A corridor containing a transmission line 
riparian Related to or located on the banks of a river or stream 
runoff That portion of total rainfall that eventually enters a stream or river 
SHPO Acronym for State Historic Preservation Officer 
SMZ(s) Acronym for streamside management zone(s) 
SR Acronym for State Route 
structure A pole or tower that supports a transmission line 
substation A facility connected to a transmission line used to reduce voltage so that 

electric power may be delivered to a local power distributor or user 
switch A device used to complete or break an electrical connection 
tap line An electric power line that connects an existing transmission line to a 

substation 
tap point A connection point between a tap line and an existing transmission line 
TDEC Acronym for the Tennessee Department of Environment and Conservation 
threatened 
species 

A species likely to become endangered within the foreseeable future 

transmission 
line 

A series of electrical conductors (“wires”) and their supporting structures 
used to transmit electric power from one location to another 

TVA Acronym for Tennessee Valley Authority 
TVARAM Acronym for the TVA Rapid Assessment Method, a version of the Ohio 

Rapid Assessment Method designed specifically for the TVA region 
UCEMC Acronym for Upper Cumberland Electric Membership Corporation 
US Acronym for U.S. Route 
USACE Acronym for U.S. Army Corps of Engineers 
USEPA Acronym for U.S. Environmental Protection Agency 
USFWS Acronym for U.S. Fish and Wildlife Service 
wetland A marsh, swamp, or other area of land where the soil near the surface is 

saturated or covered with water, especially one that forms a habitat for 
wildlife 
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CHAPTER 1 

1.0 PURPOSE OF AND NEED FOR ACTION 

1.1. Proposed Action – Improve Power Supply 
The Upper Cumberland Electric Membership Corporation (UCEMC) is planning to construct 
a new substation in Algood, Putnam County, Tennessee.  The Tennessee Valley Authority 
(TVA) is proposing to supply electric power to this new substation by building approximately 
5.5 miles of new 161-kilovolt (kV) transmission line (i.e., a “tap line”) that would connect the 
planned substation to TVA’s existing West Cookeville-Peavine 161-kV Transmission Line 
(see Figure 1).  TVA would install three switch structures near the tap point between 
structures 104 and 103 on the West Cookeville-Peavine Transmission Line.  Two of the 
switch structures would be installed within the West Cookeville-Peavine Transmission Line, 
and one would be installed within the new tap line right-of-way.  TVA would provide 
UCEMC revenue metering equipment for installation at the Algood Substation.  TVA would 
add Algood Substation information to the map board display at TVA’s System Operations 
Center.  Construction of the proposed line would be completed by June 2008 or as soon as 
possible after that date. 

At its existing Algood 69-kV Substation, UCEMC would remove various equipment 
belonging to TVA including the capacitor bank, revenue metering equipment, power and 
voltage transformers, and galvanized buses.  TVA would retire this equipment through its 
Investment Recovery Program, which determines if equipment can be reused, recycled, or 
disposed of according to appropriate procedures. 

TVA would also sell UCEMC approximately 1.6 miles of the existing TVA West Cookeville-
East Cookeville-Algood 69-kV Transmission Line from the Algood 69-kV Substation to 
structure 48 near Dry Valley Road (see Figure 1).  TVA would sell existing structures and 
conductors to UCEMC but would retain its easement for the right-of-way.  The line is 
expected to remain in service indefinitely and would likely be used as a local distribution 
line. 

1.2. Need for the Proposed Action 
TVA supplies nearly all the electric power for the city of Cookeville and the city of Algood 
from the same source—TVA’s West Cookeville 161-kV Substation.  The future reliability of 
electric power in the Algood-Cookeville area is affected by the following three conditions. 

• TVA’s West Cookeville 161-kV Substation transformer bank is projected to be above 
its calculated capability by summer 2008. 

• UCEMC’s Algood 69-kV Substation is projected to be above its firm1 capability by 
summer 2008. 

• TVA’s West Cookeville-East Cookeville-Algood 69-kV Transmission Line will exceed 
its capability by summer 2008. 

                                                             
1 “Firm” means that if one of the transformers is lost, the others do not have the capability to supply 
the entire power demand (or “load”).  Therefore, an overloaded situation would occur, potentially 
resulting in a power outage. 



Algood Power Supply Upgrade 

 Final Environmental Assessment 2 
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A schematic diagram of a portion of the electric power supply and distribution system in the 
Cookeville area is shown as Figure 2.  The solid lines in this diagram represent TVA 
transmission lines.  Dashed lines represent Cookeville Electric Department (CED) 69-kV 
distribution lines.  These 69-kV substations supply power directly to customers via 
distribution lines, which are not shown here. 

 
Figure 2. Schematic Diagram of a Portion of the Power Supply and Distribution 

System for Cookeville and Algood 

The TVA West Cookeville Substation 
TVA’s West Cookeville Substation, shown as the gray box in Figure 2, is the major source 
of TVA electric power for the Cookeville area.  The main power supply for the TVA West 
Cookeville Substation is the TVA Cookeville-Gallatin 161-kV Transmission Line, 
represented as a heavy black line in Figure 2.  However, this substation is physically 
connected to other TVA 161-kV transmission lines, which are not shown in Figure 2.  Some 
of these pass through the substation and provide redundancy in the local power network as 
well as providing power to other substations outside of Cookeville.  However, for the sake of 
simplicity, only one incoming line, the TVA Cookeville-Gallatin 161-kV Transmission Line, is 
shown in Figure 2.  The West Cookeville Substation provides power to three CED 
substations.  It also provides power to UCEMC’s Algood Substation via the CED East 
Cookeville 69-kV Substation (see Figure 2).  These four substations are all 69-kV. 

TVA’s West Cookeville Substation contains four 1-phase 161-69-13-kV transformers with a 
total calculated capability of 153 megavolt-amperes (MVA).2  Peak loads for the West 
Cookeville Substation over the last five years indicate a steady increase in demand.  In 
2007, the peak load was 150.4 MVA, which is over 98 percent of the substation’s capability.  
The projected power demand during summer 2008 is projected to be 155.3 MVA, which is 
                                                             
2 A megavolt-ampere is a unit of measure of electric power.  For practical purposes, 153 MVA is 
equal to 153,000,000 watts of power, where a watt is that amount of power delivered by 1 volt 
applied at 1 ampere of current. 

TVA West 
Cookeville 161-
kV Substation 

CED Cookeville 
District 69-kV 

Substation 

CED North 
Cookeville 69-
kV Substation 

CED East 
Cookeville 69-kV 

Substation 

Existing UCEMC 
Algood 69-kV 

Substation 

New UCEMC 
Algood 161-

kV Substation 

TVA West Cookeville-Peavine 161-kV Line 

TVA Cookeville-Gallatin 161-kV Line 

TVA West Cookeville-East Cookeville-
Algood 69-kV Line 

Proposed TVA 
161-kV Line 

CED South 
Cookeville 69-kV 

Substation 



Algood Power Supply Upgrade 

 Final Environmental Assessment 4 

2.3 MVA above its capability.  With the projected new Algood loads, the transformers are 
projected to be loaded to 163.1 MVA by summer 2008.  This load would exceed the 
substation’s calculated capability by 10.1 MVA. 

Shifting the load between the four 69-kV substations would not resolve the problem 
because all four substations are powered from TVA’s West Cookeville Substation 
transformer bank, which is nearing overload.  As the area continues to grow and power 
demand increases, the equipment will become even more overloaded unless improvements 
are made to the local transmission system. 

The proposed transmission line (see Figure 2) would provide power to the new UCEMC 
Algood Substation from the TVA West Cookeville-Peavine 161-kV Transmission Line.  
Because the new Algood Substation would not receive power from the TVA West 
Cookeville Substation, the load on the West Cookeville equipment would be reduced. 

The UCEMC 69-kV Algood Substation 
The Algood Substation serves the town of Algood, part of Cookeville, and part of White 
County.  The substation contains two transformers that were built in 1968.  They have a 
firm capability of 18.67 MVA.  During summer 2007, these transformers were loaded at 
21.21 MVA, which is above firm capability. 

The area served by the Algood Substation has experienced both commercial and 
residential growth in the past few years.  Growth in the general area is expected to continue 
due to the proximity of State Route (SR) 111 and Interstate 40. 

To provide additional capability, UCEMC plans to replace the 69-kV Algood Substation with 
a new Algood 161-kV Substation.  The firm capability of the new substation will be 33.3 
MVA. 

The TVA West Cookeville-East Cookeville-Algood Transmission Line 
TVA’s West Cookeville-East Cookeville-Algood 69-kV Transmission Line (see Figure 2) is 
approximately 8.4 miles long.  This line is capable of handling 77.1 MVA during the 
summer.  Summer loading is more critical because the capability for equipment is usually 
lower (more limiting) in the summer due to the high ambient temperature.  This situation is 
worsened by the fact that peak power demands typically occur during the hottest summer 
days because of the additional demand for cooling.  The projected load on the line is 
expected to be 77 MVA, which equals its capability. 

1.3. Decisions 
The primary decision before TVA is whether to provide additional electric power to the 
Algood area by constructing a new 161-kV transmission line to UCEMC’s new Algood 161-
kV Substation.  A detailed description of the alternatives is provided in Section 2.1. 

If the proposed transmission line is built, other secondary decisions are involved.  These 
include the following considerations: 

• The timing of improvements 

• The most suitable route for the transmission line 
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• Determining any necessary mitigation and/or monitoring measures to implement in 
order to meet TVA standards and minimize the potential for damage to 
environmental resources 

1.4. The Scoping Process and Public Involvement 
The following federal and state agencies, Native American tribes, and organizations were 
contacted concerning the project. 

• Absentee Shawnee Tribe of Oklahoma 

• Alabama-Coushatta Tribe of Texas 

• Alabama-Quassarte Tribal Town 

• Cherokee Nation 

• Chickasaw Nation 

• Choctaw Nation of Oklahoma 

• Eastern Band of Cherokee Indians 

• Eastern Shawnee Tribe of Oklahoma 

• Jena Band of Choctaw Indians 

• Kialegee Tribal Town 

• Muscogee (Creek) Nation of Oklahoma 

• National Park Service 

• Seminole Tribe of Florida 

• Shawnee Tribe 

• Tennessee Department of Agriculture 

• Tennessee Department of Economic and Community Development 

• Tennessee Department of Environment and Conservation 

• Tennessee Department of Transportation 

• Tennessee Historical Commission 

• Tennessee Wildlife Resources Agency 

• Tennessee Wildlife Federation 

• Thlopthlocco Tribal Town 

• United Keetoowah Band of Cherokee Indians in Oklahoma 

• U.S. Fish and Wildlife Service 

This proposal was reviewed in accordance with Executive Order (EO) 11988 (Floodplain 
Management), EO 11990 (Protection of Wetlands), Farmland Protection Policy Act, 
National Historic Preservation Act, Endangered Species Act (ESA), Section 404 of the 
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Clean Water Act, and EO 12372 (Intergovernmental Review).  Correspondence received 
related to this coordination is contained in Appendix A. 

TVA developed a public communication plan that included a Web site with information 
about the project, a map of the alternative routes, and feedback mechanisms.  Public 
officials were briefed on the project.  Property owners who could be affected by any of the 
route alternatives were invited to a project open house.  Notices were placed in the local 
newspapers to notify the public of the open house.  The open house was held on 
February 6, 2007, at the Algood United Methodist Church Family Life Center and was 
attended by 175 people. 

A network of 17 alternative routes comprised of 18 different line segments (see Figure 3) 
was presented to the public for comment.  These are described in Section 2.3.3.  Concerns 
associated with project need, alternative route locations, impact of transmission line on 
residential and commercial land development, health issues, and impacts of the proposed 
line on natural, historical, and archaeological resources were voiced by those in 
attendance.  Documentation of project need was requested by several individuals.  There 
was some opposition to all the alternative routes. 

During the public comment period following the open house, TVA received numerous 
letters, phone calls, e-mails, and a report from the Buck Mountain Community Organization 
regarding the project.  Due to interest in the project, the original 30-day public comment 
period was extended to March 16, 2007.  The same concerns voiced at the public meeting 
were also raised during the public comment period.  These concerns were associated with 
project need, alternative route locations, potential impacts of transmission lines on 
residential and commercial land development, health issues, and impacts of the proposed 
line on visual quality, along with natural, historical, and archaeological resources. 

The draft environmental assessment (EA) was released for public review on November 23, 
2007.  The original comment period closed on December 31, 2007.  However, in response 
to a request from the Buck Mountain Community Organization for an extension, the 
comment period was extended until January 15, 2008.  A total of 45 individuals and 
organizations responded.  These comments were summarized, and responses to 
comments are provided as Addendum A.  Comments received are reproduced in 
Addendum B. 

1.5. Necessary Federal Permits or Licenses 
TVA contacted the U.S. Army Corps of Engineers (USACE) concerning the need to secure 
a Section 404 Nationwide Permit 12, Utility Line Crossing, for the project.  USACE 
responded that a permit is not required for this project as proposed (see Appendix A). 

A permit would be required from the State of Tennessee for discharge of construction site 
storm water associated with transmission line construction.  TVA’s Transmission 
Construction organization would prepare the required erosion and sedimentation control 
plans and coordinate them with the appropriate state and local authorities.  A permit would 
also be required for burning trees and other combustible materials removed during 
transmission line construction. 
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Figure 3. Potential Route Segments for the Proposed Algood 161-kV Transmission Line 
 

[See figure in separate file on website] 
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CHAPTER 2 

2.0 ALTERNATIVES INCLUDING THE PROPOSED ACTION 
As described in Chapter 1, TVA is proposing to connect the new UCEMC Algood 161-kV 
Substation to TVA’s existing West Cookeville-Peavine 161-kV Transmission Line.  The 
connection would be accomplished by constructing a new 5.5-mile-long 161-kV 
transmission line.  Additional background information about transmission line construction, 
operation, and maintenance is provided in this chapter. 

2.1. Alternatives 
Two alternatives are addressed in this EA.  These include the No Action Alternative and the 
Action Alternative.  Under the No Action Alternative, the proposed action would not be 
undertaken by TVA, and the existing transmission system would continue to be used.  The 
Action Alternative involves the construction of the proposed transmission line and the sale 
of a portion of the TVA West Cookeville-East Cookeville-Algood 69-kV Transmission Line to 
UCEMC.  Other alternatives were considered, including the upgrading of the UCEMC 
Algood 69-kV Substation, but they are not discussed at length in this EA.  These other 
alternatives have high costs and their own associated environmental impacts, and they do 
not meet project needs as well as the Action Alternative described below.  The other 
alternatives considered are described below. 

2.1.1. Alternative 1 – The No Action Alternative 
Under the No Action Alternative, TVA would not construct the proposed transmission line to 
serve the new Algood 161-kV Substation.  However, UCEMC could decide to build a new 
transmission line to serve its new substation.  UCEMC could possibly use the route 
identified by TVA or could select another route.  If UCEMC were to construct the 
transmission line, the potential environmental effects resulting from the implementation of 
the No Action Alternative likely would be comparable to or greater than those resulting from 
the adoption of the Action Alternative, depending on the route chosen, the construction 
methods, and the right-of-way maintenance practices used by UCEMC. 

Absent this, UCEMC’s transmission system would continue to operate with a high risk of 
interruption in certain situations, especially during periods of high electricity use.  Because 
ongoing and future development will result in increased electrical demand, this risk is 
projected to increase over time.  Without a new 161-kV substation and a new 161-kV 
transmission line, these increasing power loads could cause overloads of TVA’s West 
Cookeville 161-kV Substation, the portion of the West Cookeville-East Cookeville-Algood 
69-kV Transmission Line between the West Cookeville Substation and the East Cookeville 
Substation, and the UCEMC Algood 69-kV Substation as early as summer 2008. 

Transformers and other electrical equipment that are overloaded can be damaged or fail 
completely.  The amount of damage depends on how heavily the equipment is overloaded.  
If a transformer or a transmission line fails, the result is a power outage.  Sometimes power 
can be restored by rerouting it along other lines.  However, UCEMC can supply only a small 
portion of the Algood load from other sources.  In addition, this could cause the remaining 
equipment to become overloaded and be at risk of failure.  Overloading of a transmission 
line can cause alternating heating and cooling of the conductor material, which weakens the 
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transmission line over time.  Overloading can also cause a transmission line to sag in 
excess of design criteria, resulting in inadequate clearance between the transmission line 
and the ground. 

2.1.2. Alternative 2 – The Action Alternative 
Under the Action Alternative, TVA would serve UCEMC’s planned Algood 161-kV 
Substation by building a 5.5-mile-long 161-kV transmission line connecting the planned 
substation to TVA’s existing West Cookeville-Peavine 161-kV Transmission Line (see 
Figure 1).  TVA would install three switch structures near the tap point between structures 
104 and 103 on the West Cookeville-Peavine Transmission Line.  Two of the switch 
structures would be installed within the West Cookeville-Peavine Transmission Line, and 
one would be installed within the new tap line right-of-way.  The switches would be owned 
by TVA and would be operated manually.  The access road to the switches would be 
located mostly on the existing right-of-way off Poplar Grove Road.  The new transmission 
line would be located on new right-of-way from the tap point to the new Algood 161-kV 
Substation (see Figure 1).  TVA would provide UCEMC revenue metering equipment for 
installation at the Algood 161-kV Substation.  TVA would add Algood Substation information 
to the map board display at TVA’s System Operations Center in Chattanooga, Tennessee.  
At the existing Algood 69-kV Substation, UCEMC would remove the capacitor bank, 
revenue metering equipment, power and voltage transformers, and galvanized bus.  TVA 
would retire and dispose of this equipment through TVA’s Investment Recovery 
Department. 

Additionally, TVA would sell UCEMC approximately 1.6 miles of the existing West 
Cookeville-East Cookeville-Algood 69-kV Transmission Line from the Algood 69-kV 
Substation to structure 48 near Dry Valley Road (see Figure 1).  However, TVA would 
retain the easement for the right-of-way.  A license agreement between TVA and UCEMC 
would be prepared for UCEMC’s access and use of the 69-kV transmission line section 
proposed for sale.  The line would remain in service as a distribution line, and UCEMC 
would be required to operate and maintain the right-of-way according to TVA specifications, 
which would be included in the license agreement. 

Implementation of this alternative would provide service to UCEMC’s planned substation, 
would help meet the growing electric power needs in the Algood area, and would improve 
the reliability of the Algood power supply. 

2.1.3. Other Alternatives Considered 

Upgrade the Algood 69-kV Substation 
UCEMC considered upgrading its Algood 69-kV Substation.  If UCEMC chose to do this, 
TVA would provide power to the upgraded Algood 69-kV Substation.  In order to provide 
additional power to the upgraded substation, TVA would increase capacity at the West 
Cookeville 161-kV Substation by replacing the four transformers mentioned in Section 1.2.  
In addition, TVA would rebuild the 5-mile 69-kV transmission line between the West 
Cookeville and the East Cookeville Substations (see Figure 2) with a larger 69-kV 
conductor to carry the additional load. 

Implementing this alternative would resolve the potential overloads at the Algood and West 
Cookeville substations and on the transmission line between the West Cookeville and East 
Cookeville substations.  Nevertheless, the new 69-kV line would not transmit power as 
efficiently as a 161-kV line and would be subject to larger line losses than the higher 
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voltage line.  Consequently, adoption of this alternative would result in more voltage 
fluctuations and less reliability of the power supply to the substation and would cost over 
$5,000,000 more than the Action Alternative.  For these reasons, UCEMC decided to build 
a new 161-kV substation instead of upgrading its Algood 69-kV Substation, and this was 
not an alternative for TVA. 

Rebuild the East Cookeville-Algood Transmission Line 
Under this alternative, TVA would rebuild the transmission line from the CED East 
Cookeville 69-kV Substation to the new UCEMC Algood 161-kV Substation (see Figures 1 
and 2).  This would involve removal of the existing 69-kV line, including the conductors and 
the structures.  TVA would then build a new 161-kV line on the existing right-of-way.  The 
advantage of this option is that construction would occur on existing right-of-way.  However, 
this alternative has major disadvantages. 

First, because the Algood Substation is supplied from a single source (see Figure 2), 
construction of the replacement line could require an outage of power for several months to 
the existing Algood 69-kV Substation.  Alternatively, keeping the substation online during 
construction of the new line would require supplying power temporarily from some other 
source.  Thus, a second 69-kV transmission line to the substation would be required to 
avoid an extended substation outage.  This would involve building a new 69-kV 
transmission line on new right-of-way for this temporary feed.  Because of existing 
commercial and residential development in the area, this new temporary transmission line 
would be very expensive and would impact businesses and homeowners.  Additionally, the 
existing right-of-way crosses a large wetland complex associated with Booger Swamp (see 
Figure 3).  Construction associated with rebuilding the line would have adverse effects on 
this area and, perhaps, on Booger Swamp, although the severity of such impacts likely 
could be mitigated.  Furthermore, under this alternative, the potential overload of the West 
Cookeville Substation would not be relieved.  For these reasons, this alternative would not 
meet project needs, and it was eliminated from further consideration. 

Supplement the Local Power Supply Using Tennessee Technological University’s 
(Tennessee Tech’s) Emergency Generators 
Tennessee Tech has four emergency diesel-powered generators on campus capable of 
supplying a total of 8 megawatts (MW) of power.  Normal campus demand is slightly in 
excess of 7 MW.  Tennessee Tech is connected to the local power distribution system.  
These generators could possibly be used to feed power back into the distribution system, 
provided Tennessee Tech does not need emergency power. 

Operation of diesel generators has adverse impacts on air quality, especially on ozone or 
smog during summer months.  Current air quality permits for Tennessee Tech’s emergency 
generators restrict the number of hours that the units may be run to 400 hours per year.  
Thus, they cannot be run continuously for extended periods unless the permits are 
modified.  This would take time and could require Tennessee Tech to install costly emission 
control systems on the generators.  Even if Tennessee Tech were to be able to supply 
supplemental power during periods of high demand, this power would be transmitted over 
existing lines to be distributed from the existing local substations, and this would not 
necessarily remove load from equipment in the West Cookeville Substation or the Algood 
Substation.  The Tennessee Tech generators are also operated to provide emergency 
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power rather than baseload3 power.  The power generated by such emergency generators 
is subject to fluctuations in voltage and current.  For power to be made available on the 
local power network (or “grid”), installation of voltage protection relays and metering 
equipment would be necessary, and this would increase the cost of implementing this 
alternative.  Small-scale diesel-fueled generation is also expensive to operate compared to 
other large-scale generators.  For these reasons, this alternative was not considered 
reasonable and was eliminated from further consideration. 

Redistribute Power Supply to Customers 
An alternative suggested by individuals commenting on the draft EA involved the 
redistribution of power supply to customers.  Here, the intent is to reduce the load on the 
existing Algood Substation by serving some of those customers currently being provided 
with power from the Algood Substation with power from another substation.  Local power 
customers are served by two distributors, CED and UCEMC.  CED serves customers from 
three substations (see Figure 2), while UCEMC provides power to customers on the east 
side of Cookeville through the Algood Substation.  UCEMC also operates the Double 
Springs Substation and the Baxter Substation, west of Cookeville, and the Bangham 
Substation, which is located several miles north of Algood.  Supplying those customers 
currently served by the Algood Substation with power from other UCEMC substations would 
involve high line losses due to the length of the distribution lines.  This could overload the 
other UCEMC substations. 

Moving customers between CED and UCEMC substations would involve shifting customers 
between two competing power suppliers.  In addition, this could involve the replacement of 
existing distribution lines or the construction of new lines, which would be the responsibility 
of CED and UCEMC, rather than TVA.  Such measures would be expensive. 

Regardless, four substations in the local Cookeville-Algood area are fed by TVA’s West 
Cookeville 161-kV Substation (see Figure 2).  Therefore, a redistribution of power supply to 
local consumers would not decrease the demand on the West Cookeville Substation.  
Because this option would not meet identified project needs, it was not considered further. 

Load Reduction and Energy Conservation 
TVA currently operates energy conservation programs, which TVA and local power 
distributors cooperatively promote and expand.  Additional information about these 
programs is provided as Appendix B.  Energy efficiency initiatives throughout the UCEMC 
service area have resulted in an approximate reduction of 5 MW over the last 10 years.  
This reduction has resulted from energy right® installations throughout the UCEMC service 
area.  The Algood area is a portion of that service area. 

The development and implementation of any additional conservation efforts within a time 
frame that would meet the identified system needs are extremely unlikely based on the 
findings of a study of demand-side management options for the Tennessee Valley (Pacific 
Energy Associates 2002).  This study explored energy efficiency program options that could 
supply electricity savings within two years.  The study indicated that on average over a two-
year period, a 0.9 MW reduction in load could be reached.  Likewise, a 1.9-MW peak load 
reduction could be achieved over that period using current customer base ratios.  A 
reduction of at least 10 MW is needed to address the loading problem in this area. 
                                                             
3 Baseload power is a steady supply of electric power available regardless of the total power demand 
on the power network.  Baseload power is typically supplied by a network of large power plants. 
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As part of TVA’s current Strategic Plan, which was approved in May 2007, TVA is 
committed to improving its energy efficiency and demand response programs over the next 
five years.  To support this goal, TVA has created a new organization, Energy Efficiency 
and Demand Response (EEDR).  EEDR is currently assessing efficiency programs and 
conducting research.  This research will help clarify market potential for energy efficiency 
and demand response across the Tennessee Valley, develop analysis tools and data sets 
needed to determine program effects, and define potential new programs.  In April 2008, 
TVA announced its draft Energy Efficiency and Demand Response Plan (TVA 2008).  The 
goal is to reduce the growth in peak demand within its power service area by up to 1,400 
MW by the end of fiscal year 2012. 

Current incentive programs (see Appendix B) are under review as part of this research 
project and will be modified to support TVA’s long-term goals across the Valley.  TVA 
anticipates implementing new programs in late 2008 and early 2009. 

The combination of existing and potential efficiency efforts could result in additional 
reductions in the UCEMC service area through June 2008.  Prorating these conservation 
efforts to the Algood area using square miles of area served as the basis, the resulting load 
reduction would be less than 1 MW across the residential and commercial sectors.  This 
reduction would not be sufficient to offset the existing overload of the current system, nor 
would it be sufficient to address the projected growth in the area.  Based on this continued 
deficit, demand-side management was ruled out as the means to meet the local power 
system needs in the near term.  Consequently, this alternative would not meet project 
needs and was not considered further. 

Distributed Generation 
The term “distributed generation” refers to a situation where electric power is generated 
near the point of use, as opposed to being generated at a central power generation point.  
Distributed generation usually involves smaller generation facilities, and the power is 
typically fed into a local power distribution network rather than onto a transmission system. 

Distributed generation units vary in capacity.  For example, hospitals and some industrial or 
commercial buildings may have backup generators that can be put into service to provide 
emergency power or supplemental power.  The Tennessee Tech alternative discussed 
above is a type of distributed generation.  Likewise, some industries may generate power 
from waste heat produced by their manufacturing processes.  This power may be used to 
supplement the industry’s power supply, or excess power can be sold to the local power 
distributor.  At a smaller scale, homeowners may have solar photovoltaic units or small wind 
turbines installed on their property to supplement their power supply. 

Under the existing electric power supply infrastructure, electric utilities such as TVA operate 
large, centralized generating facilities and transmit power to various local distributors, such 
as UCEMC and CED.  This is accomplished via high-voltage (usually 500-kV or 161-kV) 
transmission lines, which deliver power to local distributor substations.  Distributors supply 
power to local residential, commercial, and industrial customers via a network of lower-
voltage (usually 69-kV or 13-kV) distribution lines. 

In small-scale distributed generation systems, power may be generated and consumed on 
site by a residential, commercial, or industrial user.  Typically, these systems are intended 
to supplement power provided via the local distribution network; however, at times, these 
systems may have to provide all necessary power.  In larger distributed generation 
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systems, in which larger amounts of power are generated, the generation source may be 
connected to the local distribution network so that multiple consumers may be served.  
Excess power may be fed into the local distribution system and sold to the distributor.  
Thus, such systems can be used to supplement utility-provided electric power. 

One distributed generation alternative to the construction of a new 161-kV line is to build a 
new power generation facility to supply the new Algood Substation.  This facility could be 
built by TVA or by the local distributor.  In either case, the proposal would be expensive 
(likely too expensive compared to Alternative 2), and it is not likely that the facility could be 
brought online by the short term, i.e., by summer 2008, in order to meet the overloading 
that is expected to occur. 

Another distributed generation alternative is to install multiple small generation sources in 
the Cookeville-Algood area to supplement the local power supply.  For this approach to 
offset the anticipated increase in demand for power delivered through the existing Algood 
69-kV Substation, numerous generating sources would be required.  The capital costs for 
these generators would be high.  Depending on the size of such facilities, various 
environmental permitting processes would have to be completed before they could be 
operated.  These permitting processes typically take from a few months to more than a year 
to complete after facility designs are completed and appropriate permit applications are 
prepared.  It would also be necessary that all of the owners of these facilities act in concert 
in order to ensure that this generation is installed in time to help address the problems 
expected in the area this summer. 

Some form of fossil fuel, oil or natural gas, would likely be the energy source for distributed 
generation facilities.  Distributed generation facilities would have their own environmental 
impacts including air pollution and the generation of waste.  Elsewhere, such facilities also 
have been opposed by nearby property owners and others because of concerns about 
safety and impacts to property values.  Depending on the fuel used and the generating 
capacity, the number of hours that some distributed generation facilities (e.g., those that 
serve mainly as emergency power sources) can operate may be restricted by their 
operating permits. 

Because of the uncertainty over costs, the lack of control over reliability of the power 
supply, and other factors, TVA does not consider a distributed power generation alternative 
to be a viable option that could be implemented in the short term.  Consequently, this option 
was not considered reasonable and was eliminated from further consideration in the 
environmental review. 

Underground Utility Lines 
A frequent objection to the construction of new transmission lines is the perception of 
potential adverse visual effects.  Thus, a frequently suggested alternative is the installation 
of buried transmission lines. 

Power lines can be buried.  However, most buried lines tend to be low-voltage distribution 
lines, i.e., lines that are 13-kV or less.  Although such lines can be laid into trenches and 
buried without the need for special conduits, some lines require armor casings for safety 
reasons.  Burying larger lines in the 69-kV, 161-kV, and 500-kV range requires extensive 
excavation, and these lines must be encased in special conduits or tunnels.  Additionally, 
measures to ensure proper cooling and to provide adequate access are required.  Usually, 
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a road along or within the right-of-way of buried lines must be maintained for routine 
inspection and maintenance. 

Although buried lines are much less susceptible to catastrophic storm damage, especially 
wind damage, they tend to be very expensive to install and maintain.  Conduit systems 
require ventilation systems to provide adequate cooling for the conductors.  Similarly, they 
must be protected from flooding, which could cause an outage.  Repairs of buried lines may 
require excavation, and the precise location of problems can be difficult to determine. 

Burying the proposed 161-kV line is unfeasible for these and other reasons.  Expense 
would be prohibitive.  Because of the karst nature of the area, the extensive excavation 
necessary to construct the conduit is impractical.  The potential adverse environmental 
effects of constructing and operating a buried high-voltage line in the Algood area would 
likely be greater than those associated with a traditional aboveground line.  For these 
reasons, this alternative was not considered reasonable and was eliminated from further 
consideration. 

Use Existing Highway Right-of-Way 
Several individuals that commented on the draft EA, as well as some attending the public 
meeting, favored using existing highway right-of-way along SR 111 as the route for the new 
transmission line.  TVA considered this routing option in the planning process. 

However, several disadvantages to this route option were apparent.  First, if TVA were to 
locate a transmission line on the state’s right-of-way, TVA would have to accommodate its 
use of the right-of-way with the state’s needs, and this would make maintaining the 
transmission line more difficult.  Additionally, location of a high-voltage line along a roadway 
poses a small but persistent risk to traffic safety.  Residential and commercial development 
is expected to increase along SR 111, especially at the two interchanges.  Routing and 
locating the proposed line to avoid existing development and to minimize effects to potential 
development along SR 111 is problematic.  Another difficulty in routing along SR 111 
involves avoiding potential effects to wetland areas immediately east of the highway (see 
Figure 3).  Due to steep topography, there is no acceptable location for a tap point in the 
area of the intersection of SR 111 and the West Cookeville-Peavine 161-kV Transmission 
Line. 

The major disadvantage of locating the proposed line along SR 111, however, is the 
difficulty in accessing the new substation site from the highway right-of-way.  As illustrated 
in Figure 3, heavy residential and commercial development occurs between the substation 
site and SR 111.  Thus, homes and businesses presently exist within the potential right-of-
way through this area and would have to be removed.  Removing these homes and 
businesses would adversely affect their owners and would increase line construction costs.  
TVA tries to avoid such impacts to homeowners and businesses when there are other 
feasible alternatives.  Therefore, because the use of SR 111 right-of-way presented obvious 
disadvantages, this option was not considered reasonable. 
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2.2. Construction, Operation, and Management of the Proposed 
Transmission Line 

2.2.1. Transmission Line Construction 

Right-of-Way Acquisition and Clearing 
The transmission line would be constructed within a new 100-foot-wide right-of-way.  TVA 
would purchase easements from landowners for the new right-of-way.  These easements 
would give TVA the right to construct, operate, and maintain the transmission line, as well 
as remove danger trees off the right-of-way.  Danger trees include any trees that are 
located away from the cleared right-of-way, but that are tall enough to pass within 5 feet of 
a conductor or strike a structure should it fall toward the transmission line.  The fee simple 
ownership of the land within the right-of-way remains with the landowner, and many 
activities and land uses could occur on the property.  However, the terms of the easement 
agreement prohibit certain activities such as construction of buildings and any other 
activities within the right-of-way that could interfere with the transmission line or create a 
hazardous situation. 

Because of the need to maintain adequate clearance between tall vegetation and 
transmission line conductors, as well as to provide access for construction equipment, most 
trees and shrubs would initially be removed from the entire width of the right-of-way.  
Equipment used during this right-of-way clearing would include chain saws, skidders, 
bulldozers, tractors, and/or low ground-pressure feller-bunchers.  Marketable timber would 
be salvaged where feasible; otherwise, woody debris and other vegetation would be piled 
and burned, chipped, or taken off site.  In some instances, vegetation may be windrowed 
along the edge of the right-of-way to serve as sediment barriers.  Vegetation removal in 
streamside management zones (SMZs) and wetlands would be restricted to trees tall 
enough, or with the potential soon to grow tall enough, to interfere with conductors.  
Clearing in SMZs would be accomplished using hand-held equipment or remote-handling 
equipment, such as a feller-buncher, in order to limit ground disturbance.  TVA Right-of-
Way Clearing Specifications, Environmental Quality Protection Specifications for 
Transmission Line Construction, and Transmission Construction Guidelines Near Streams 
(Appendices C, D, and E) would be followed in clearing and construction activities. 

Subsequent to clearing and construction, the right-of-way would be restored as much as is 
possible to its state prior to construction.  Pasture areas would be reseeded with suitable 
grasses.  Wooded areas would be restored using native grass and other low-growing 
species.  Erosion controls would remain in place until the plant communities were 
established fully.  Streamside areas would be revegetated as described in Appendices C, 
D, and E. 

Access Roads 
Temporary access roads (see Figure 1 and Figure 5) would be needed to allow vehicular 
access to each structure and other points along the right-of-way.  An access road to the 
switches would be mostly on the existing right-of-way off Poplar Grove Road.  TVA would 
obtain the necessary rights for these access roads from landowners.  Existing roads 
including privately built, farm and field roads, some of which may need upgrading, would be 
used where possible.  New access roads used for transmission lines are located on the 
right-of-way wherever possible and designed to avoid severe slope conditions and to 
minimize stream crossings.  Access roads are typically about 20 feet wide and are surfaced 
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with dirt or gravel.  Much of the access to the proposed right-of-way would be via existing 
roads.  In other locations, access would be from farm roads or across open land. 

Culverts and other drainage devices, fences, and gates would be installed as necessary.  
Culverts installed in any permanent streams would be removed following construction.  
However, in wet-weather conveyances, they would be left or removed, depending on the 
wishes of the landowner or on any permit conditions that might apply.  If desired by the 
property owner, new temporary access roads would be restored to previous conditions.  
Additional applicable right-of-way clearing and environmental quality protection 
specifications are listed in Appendices C and D. 

Construction Assembly Areas 
A construction assembly area (laydown area) would be required for worker assembly, 
vehicle parking, and material storage.  This area may be on an existing substation property 
or leased from a private landowner for the duration of the construction period.  The property 
is typically leased by TVA about one month before construction begins.  Properties such as 
existing parking lots or areas used previously as car lots are ideal laydown areas because 
site preparation is minimal.  Several areas meet the criteria in the general project area.  
Selection criteria used for locating potential laydown areas include an area typically 5 acres 
in size; relatively flat; well drained; previously cleared; preferably graveled and fenced; 
preferably wide access points with appropriate culverts; sufficiently distant from streams, 
wetlands, or sensitive environmental features; and located adjacent to an existing paved 
road near the transmission line.  TVA initially attempts to use or lease properties that 
require no site preparation.  However, at times, the property may require some minor 
grading, and installation of drainage structures such as culverts may be required.  Likewise, 
the area may require graveling and fencing.  Trailers used for material storage and office 
space would be parked on the site.  Following completion of construction activities, all 
trailers, unused materials, and construction debris would be removed from the site.  
Removal of fencing installed by TVA and site restoration would be at the discretion of the 
landowner.  A laydown area located at 8062 Robert Matthews Highway in Sparta, 
Tennessee, is within the project vicinity and is currently being used by TVA for another 
transmission line construction project.  This laydown area would also be used for the 
current project. 

Structures and Conductors 
The proposed 161-kV transmission line would be constructed using single steel-pole 
structures as shown as Figure 4.  Structure heights would vary according to the terrain and 
would range between 75 and 140 feet.  At water or highway crossings, taller poles may be 
used in order to meet clearance requirements. 

Additionally, the tap point would be a three-pole dead end structure located within the 
existing West Cookeville-Peavine Transmission Line right-of-way near structure 104.  Two 
switch structures 25 feet tall would be located within the existing West Cookeville-Peavine 
Transmission Line right-of-way on each side of the tap structure.  Another switch structure 
35 feet tall would be located near the tap structure on the new right-of-way. 

Three conductors (the cables that carry the electrical current) are required to make up a 
circuit in alternating current transmission lines.  For 161-kV transmission lines, each 
conductor is made up of a single cable.  The conductors are attached to fiberglass or 
ceramic insulators suspended from the structure cross arms.  A smaller overhead ground 
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wire is attached to the top of the structures.  This ground wire may contain fiber optic 
communication cables. 

 

 

 

 

 

 

 

 

 
Figure 4. Single Steel-Pole 161-kV Transmission Structure 

Poles at angles (i.e., angle points) in the transmission line may require supporting guys.  
Some structures for larger angles could require two or three poles.  Most poles would be 
imbedded directly in holes augured into the ground to a depth equal to 10 percent of the 
pole’s length plus an additional 2 feet.  Normally, the holes would be backfilled with the 
excavated material, but in some cases, gravel or a cement-and-gravel mixture might be 
used.  Screw-and-rock-anchored guys would be installed for angle structures and tap 
structure.  One of the three switch structures located in the new right-of-way would require 
concrete foundations.  Six-foot-diameter holes would be excavated for each leg of the 
structure.  The spoil from the foundation holes would be spread within the right-of-way. 

Equipment used during the construction phase would include trucks, truck-mounted augers, 
and drills, as well as tracked cranes and bulldozers.  Low ground-pressure-type equipment 
would be used in specified locations (e.g., areas with soft ground) to reduce the potential for 
environmental impacts. 

Conductor and Ground Wire Installation 
Reels of conductor and ground wire would be delivered to various staging areas along the 
right-of-way, and temporary clearance poles would be installed at road and railroad 
crossings to reduce interference with traffic.  A small rope would be pulled from structure to 
structure.  It would be connected to the conductor and ground wire and used to pull them 
down the line through pulleys suspended from the insulators.  A bulldozer and specialized 
tensioning equipment would be used to pull conductors and ground wires to the proper 
tension.  Crews would then clamp the wires to the insulators and remove the pulleys. 
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2.2.2. Operation and Maintenance 

Inspection 
Periodic inspections of 161-kV transmission lines are performed from the ground and by 
aerial surveillance from a helicopter.  These inspections, which occur on approximately five- 
year cycles after operation begins, are conducted to locate damaged conductors, 
insulators, or structures, and to discover any abnormal conditions that might hamper the 
normal operation of the line or adversely affect the surrounding area.  During these 
inspections, the condition of vegetation within the right-of-way, as well as immediately 
adjoining the right-of-way, is noted.  These observations are then used to plan corrective 
maintenance and routine vegetation management. 

Vegetation Management 
Management of vegetation along the right-of-way would be necessary to ensure access to 
structures and to maintain an adequate distance between transmission line conductors and 
vegetation.  For a 161-kV transmission line, National Electrical Safety Code standards 
require a minimum clearance of 24 feet.  Vegetation management along the right-of-way 
would consist of two different activities:  felling of danger trees adjacent to the cleared right-
of-way and the control of vegetation within the cleared right-of-way. 

Management of vegetation within the cleared right-of-way would use an integrated 
vegetation management approach designed to encourage the low-growing plant species 
and discourage tall-growing plant species.  A vegetation reclearing plan would be 
developed for each transmission line segment based on the results of the periodic 
inspections described above and any TVA-approved special use agreements with property 
owners.  The two principal management techniques are mechanical mowing, using tractor-
mounted rotary mowers, and herbicide application.  Herbicides are normally applied in 
areas where heavy growth of woody vegetation is occurring on the right-of-way and 
mechanical mowing is not practical.  Herbicides would be selectively applied by aircraft or 
from the ground with backpack sprayers or vehicle-mounted sprayers. 

Any herbicides used would be applied in accordance with applicable state and federal laws 
and regulations.  Only herbicides registered with the U.S. Environmental Protection Agency 
(USEPA) would be used.  A list of the herbicides currently used by TVA in right-of-way 
management is presented in Appendix F.  This list may change over time as new herbicides 
are developed or new information on presently approved herbicides becomes available. 

Other than vegetation management, little other maintenance work would normally be 
required.  The transmission line structures and other components typically last several 
decades.  In the event that a structure must be replaced, the structure would normally be 
lifted out of the ground by crane-like equipment and the replacement structure inserted into 
the same hole or an immediately adjacent hole.  Access to the structures would be on 
existing roads where possible.  Replacement of structures may require leveling the area 
surrounding the replaced structures, but there would be little, if any, additional area 
disturbance when compared to the initial installation of the structure. 

2.3. Project and Siting Process 
The process of siting the proposed transmission line followed the basic steps used by TVA 
to determine a transmission line route.  These include the following: 
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• Define the study area 

• Collect data to minimize potential impacts to cultural and natural features 

• Develop general route options and potential routes 

• Gather public input 

• Incorporate public input into the final identification of the transmission line route 

2.3.1. Definition of the Study Area 
The first task in defining the study area was to identify the power sources that could supply 
the identified need.  TVA’s existing West Cookeville-Peavine 161-kV Transmission Line 
was the most practical source because it is the closest 161-kV transmission line and it 
would serve as the most reliable power source to the new substation. 

The study area boundaries were chosen to allow for the establishment of two or more 
corridors that would eventually yield a preferred transmission line route on which to 
construct the transmission line.  The study area is shown in Figure 1.  The northern 
boundary is south of Brotherton Mountain Road and the Louisville and Nashville Railroad in 
the town of Algood.  The southern boundary is the West Cookeville-Peavine 161-kV 
Transmission Line located north of Interstate 40 and east of SR 111.  The western 
boundary is SR 111.  The eastern boundary is east of Parragon and Mount Pleasant roads 
before the next ridge.  Following is a brief description of the study area. 

Natural Features 
The study area consists of the Plateau Escarpment and Eastern Highland Rim.  The 
Plateau Escarpment has steep, forested slopes, while the Eastern Highland Rim is 
characterized by moderately steep slopes and irregular plains.  There is more farming on 
the Eastern Highland Rim than on the Plateau Escarpment.  Topography of the study area 
varies, ranging from 1,000 to 1,700 feet in elevation.  Several caves and sinkholes are 
present within the study area.  National Wetlands Inventory Database identified several 
wetlands within the study area.  Most of the wetlands were located east of SR 111. 

Booger Swamp Protection Planning Site is located in the study area.  This swamp is a 
poorly drained upland depression located at the base of Buck Mountain.  Surface runoff 
from several directions, as well as the flow of Benton’s Branch, converge and drain into a 
small sinkhole at the site.  The soil in this area has a rather impervious subsurface layer 
that restricts the movement of water in the subsoil.  This creates flooded conditions for this 
area throughout the year.  This swamp is one of the best remnants of swamp forest on the 
highland rim.  This swamp is privately owned and is managed cooperatively with the 
Tennessee Department of Environment and Conservation (TDEC). 

The Falling Water River is located in the southeastern portion of the study area.  The 
National Park Service has listed the reach from River Mile 12, above Center Hill Lake, to 
River Mile 41, at the headwaters approximately 5 miles southwest of McCoinsville, on the 
Nationwide Rivers Inventory (NRI).  This listing is based on the river’s scenic, recreational, 
fisheries, wildlife, and geological values.  Burgess Falls is located on the Falling Water 
River 27 miles downstream of the study area. 

Cultural Features 
There are various churches and cemeteries in the study area. 
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Land Use 
The western portion of the study area includes the areas of Algood and East Cookeville, 
which contain the most concentrated development.  Other developments are concentrated 
along major roads.  Several rock quarries are in the study area with the largest located in 
the northern part of the study area north of the Algood Substation.  A golf course and 
associated development are present within the study area.  The central to eastern portion of 
the study area has less development and consists of pastureland and forestland. 

Transportation 
There are a number of major transportation features in this study area.  Interstate 40 is 
located near the southern edge of the study area.  SR 111 is located on the western edge 
of the study area.  U.S. Route (US) 70 crosses the study area in a north-south direction.  
Other roads include Buck Mountain, Parragon, Mount Pleasant, White Plains, Burton Cove, 
Buck Mountain Trail, and Dry Valley.  A railroad track crosses the study area in an east-
west direction.  The western portion of the study area includes Algood and East Cookeville, 
which contains the most concentrated development.  Other developments are concentrated 
along the major roads identified above. 

2.3.2. Data Collection 
Geographic data, such as topography, land use, transportation, environmental features, 
cultural resources, near-term future development, and land conservation information were 
collected for the entire study area.  Sources included aerial photography, county parcel data 
and property boundaries, U.S. Geological Survey topographic data, digital elevation 
models, National Wetlands Inventory data, and cultural resource data. 

Aerial photography was interpreted to obtain land use and land cover data such as forests, 
agriculture, wetlands, houses, barns, commercial and industrial buildings, churches, and 
cemeteries.  Analysis of the data was aided by using a geographic information system 
(GIS).  GIS is a computer tool that allows consideration of large amounts of detailed 
information.  It was used to display and analyze multiple layers of information 
simultaneously using geographically referenced digital information.  The data from aerial 
photo interpretation, along with other data mentioned above, were incorporated in the GIS 
to generate a constraint model that was used to identify areas of conflict as well as possible 
opportunities for transmission line routing.  Other data layers, such as property boundaries, 
terrain elevations, and transportation networks, were used along with the constraint model 
to analyze multiple factors when defining alternative routes.  This system allowed the 
multitude of factors of the study area to be examined simultaneously to develop a route that 
would best meet project needs, including avoiding or reducing potential environmental 
impacts. 

2.3.3. Development of General Route Options and Potential Routes 
The straight-line distance from the TVA source transmission line to the planned UCEMC 
substation site is about 3.5 miles.  That distance, along with the dense residential and 
commercial development in the area, limited the number of practicable alternative corridors 
that could be identified and studied for the project.  Using information gathered during the 
system’s studies and data development phases, several potential tap point locations were 
identified on West Cookeville-Peavine 161-kV Transmission Line.  Electric system reliability 
concerns required a 161-kV disconnect switch on each side of the future tap structure in the 
existing source line and a disconnect switch in the tap line itself near the tap point.  These 
switch locations must meet line engineering requirements and be accessible by road in all 
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weather conditions, including high water.  These requirements resulted in four possible tap 
point locations.  Field reconnaissance along the existing right-of-way helped confirm these 
tap point locations. 

Eighteen route segments, as shown in Figure 3, were developed using the identified tap 
point locations, UCEMC’s new substation location, and the GIS-based constraint model and 
other data layers, such as property boundaries, digital elevation model results (which were 
used to identify steepness and terrain characteristics), and transportation.  The GIS was 
used to locate segments that would best meet project needs by avoiding or reducing 
conflict with constraints (including sensitive environmental resources) and by using 
identified opportunities. 

Tap point 1 is located north of North Salem Road between structures 94 and 95.  Tap point 
2 is located between North Salem Road and US 70 between structures 95 and 96.  Tap 
point 3 is located east of US 70 and north of Dacco Quarry Road between structures 96 
and 97.  Tap point 4 is located just north of Interstate 40 and just east of Poplar Grove 
Road west of structure 104. 

Segment 1 (see Figure 3) begins at the tap point of the West Cookeville-Peavine 161-kV 
Transmission Line west of structure 104 in a pasture and heads in a northerly direction for 
1,000 feet crossing Mount Pleasant Road and the Falling Water River to Point A.  This 
section crosses mostly open land and less than 1 acre of forest on level terrain.  From Point 
A to Point B, the section travels north approximately 1,000 feet, paralleling Mount Pleasant 
Road on the east side over open level land.  From Point B to Point C, Segment 1 continues 
north for 2,600 feet crossing Mount Pleasant and Hidden Hollow roads, then parallels 
Mount Pleasant Road traveling on mostly open level land.  From Point C to Point D, the 
section travels northwest 1,400 feet away from Mount Pleasant Road on open land with 
sloping terrain near Buck Mountain.  From Point D to Point E, the section begins at the 
base of Buck Mountain and travels north 2,100 feet up Buck Mountain.  The first portion 
travels through over 1.5 acres of open land with sloping terrain.  The rest of the section 
crosses through over 3 acres of forest with steep terrain and crosses one stream.  From 
Point E to Point F, the route heads slightly northwest 1,600 feet and continues up Buck 
Mountain.  This section is all forest and steep terrain.  From Point F to Point G, the section 
travels north 1,800 feet over Buck Mountain.  This section crosses forest on steep terrain 
before intersecting Buck Mountain Road.  On the north side of Buck Mountain Road, the 
section travels through open land on relatively level terrain.  From Point G to Point H, the 
route runs northeast around the base of Buck Mountain for 2,000 feet.  This section travels 
through a mixture of forest and open land on sloping terrain.  From Point H to Point I, the 
section continues along the base of Buck Mountain in a northerly direction for 1,300 feet.  
This section crosses Parragon Road and consists of a mixture of forest and open land on 
relatively level terrain.  From Point I to Point J, the route heads northeast following 
Parragon Road for 575 feet through mostly open land on relatively level terrain.  From Point 
J to Point K, the route parallels Parragon Road, which runs north and south.  All but an acre 
of the potential right-of-way is open land on level terrain.  From Point K to Point L, the 
section bears northwest on open land with level terrain.  From Point L to Point M, the 
section travels north for 300 feet through level, open land.  From Point M to Point N, the 
section travels west for 4,500 feet across Buck Mountain.  Most of the section is forested 
land on steep terrain.  From Point N to Point O, UCEMC substation, the section turns 
slightly south for 1,700 feet over Buck Mountain.  Most of the section is forest on steep 
terrain except the last 600 feet before it enters UCEMC substation. 
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Segment 2 travels south from the UCEMC substation for 2,000 feet, paralleling the existing 
TVA East Cookeville-Algood 69-kV Transmission Line.  This segment crosses relatively flat 
open and forestland to the beginning of Segments 3 and 4. 

Segment 3 travels south 1,400 feet to Plantation Drive, then turns west and parallels 
Plantation Drive for 800 feet before terminating at Segment 5.  The land along this segment 
is heavily developed. 

Segment 4 heads southwest 900 feet, paralleling the East Cookeville-Algood 69-kV 
Transmission Line, to First Avenue.  This segment then turns south and parallels First 
Avenue for 1,100 feet before terminating at Segment 5.  The section paralleling First 
Avenue is heavily developed. 

Segment 5 runs south 1,500 feet, paralleling First Avenue on the eastern side and crossing 
two roads before terminating near Burton Cove Road at Segments 6 and 7.  Heavy 
development occurs along this section.  Most of this development is on the west side of 
First Avenue. 

Segment 6 travels south 2,600 feet crossing four roads containing residential development 
on the northern portion.  The rest of this segment crosses relatively level land containing 
almost 2 acres of forested land.  The remainder of the segment lies in open land before it 
terminates at Segments 8 and 9. 

Segment 7 runs southeast for 1,000 feet before turning south and traveling 3,000 feet to 
terminate with Segments 10 and 11.  The first 1,000 feet crosses Burton Cove Road and 
White Plains Road.  The last 3,000 feet travels through approximately 2 acres of forestland.  
The remainder runs through pastureland and crosses Buck Mountain Road. 

Segment 8 heads south for 6,250 feet and terminates at Segment 13.  The first 2,400 feet 
crosses Buck Mountain Road and parallels Buck Lake Road, which contains residential 
development.  The rest of the segment travels through about 2 acres of forested wetlands 
in Booger Swamp, then over 2 acres of forest.  The remainder of the route crosses 
pastureland.  A wetland area identified on the National Wetlands Inventory is located east 
of this segment. 

Segment 9 runs south for 1,650 feet and crosses Buck Mountain Road.  It then turns 
southwest for 650 feet and terminates at Segment 12.  Segment 9 is located mostly in an 
open field.  Residential development is located east of the segment. 

Segment 10 travels south for 1,000 feet, crosses Buck Mountain Road, and terminates at 
Segment 12.  Segment 10 is located in an open field.  A residence is located to the east of 
this segment. 

Segment 11 bears southwest for 1,300 feet, then turns south for 2,900 feet, then turns 
southwest for 3,000 feet.  This segment crosses one road and terminates with Segments 14 
and 15.  Segment 11 is located mostly in pastureland, but it contains about an acre of forest 
and over 4.5 acres of forested wetlands in Booger Swamp. 

Segment 12 heads south for 4,000 feet to terminate with Segment 13.  Segment 12 is 
located in some pastureland.  However, this segment crosses about 2 acres of forest in 
rough terrain at the base of Buck Mountain and nearly 4 acres of forested wetlands in 
Booger Swamp. 
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Segment 13 bears southwest for 4,000 feet and terminates with Segments 16 and 17.  This 
segment is located in over 7 acres of forest in rough terrain on the side of Buck Mountain. 

Segment 14 travels south for 3,200 feet and terminates at Segment 18.  Segment 14 is 
located in mostly open land.  Residential and commercial development occurs on the east 
side of the segment in the area where it crosses US 70. 

Segment 15 travels southwest for 500 feet then turns south for 2,800 feet.  Segment 15 
crosses US 70 and is located in over 2 acres of forest on level terrain.  Residential 
development occurs along the western side of this segment. 

Segment 16 runs southeast for 1,500 feet and intersects the TVA West Cookeville-Peavine 
161-kV Transmission Line between structures 96 and 97.  Segment 16 is located in over 
1 acre of forest on level terrain.  A rock quarry is adjacent to this segment on the east side. 

Segment 17 bears southwest for 1,800 feet, crosses US 70, and then intersects the West 
Cookeville-Peavine 161-kV Transmission Line between structures 95 and 96.  This 
segment crosses approximately 1.5 acres of forest; the remainder crosses open land.  
Residential and commercial development adjoins the segment on the west, north of US 70. 

Segment 18 travels south-southwest for about 1,500 feet to intersect the West Cookeville-
Peavine 161-kV Transmission Line between structures 94 and 95.  Segment 18 is located 
on mostly open land.  A rock quarry is located immediately west of this segment. 

Seventeen alternate transmission line routes consisting of combinations of these 18 
constituent segments (see Figure 3 and Table 1) were then developed.  These routes were 
evaluated as described below. 

Table 1. Alternative Route Corridors 

Alternative Route Constituent Segments Tap Point

1 1 4 
2 2,3,5,6,8,13,16 3 
3 2,4,5,6,8,13,16 3 
4 2,3,5,6,8,13,17 2 
5 2,4,5,6,8,13,17 2 
6 2,3,5,6,9,12,13,17 2 
7 2,3,5,6,9,12,13,16 3 
8 2,4,5,6,9,12,13,16 3 
9 2,4,5,6,9,12,13,17 2 
10 2,3,5,7,10,12,13,16 3 
11 2,3,5,7,10,12,13,17 2 
12 2,4,5,7,10,12,13,16 3 
13 2,4,5,7,10,12,13,17 2 
14 2,3,5,7,11,14,18 1 
15 2,3,5,7,11,15,18 1 
16 2,4,5,7,11,14,18 1 
17 2,4,5,7,11,15,18 1 
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2.3.4. Establishment and Application of Siting Criteria 
TVA uses a set of evaluation criteria that represent opportunities and constraints for 
development of transmission line routes.  These criteria include factors such as existing 
land use, ownership patterns, environmental features, cultural resources, and visual quality.  
Cost is also an important factor, with engineering considerations and right-of-way 
acquisition cost being the most important elements.  Application of these constraints is 
flexible, and TVA can, and does, deviate from them.  Identifying feasible transmission line 
routes involves weighing and balancing of these criteria with adjustments to them as 
specific conditions dictate. 

Each of the transmission line alternative routes was evaluated according to the following 
criteria. 

• Engineering Criteria include considerations such as total length of the transmission 
route, length of new right-of-way and rebuilt right-of-way, number of primary and 
secondary road crossings, the presence of pipeline and transmission line crossings, 
and total line cost. 

• Environmental Criteria include the presence of slopes greater than 20 percent 
(steeper slopes have more potential for erosion and potentially greater water quality 
impacts), consideration of visual aesthetics, the number of forested acres within the 
proposed right-of-way, the number of open water crossings, presence of sensitive 
stream (i.e., those supporting endangered or threatened species) crossings, the 
number of perennial and intermittent stream crossings, presence of wetlands or rare 
species habitat, the number of natural area crossings, and proximity to wildlife 
management areas. 

• Land Use Criteria include the number of fragmented property parcels and proximity 
to schools, houses, commercial or industrial buildings, and barns. 

• Cultural Criteria include the presence of archaeological and historic sites, 
churches, and cemeteries. 

2.3.5. Route Evaluation and Selection of the Preferred Alternative Route 
Each of the 17 alternative routes offered different opportunities and constraints.  
Opportunities include characteristics such as open land, areas less suitable for 
development, and lack of sensitive environmental areas and land use conflicts.  The 
assessment of the opportunities and constraints for these alternative routes are 
summarized below by engineering, environmental, land use, and cultural criteria. 

Engineering 
Evaluation of the alternative routes for the number of road crossings and existing 
transmission lines affected resulted in no major constraints along any of the alternative 
routes.  The existence of underground utilities in Segment 5, which is common to 
Alternative Routes 2 through 17, makes these routes less desirable than Alternative 
Route 1.  This is due to potential conflicts between pole locations and underground 
utilities, constraints to line location, and proximity of the line to nearby homes.  The 
length of the alternative routes ranged from 3.8 to 4.9 miles, with Alternative Route 1 
being the longest.  Alternative Route 1 crosses steeper terrain than the other routes. 
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Environmental 
Based on the initial environmental review, no threatened or endangered species were 
identified along any of the alternative routes.  The major environmental constraint 
identified for Alternative Routes 2 through 17 was wetlands.  Booger Swamp is a 
wetland managed cooperatively by the property owners and TDEC.  Booger Swamp 
may qualify as an Exceptional Tennessee Water.  In general, these characteristics are 
streams with good water quality, important ecological values, valuable recreational 
uses, and outstanding scenery.  Alternative Route 1 required the most acres of right-of-
way, including forest. 

Land Use 
Alternative Routes 2 through 17 affected more parcels than Alternative Route 1, as well 
as more residential and commercial properties. 

Cultural 
Cultural resources include features such as archaeological sites, cemeteries, historical 
sites, historic structures, churches, and recreational areas.  No known archaeological or 
historical sites occurred within any of the alternative routes.  None of the alternative 
routes are within the buffer zones for churches, cemeteries, or recreational areas. 

Data were obtained for each of 42 individual criteria (e.g., length of route, acres of forest 
within the right-of-way, number of road crossings) for each of the alternative routes.  The 
average value (i.e., the mean) was calculated for each criterion.  For example, the average 
number of road crossings was calculated using the data for all the alternative routes.  Next, 
a ranking of each of the alternative routes was derived for each criterion based on each 
route’s value as it related to its deviation from the average value.  These ranking values 
ranged in value from 1 to 4.  The lower values reflected values less than the mean, while 
higher values resulted from values greater than the mean.  For example, if the average 
number of road crossings was five, and a particular route had two crossings, then it would 
be assigned a low ranking value such as a 1 or 2.  Conversely, a route with more than five 
road crossings would be assigned a higher value (e.g., a 3 or 4). 

Next, weights reflecting the severity of potential effects (i.e., the relative degree of 
constraint) were developed for each criterion.  These weights ranged in value from 1 to 10.  
For example, crossings of a railroad by the right-of-way may have a lower weight than a 
stream crossing, indicating that railroad crossings pose less of a constraint than stream 
crossings. 

These criterion-specific weights were then multiplied by the individual alternative route 
rankings to create a table of weighted rankings.  These weighted rankings for each 
alternative route were then added to develop overall scores by route.  Thus, those routes 
that would have the lowest and highest impacts with respect to engineering, environmental, 
land use, and cultural resource criteria were identified.  The weighted rankings scores for 
each of the 42 criteria were added to establish the overall score for each of the 17 routes. 

Upon completion of analysis, there was an evident break in the overall scores of the 
alternative routes.  Six alternative routes (1, 11, 12, 14, 15, and 16) had lower overall 
scores than the other 11 routes.  However, Alternative Route 1 presented the least impact 
with a much lower overall score than all the other routes.  Alternative Route 1 has fewer 
homes within the 50- to 300-foot buffer, crosses fewer parcels, affects fewer property 
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owners, avoids the Booger Swamp area, and avoids conflicts with underground utilities.  
Alternative Route 1, as shown in Figure 3, was identified as the preferred route. 

Later in the planning process, Alternative Route 1 was modified from its original alignment 
(see Figure 5) to reduce overall project and community impacts further.  These 
modifications were based on comments from property owners, public officials, and subject 
matter environmental experts, along with information from field surveys and available data 
sources.  Following the release of the draft EA, further adjustments in the route alignment 
were made to accommodate concerns expressed by the State Historic Preservation Officer 
(SHPO) that the original route south of Buck Mountain Road (near Point 3 in Figure 5) could 
pose potential effects to a rural road (see the March 11, 2008, letter from E. Patrick 
McIntyre in Appendix A).  Consequently, two optional route segments, one to the east 
(between Points 2 and 4) of the original route alignment and one to the west (between 
Points 2 and 3) were developed (see Figure 5).  Field surveys were conducted on April 14, 
2008 along both of these route options to detect the presence of any potentially affected 
resources. 

Alternative Route 1 was modified as follows. 

• The tap point was moved 150 feet to the east. 

• The right-of-way between Points 1 and 2 was moved to the east at the request of a 
property owner. 

• Two routes between Points 2 and 4 on the east and west of Alternative Route 1 
were analyzed to avoid potential effects to a historic roadbed.  The eastern route 
option was between Points 2 and 4.  The western route option, between Points 2 
and 3, is the preferred route option. 

• The right-of-way from Point 5 to Point 6 was moved to the east to avoid an existing 
AM radio tower.  This new alignment was necessary to minimize possible 
transmission interference and reduce impacts to existing residential properties and 
new residential construction along Parragon Road. 

• The right-of-way between Points 6 and 7 was moved to the southwest at the request 
of a property owner to avoid residential parcels. 

• From Point 8 westward to the new Algood Substation, the right-of-way was moved 
slightly from the original alignment because of terrain and to avoid a nearby 
sinkhole. 
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Figure 5. Modifications to Alternative Route 1 
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2.4. Comparison of the Alternatives 
If the No Action Alternative were adopted, the proposed 161-kV transmission line would not 
be constructed by TVA.  Consequently, there would be no environmental effects related to 
transmission line construction or operation along the proposed route resulting directly from 
TVA’s actions.  UCEMC, however, could decide to connect its planned substation to the 
TVA transmission system.  Should UCEMC do that, the impacts would be similar to or 
greater than those identified under the Action Alternative, depending on the route chosen 
by UCEMC and its construction techniques.  Additionally, under the No Action Alternative, 
the proposed sale of a 1.6-mile segment of the West Cookeville-East Cookeville-Algood 69-
kV Transmission Line would not occur.  This line would continue to be operated and 
maintained by TVA.  In the absence of these proposed actions, particularly the construction 
of the 161-kV transmission line, equipment in the existing UCEMC Algood 69-kV Substation 
and in the TVA West Cookeville Substation would likely become overloaded in the short 
term.  This situation would eventually lead to equipment failures and outages with 
brownouts and blackouts in the area.  The reliability of the power transmission system in 
the Cookeville and Algood area would be reduced to unacceptable levels. 

Under the Action Alternative, TVA would construct a new 5.5-mile-long 161-kV transmission 
line between the new UCEMC Algood 161-kV Substation and the existing TVA West 
Cookeville-Peavine 161-Transmission Line.  Because the proposed line would provide 
power to the new substation, the load on existing equipment at the West Cookeville 
Substation would be reduced.  Consequently, reliability of the local power system would be 
improved, and the likelihood of unplanned outages due to equipment failure would 
decrease.  Additionally, TVA would sell a 1.6-mile segment of the TVA West Cookeville-
East Cookeville-Algood 69-kV Transmission Line to UCEMC.  Because TVA would require 
UCEMC to maintain the segment in accordance with existing TVA maintenance guidelines, 
no additional environmental effects are expected to result from the proposed sale.  Potential 
environmental impacts from construction and operation of the proposed 161-kV line would 
be insignificant.  A detailed description of the potential environmental consequences of 
adopting the Action Alternative is provided in Chapter 4.  Adoption and implementation of 
the Action Alternative would provide a new source of power to the proposed UCEMC 
Algood 161-kV Substation. 

2.5. The Preferred Alternative 
The Action Alternative, i.e., Construct and Operate the West Cookeville-Peavine 161-kV 
Transmission Line Tap to Algood Substation, is TVA’s preferred alternative for this 
proposed project.  TVA would build a 161-kV transmission line tap to the planned Algood 
161-kV Substation using a modified version of the original Alternative Route 1, which is 
TVA’s preferred route option (see Figure 5).  The new transmission line would be 5.5 miles 
long and would occupy approximately 67 acres of right-of-way.  In addition, under the 
Action Alternative, TVA would sell a 1.6-mile segment of the West Cookeville-East 
Cookeville-Algood 69-kV Transmission Line to UCEMC.  Other alternatives considered 
were determined to be more costly and not able to meet the needs of this proposed action, 
especially the need to relieve loading on the system in this area by this summer.  Other 
alternatives have their own associated impacts, and some of them would affect home and 
business owners to a much greater extent than TVA’s preferred alternative.  The preferred 
alternative does have impacts, including greater impacts on forest resources, but none of 
these impacts were determined to be significant. 
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CHAPTER 3 

3.0 AFFECTED ENVIRONMENT 
Various environmental resources could be affected by the implementation of the 
alternatives described in Chapter 2.  The status of these potentially affected environmental 
resources is described in this chapter.  The potentially affected environmental resources 
include the following:  terrestrial life (wildlife and vegetation), aquatic life, threatened and 
endangered species, surface water, groundwater and geology, floodplains, wetlands, 
natural areas, historical and archaeological resources, visual and aesthetic quality, 
recreation, and socioeconomics. 

3.1. Terrestrial Life 
Terrestrial life considered included wildlife (i.e., terrestrial animals) and vegetation.  The 
discussion of vegetation includes invasive and exotic, nonnative plant species.  These 
resources are described further below.  The descriptions below are organized into two 
major sections—those resources within the right-of-way of the proposed new transmission 
line and those resources within the right-of-way of the transmission line segment that is 
proposed to be sold to UCEMC. 

3.1.1. Wildlife 

New Transmission Line Right-of-Way 
Habitats within the right-of-way for the proposed transmission line include 47 percent early 
successional habitats and 53 percent deciduous forested habitats.  A more detailed 
description of vegetation is provided in Section 3.1.2.  Features found within the forested 
habitat include caves and rock outcrops.  Only one major waterway, Falling Water River, 
would be crossed by the proposed route. 

Early successional habitats along the route include pastures, hayfields, and developed 
areas.  Birds frequently found in these early successional habitats include Carolina wren, 
eastern bluebird, American robin, brown thrasher, northern cardinal, American kestrel, and 
mourning dove.  Indigo bunting, white-eyed vireo, and gray catbird are also found here.  
Common mammals in this habitat type include striped skunk, eastern cottontail rabbit, 
white-tailed deer, Virginia opossum, foxes, bobcats, and rodents such as the white-footed 
mouse.  Reptiles often found in early successional habitats include black racer, rat snake, 
milksnake, and eastern garter snake.  Wetlands within early successional habitats provide 
habitats for amphibians such as American toad, Fowler’s toad, green frog, northern cricket 
frog, southeastern chorus frog, and red-spotted newt. 

Deciduous forests provide habitat suitable for wild turkey, downy woodpecker, pileated 
woodpecker, white-breasted nuthatch, and American crow, as well as neotropical migrants 
such as wood thrush, blue-gray gnatcatcher, red-eyed vireo, and ovenbird.  White-tailed 
deer and eastern gray squirrel are mammals frequently found in deciduous forests, and 
scattered rock outcrops within these forests provide suitable habitat for Allegheny woodrat 
and other small mammals.  Northern zigzag salamander and slimy salamander are likely 
inhabitants on the forest floor of deciduous forests.  Common reptiles include eastern box 
turtle, northern ringneck snake, rat snake, and northern copperhead. 
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Unique and important terrestrial habitats, such as caves, were also searched for during field 
investigations.  At least 33 caves have been reported within 3 miles of the proposed new 
transmission line route (TVA data; Gerald Moni, Tennessee Cave Survey, personal 
communication, August 13 and September 17, 2007).  There are four caves, i.e., Walled-up 
Cave, Trench Cave, a pit cave (cave PU252), and Kane Cave, located within approximately 
325 feet of the proposed transmission line route.  All other known cave locations are greater 
than 600 feet from the edge of the proposed right-of-way.  One cave, Windy Cave, is 
reported to be within 500 feet of the proposed transmission line route.  However, this cave 
could not be located in the field at the cited location following extensive field survey.  No 
heron colonies occur in the immediate area of the proposed actions. 

Proposed Sale Segment Right-of-Way 
The existing transmission line route proposed for sale contains entirely early successional 
habitats, about 75 percent of which is herbaceous vegetation.  The remaining 25 percent is 
shrubby and consists of densely spaced, deciduous saplings with a sparse herbaceous 
layer.  A more detailed description of vegetation is provided in Section 3.1.2.  Much of the 
right-of-way also contains wetland habitat as described in Section 3.7. 

Early successional habitats consist of lawns and pastures as well as more developed 
scrub-shrub habitat.  Emergent wetlands dominated by herbaceous vegetation comprise 
several acres in the existing right-of-way, while much of the scrub-shrub habitat occurs in a 
wetland (see Section 3.7.2).  Common amphibians such as chorus frog and green frog may 
be found in the wetland habitat. 

The landscape surrounding the existing right-of-way has been heavily influenced by 
previous residential development and agricultural practices and is a matrix of forested and 
early successional habitats.  Forested areas in the surrounding landscape consist of small 
fragments of deciduous forest surrounded by residential development and agricultural land.  
This diversity of habitats near the right-of-way indicates numerous wildlife species likely 
occur in the area, although the amount of development likely precludes rare species.  Birds 
typically inhabiting these habitats include blue jay, Carolina chickadee, American robin, 
eastern towhee, northern cardinal, and American goldfinch.  Mammals associated with 
these habitats include raccoon, eastern gray squirrel, striped skunk, and white-tailed deer 
and reptiles such as brown snake and rat snake. 

At least 28 caves have been reported within 3 miles of the transmission line segment 
proposed for sale (TVA data; Gerald Moni, Tennessee Cave Survey, personal 
communication, August 13 and September 17, 2007).  The closest known cave to this 
existing transmission line is 1.5 miles.  No heron colonies occur near the proposed 
transmission line or in the area of the right-of-way proposed for sale. 

3.1.2. Vegetation 
The proposed project occurs in central Putnam County within the Eastern Highland Rim 
and Plateau Escarpment level IV ecoregions (Griffith et al. 1997).  The Eastern Highland 
Rim is characterized by moderately steep slopes and irregular plains.  The region is 
underlain by Mississippian-age bedrock.  The natural vegetation in the eastern portion of 
the ecoregion is much like the mixed mesophytic forest found on the rich slopes and deep 
ravines of the Plateau Escarpment (Braun 1950).  The Plateau Escarpment is characterized 
by steep, forested slopes and is underlain by various Pennsylvanian and Mississippian-age 
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geologic strata.  Oak-hickory forest is common on the drier ridgetops; mesic forest types 
comprised of American beech, basswood, sugar maple, yellow-poplar, and other species 
are common at lower landscape positions.  Approximately two-thirds of the proposed new 
transmission line right-of-way is in the Plateau Escarpment, and the remainder is in the 
Eastern Highland Rim.  All of the existing transmission line and structures proposed for sale 
are in the Eastern Highland Rim ecoregion. 

Populations of invasive terrestrial plants are found throughout all areas proposed for 
transmission line construction or sale except stands of oak-hickory forest that occur 
between the substation and Parragon Road.  Nine species considered a severe threat4 to 
native plant communities were observed at least once in the subject rights-of-way during 
September 2007 field surveys.  These are listed in Table 2. 

Table 2. Invasive Plant Species Observed in the 
Algood Project Rights-of-Way 

Common Name Scientific Name 
Air-potato Dioscorea oppositifolia 
Autumn olive Elaeagnus umbellata 
Chinese privet Ligustrum sinense 
Japanese honeysuckle Lonicera japonica 
Japanese stilt grass Microstegium vimineum 
Kudzu Pueraria montana 
Princess tree Paulownia tomentosa 
Sericea lespedeza Lespedeza cuneata 
Tree-of-heaven Ailanthus altissima 

 

New Transmission Line Right-of-Way 
Vegetation in the proposed new transmission line right-of-way is characterized by two main 
types—herbaceous vegetation/open land (47 percent) and forest (53 percent). 

Herbaceous vegetation in the proposed transmission line right-of-way occurs in pastures, 
hayfields, and developed areas.  Herbaceous vegetation is characterized by greater than 
75 percent cover of forbs and grasses and less than 25 percent cover of other types of 
vegetation.  The herbaceous vegetation located in the area is chiefly comprised of grass 
and forb species typical of heavily disturbed sites.  Disturbances observed in the area of the 
proposed action include cattle grazing, mowing, and construction.  Common species in the 
herbaceous vegetation type are horseweed, Queen Anne’s lace, purpletop, tall fescue, and 
yellow crownbeard. 

Forest along the proposed transmission line right-of-way is deciduous in composition.  This 
forest is characterized by trees with overlapping crowns where deciduous species account 
for more than 75 percent of the canopy cover.  Deciduous forests occurring along the 

                                                             
4 Rank 1 “Severe Threat" exotic plant species are plants that possess characteristics of invasive 
species and spread easily into native plant communities and displace native vegetation.  This 
includes species that are or could become widespread in Tennessee. 
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proposed transmission line route are further subdivided into mesic forest, oak-hickory 
forest, and disturbed upland forest. 

Mesic forest is associated with the lower portion of hill slopes, sinkholes, and the banks of 
the Falling Water River.  Nearly all mesic forest dissected by the right-of-way is mature and 
relatively even-aged.  Average diameter at breast height (DBH) of canopy trees is 12 to 20 
inches.  Canopy tree species include yellow-poplar, northern red oak, black walnut, sugar 
maple, and basswood.  Boxelder, swamp white oak, and sycamore are present near the 
river.  Shrub species present in the mesic forest include coralberry, pawpaw, and 
spicebush.  Common herbaceous plants are bearded shorthusk, cardinal flower, fewflower 
tick trefoil, rattlesnake plantain, Virginia wild rye, and white crownbeard.  Cover of the 
nonnative invasive species Japanese stilt grass is extensive in some sections of mesic 
forest. 

Oak-hickory forest along the proposed transmission line right-of-way is found on mid to 
upper slopes and along ridgetops.  Large limestone outcrops are present in much of the 
oak-hickory forest.  The section of right-of-way between the substation and Parragon Road 
along the northern portion transmission line has high-quality oak-hickory forest with few 
invasive species.  Average DBH of canopy trees ranges from 12 to 18 inches.  These oak-
hickory forests are even-age (indicating past clearing), but are mature.  Several recently 
fallen and cut trees in the proposed right-of-way were determined to be over 100 years old 
by counting growth rings.  Common canopy species in oak-hickory forest are black oak, 
blackjack oak, pignut hickory, post oak, scarlet oak, shagbark hickory, and white oak.  
Common herbaceous species include small woodland sunflower, trailing lespedeza, and 
upland boneset. 

The forested areas to the south of Buck Mountain Road, including those along the western 
route alternative described in Section 2.3.5, tend to have younger forest stands and have 
more early successional species in the overstory.  Typically, these forested areas contain 
more invasive species and have experienced more intensive and more recent human 
disturbance than other forest types in the area.  Common overstory species include beech, 
sassafras, yellow-poplar, and white oak.  Common nonnative species are princess tree, 
autumn olive, and tree-of-heaven. 

The largest contiguous tract of forest along the proposed line route is about 495 acres in 
size and is located almost entirely to the east of the proposed line route.  This tract is 
bounded by Buck Mountain Road to the south, Parragon Road on the west, and Brotherton 
Mountain Road to the north.  Three other tracts of contiguous forest lie along the proposed 
line route.  The first of these tracts, containing about 405 acres, generally lies between 
Mount Pleasant Road and Mountain Top Lane (see Figure 5).  This tract is bounded on the 
south by Hidden Hollow and by Buck Mountain Road on the north.  The second tract, 
containing about 331 acres, is bounded on the south by Buck Mountain Road, on the east 
by Parragon Road, and by residential development around White Plains Golf Course to the 
west.  The final contiguous forest tract lies immediately east of the Algood Substation.  This 
tract is separated from the previous tract by a new road connecting Brotherton Mountain 
Road and the residential area around White Plains Golf Course.  This tract is bordered by 
Brotherton Mountain Road to the north and contains about 270 acres of contiguous forest. 
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Access to the proposed right-of-way would be from existing roads, across agricultural lands, 
and from developed areas.  No unusual or unique plant communities occur in the proposed 
access roads. 

Proposed Sale Segment Right-of-Way 
Vegetation in the right-of-way where existing transmission line and structures are proposed 
for sale is characterized by two main types:  herbaceous vegetation and early successional 
forest, which comprise about 75 percent and 25 percent of the area, respectively. 

Herbaceous vegetation in the existing transmission line right-of-way is affected by regular 
disturbance.  The entire area is affected by periodic removal of woody vegetation for right-
of-way maintenance; just over 1,000 feet of right-of-way is currently grazed.  Emergent 
wetlands dominated by herbaceous vegetation cover several acres in the existing right-of-
way (see Section 3.7.2).  Two occurrences of the state-listed as threatened button 
snakeroot (Eryngium integrifolium), described in more detail in Section 3.3.2, were 
observed in separate areas of emergent wetland. 

Early successional vegetation in the existing right-of-way is shrubby in nature and is 
comprised of densely spaced, sapling-size trees and shrubs less than 20 feet tall.  Nearly 
all of this vegetation type occurs in a wetland (W002C as described in Section 3.7.2).  
Common woody species include black willow, hazel alder, red maple, silky dogwood, 
sweetgum, and willow oak.  The herbaceous layer has few species because the canopy is 
very thick and produces dense shade at ground level. 

3.2. Aquatic Life 
The proposed Algood 161-kV Transmission Line crosses the Eastern Highland Rim and the 
Plateau Escarpment ecoregions within drainages of the Roaring River, a direct tributary to 
the Cumberland River, and Falling Water River, a tributary to the Caney Fork River.  
Several streams crossed by the subject transmission lines are located in a transitional area 
between the two ecoregions but retain typical characteristics of Highland Rim streams.  No 
streams in the Roaring River occur within the proposed right-of-way, and therefore this 
watershed is not discussed further in this section. 

Etnier and Starnes (1993) report that streams of the Highland Rim region are characterized 
by coarse chert gravel and sand substrates interspersed with bedrock areas, moderate 
gradients, clear waters, and moderate to low productivity, and thus little aquatic vegetation 
except near spring sources.  Additionally, the Highland Rim is host to the most diverse fish 
fauna of any region of comparable size in North America (ibid). 

According to NatureServe (2007), the Caney Fork watershed supports 88 species of fish.  
Aquatic insects, mussels, snails, and other aquatic organisms are similarly diverse in this 
watershed.  Representative fish and mussels occupying streams in the watershed are 
described in Etnier and Starnes (1993) and Parmalee and Bogan (1998).  Some of the fish 
and mussels in the watershed are federally and/or state-listed as endangered, threatened, 
or of other conservation concern.  Further discussion of these species is provided in 
Section 3.3.3. 
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3.2.1. New Transmission Line Right-of-Way 
Nineteen watercourses including one perennial, ten intermittent, seven wet-weather 
conveyances, and one pond occur along the proposed transmission line route.  The 
location of each of these was recorded using a global positioning system, and a habitat 
assessment form was completed for each during a September 2007 field survey.  A listing 
of stream crossings, excluding wet-weather conveyances is provided as Table G-1 in 
Appendix G.  Five watercourses were springheads located in or near the right-of-way.  
Watercourses documented during the field survey were typical of the Highland Rim region 
as described above.  One perennial stream that would be crossed by the proposed 
transmission line, the Falling Water River, is considered a high-quality stream by TDEC and 
is listed on the TDEC 303d list as impaired due to loss of biological integrity because of 
siltation (TDEC 2006).  The Falling Water River is listed on the NRI (see Section 3.8). 

Because transmission line construction and maintenance activities mainly affect riparian 
conditions and in-stream habitat, TVA evaluated the condition of both of these at each 
stream crossing along the proposed route.  From these habitat assessments, riparian 
condition was assigned to one of three classes to indicate the current condition of 
streamside vegetation across the length of the proposed transmission line (see Table 3).  
The assigned classes are as follows: 

• Forested - Riparian area is fully vegetated with trees, shrubs, and herbaceous 
plants.  Vegetative disruption from mowing or grazing is minimal or not evident.  
Riparian width extends more than 60 feet on either side of the stream. 

• Partially forested - Although not forested, sparse trees and/or scrub-shrub, 
vegetation is present within a wider band of riparian vegetation (20 to 60 feet).  
Disturbance of the riparian zone is apparent. 

• Nonforested - No or few trees are present within the riparian zone.  Significant 
clearing has occurred, usually associated with pasture or cropland. 

Table 3. Riparian Condition of Streams Located Within the 
Algood Transmission Line Rights-of-Way 

Riparian Condition 
Number of 
Perennial 
Streams 

Number of 
Intermittent 

Streams 
Total 

Forested 0 5 5 
Partially Forested 1 3 4 
Nonforested 0 2 2 

Total 1 10 11 
 

3.2.2. Proposed Sale Segment Right-of-Way 
Two intermittent streams occur within the right-of-way that is proposed for sale.  Both of 
these streams are associated with a wetland (W002C) and have been channelized.  Stream 
001 (see Appendix G, Table G-2) has a partially forested riparian zone, and stream 002 has 
a forested riparian zone. 
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3.3. Threatened and Endangered Species 

3.3.1. Terrestrial Animals 
Two terrestrial animal species listed under the ESA (i.e., the gray bat and the Indiana bat) 
have been reported from Putnam County, Tennessee (see Table 4).  No critical habitat, as 
defined by Section 3(5) of the ESA, has been designated for these or other endangered or 
threatened species in Putnam County.  Four state-listed terrestrial animal species have 
been reported to occur within 3 miles of the proposed transmission line route and the 
existing transmission line proposed for sale (see Table 4).  In addition to these four species, 
the state-listed Rafinesque’s big-eared bat was observed during field investigations, but no 
federally listed species were found.  Although neither cerulean warblers nor southeastern 
shrews have been reported within 3 miles of the project site, suitable habitat for these two 
species occurs within the proposed right-of-way. 

Table 4. Federally Listed Terrestrial Animals Reported From Putnam 
County and State-Listed Terrestrial Animals Reported From 
or Having Suitable Habitat Within 3 Miles of the Proposed 
Actions 

Common Name Scientific Name Tennessee 
Status1(Rank2) 

Federal 
Status1 

Birds    
Bachman’s sparrow Aimophila aestivalis END (S2) -- 
Cerulean warbler3 Dendroica cerulea NMGT -- 
Mammals    
Allegheny woodrat Neotoma magister NMGT (S3) -- 
Gray bat Myotis grisescens END (S2) END 
Indiana bat Myotis sodalis END (S1) END 
Masked shrew Sorex cinereus NMGT (S4) -- 
Meadow jumping 
mouse Zapus hudsonius NMGT (S4) -- 

Rafinesque’s big-eared 
bat3 Cornorhinus rafinesquii NMGT (S3) -- 

Southeastern shrew3 Sorex longirostris NMGT (S4) -- 
-- = Not applicable 
1Status abbreviations:  END = Endangered, NMGT = Deemed in Need of Management 
2Rank abbreviations:  S1 = Rare, S2 = Imperiled, S3 = Rare or uncommon, S4 = Abundant 
3Not previously reported within 3 miles of the proposed action 

Bachman’s sparrows inhabit old fields on dry, upland sites that contain a high volume of 
grasses and forbs, and scattered trees and shrubs with an open understory (Dunning and 
Watts 1990).  Most southeastern birds occur in mature pines, old fields, and edge habitats 
with scattered large pines.  Bachman’s sparrow habitat is minimal in both quantity and 
quality along the proposed new transmission line route. 

Cerulean warblers are considered in need of management by the State of Tennessee and a 
bird of conservation concern by the U.S. Fish and Wildlife Service (USFWS) (2002).  This 
bird species is not listed as threatened or endangered at the federal level.  Cerulean 
warblers occur largely in unfragmented, mature deciduous forests, particularly along 
floodplains or other mesic areas.  Occurrences of this species have been reported from 
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several locations in western Putnam County.  The mature forests found along the proposed 
new transmission line route provide habitat for this species, specifically, the 1 mile of dry 
ridgetops and moist coves east of the proposed substation site.  Habitat along the proposed 
route as it heads south toward the proposed tap point is of lower quality. 

Allegheny woodrats occur in rocky bluffs, caves, and other rocky habitats (Whitaker and 
Hamilton 1998).  Numerous caves and small rock outcrops provide suitable habitat for this 
species along the proposed new transmission line route. 

Gray bats roost in caves year-round and typically forage over streams, rivers, and 
reservoirs.  Foraging habitat exists along Falling Water River, which is crossed by the 
proposed new transmission line route.  Other small streams in the area provide low-quality 
foraging habitat.  Two caves in Putnam County have records of gray bats; these caves are 
3.2 and 3.8 miles from the proposed new transmission line and 2.7 and 3.2 miles from the 
existing transmission line to be sold. 

Numerous other caves occur closer to the proposed new transmission line route and offer 
potential gray bat roosting habitat, although gray bats have not been recorded from them.  
The closest cave (Kane Cave) has no records of animals, including bats.  It was not 
surveyed because an existing road separates it from the proposed new transmission line 
route and the proposed actions would not cause disturbance to this cave. 

Three other nearby caves, Walled-up Cave, Trench Cave, and Red Rag Cave, were 
examined for evidence of listed bats.  Walled-up Cave was mist-netted August 6 and 7, 
2007 (Ramley 2007) and Trench Cave was mist-netted August 13, 2007 (Fiedler 2007).  No 
gray bats were caught during either survey.  On June 25, 2007, emergence surveys yielded 
only six bats at Red Rag Cave and one bat at Trench Cave (David Pelren, USFWS, 
personal communication, September 24, 2007), indicating that large, important gray bat 
colonies do not exist in these caves during the summer.  Breakdown in the entrance of 
Walled-up Cave prevented further investigation, but exploration of Trench Cave failed to 
find evidence of gray bats (e.g., ceiling stains or guano piles).  The Tennessee Cave 
Survey record for Red Rag Cave does not mention any evidence of cave animals (Gerald 
Moni, Tennessee Cave Survey, personal communication, August 13, 2007).  However, 
there is potential for small numbers of gray bats to use Red Rag Cave and Walled-up Cave 
during migration. 

Indiana bats roost in caves during the winter and typically roost under the bark of dead or 
dying trees during the summer (Menzel et al. 2001).  Optimal summer roosts occur in 
forests with an open understory and available roost trees, and usually near water (Romme 
et al. 1995).  Indiana bats forage primarily in forested areas along streams or other 
corridors.  The closest record of Indiana bats occurs in a cave approximately 3.2 miles from 
both the proposed new transmission line and the segment proposed for sale.  Although 
there are no other records of Indiana bats in Putnam County, other caves may provide 
suitable hibernation sites for Indiana bats, and mature forested habitat in the area could 
provide summer habitat for this species. 

Caves near the proposed new transmission line route offer potential Indiana bat hibernation 
habitat.  However, Indiana bats have not been recorded from these caves.  Three nearby 
caves were examined for evidence of Indiana bats.  As previously mentioned, Walled-up 
Cave was mist-netted on August 6 and 7, 2007 (Ramley 2007), and Trench Cave was mist-
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netted August 13, 2007 (Fiedler 2007).  Indiana bats were not expected at this time of year, 
and no Indiana bats were caught at either survey.  Temperatures inside Walled-up Cave 
(59 degrees Fahrenheit) indicate that this cave is not used by hibernating Indiana bats 
(Ramley 2007).  No evidence (e.g., ceiling stains or guano piles) of Indiana bats was 
present in Trench Cave.  The Tennessee Cave Survey record for Red Rag Cave did not 
mention any evidence of cave animals (Gerald Moni, Tennessee Cave Survey, personal 
communication, August 13, 2007), and Indiana bats are unlikely to use any of these three 
caves for hibernation. 

In order to assess their suitability as summer roost habitat for Indiana bats, forests along 
the proposed route were sampled using a protocol based on information in Romme et al. 
(1995).  Five forest variables were estimated at forested sites containing at least some 
mature trees and consisting of primarily deciduous trees.  Average canopy cover, average 
height to bottom of canopy, and average DBH of overstory trees were measured.  
Subcanopy density was categorized as open (less than 5 percent), moderately dense (5 to 
20 percent), dense (20 to 60 percent), and very dense (greater than 60 percent).  Potential 
roost trees included snags greater than approximately 10 feet in height, hollow trees or 
trees with large cavities, and trees with exfoliating bark.  Percent exfoliating bark was used 
to categorize the quality of potential roost trees.  High-quality trees exhibited greater than 
25 percent of the remaining bark exfoliating; moderate trees had 11 to 25 percent remaining 
exfoliating bark, and low-quality trees exhibited less than 10 percent.  High-quality habitat 
plots contained a mature forest with a relatively open subcanopy and at least one moderate 
or high-quality potential roost tree.  Low-quality habitat plots consisted of either young 
stands lacking mature trees or strands with a dense subcanopy or they lacked potential 
roost trees. 

Twenty-six sample points were taken in forests along the proposed transmission line route.  
These points were located in forested areas that provided the most likely suitable bat 
habitat.  Nineteen points were rated as low-quality habitat, which indicated that overall, the 
forested areas were unsuitable for Indiana bats.  However, one point indicated moderate 
suitability for Indiana bats.  Mist-net surveys were conducted in the area of moderately 
suitable habitat and in another area where the exact location of the right-of-way was 
uncertain.  Protocols from USFWS (2007) were used.  No Indiana bats were found during 
these surveys. 

During the April 2008 field surveys of the western and eastern route options (see Section 
2.3.5), both segment options were examined for Indiana bat habitat.  Six sample points (two 
on the western route and four on the eastern route) were taken along these routes.  The 
southern end of the western route option ranked as low-quality Indiana bat habitat based on 
a modified version of Romme’s (1995) methodology.  Medium- and high-quality Indiana bat 
habitat occurred on ridgetops near the northern end of the western route.  The final 
alignment was adjusted to avoid this habitat.  Three shagbark hickory trees (which can 
provide suitable resting habitat for Indiana bats) with 4- to 9-inch DBH occur on the western 
route.  The eastern route option contained mostly low-quality Indiana bat habitat, but 
medium-quality habitat was noted on the southern end of this route. 

Meadow jumping mice inhabit wet meadows, bogs, grassy fields, and forest glades.  
Habitat for this species is minimal along the proposed new transmission line route but 
common along the existing transmission line proposed for sale. 
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Rafinesque’s big-eared bats occur in the forested regions of the South and roost in 
buildings, attics, hollow trees, mines, and caves (Linzey 1998).  An individual of this species 
was captured at Trench Cave about 325 feet from the proposed transmission line route on 
August 13, 2007.  Other caves in the vicinity also provide suitable habitat for this species. 

Masked and southeastern shrews are found in a variety of habitats ranging from fields to 
forests but prefer moist areas and dense ground cover (Linzey 1998).  Moderately suitable 
habitat for both shrews exists along the proposed new transmission line route and the 
transmission line proposed for sale. 

3.3.2. Plants 
No plants listed under the ESA are known from Putnam County, Tennessee.  Similarly, no 
critical habitat as defined by Section 3(5) of the ESA occurs in Putnam County.  However, 
five Tennessee state-listed species (see Table 5) are known from within 5 miles of the 
subject rights-of-way.  No federally listed plants were observed during field surveys 
conducted in September 2007; however, two previously unreported occurrences of the 
state-listed as threatened button snakeroot were found during these surveys.  Both 
occurrences were in wet, grazed areas of existing transmission line right-of-way and 
contained less than 50 individual plants.  One area was actively grazed, and the other area 
had been mowed recently, which made exact counts of individual plants difficult.  Button 
snakeroot was not previously known from Putnam County. 

Table 5. State-Listed Plant Species Known From Within 5 Miles of the Proposed 
Actions 

Common Name Scientific Name Tennessee Status1(Rank2) 
Alabama grapefern Botrychium jenmanii THR (S1) 
Button snakeroot3 Eryngium integrifolium THR (S1) 
Canada lily Lilium canadense THR (S2) 
Least trillium Trillium pusillum var. pusillum END (S2) 
Running strawberry-bush Euonymus obovatus SPCO (S2) 

1State status abbreviations: END = Endangered, THR= Threatened, SPCO= Special Concern 
2State rank abbreviations: S1 = Critically imperiled, often with 5 or fewer occurrences, S2 = Imperiled, often with 
less than 20 occurrences 

3Populations observed during field surveys 

New Transmission Line Right-of-Way 
Forests in the proposed right-of-way contain suitable habitat for the other species listed in 
Table 5, but those species were not observed by TVA botanists during field surveys. 

3.3.3. Aquatic Animals 
Seven federally listed and five state-listed aquatic species are known to occur in Putnam 
County and within a 10-mile radius of the proposed transmission line.  These species are 
listed in Table 6.  Descriptions of these federally and state-listed species follow. 
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Table 6. Federally Listed Aquatic Animals Reported From Putnam County and State-
Listed Aquatic Animals Known From Within 10 Miles of the Proposed Actions 

Common Name Scientific Name Tennessee Status1 
(Rank2) 

Federal 
Status1 

Fish    
Bedrock shiner Notropis rupestris NMGT (S2) -- 
Sooty darter Etheostoma olivaceum NMGT (S3) -- 
Southern cavefish Typhlichthys subterraneus NMGT (S3) -- 
Mussels    
Clubshell3 Pleurobema clava END (SH) END 
Cumberland bean3 Villosa trabalis END (S1) END 
Cumberland combshell3 Epioblasma brevidens END (S1) END 
Cumberland pigtoe Pleurobema gibberum END (S1) END 
Fanshell3 Cyprogenia stegaria END (S1) END 
Oyster mussel3 Epioblasma capsaeformis END (S1) END 
Pink mucket3 Lampsilis abrupta END (S2) END 
Crayfish    
Obey crayfish4 Cambarus obeyensis THR (S2) -- 
Tennessee cave crayfish4 Orconectes incomptus END (S1) -- 

-- = Not applicable 
1Status Codes: END = Endangered; NMGT = In Need of Management; THR = Threatened 
2Rank abbreviations:  S1 = Rare, S2 = Imperiled, S3 = Rare or uncommon, SH = Of historical occurrence in 
Tennessee 

3Historic record of occurrence 
4Record of occurrence does not occur within the potentially affected watershed 

The bedrock shiner is restricted to the Nashville Basin in Tennessee.  It is abundant in 
some low-gradient streams and prefers bedrock pools.  Spawning is thought to occur from 
late May through June, but June through September data are lacking.  Although common, it 
is listed in Tennessee as a species of special concern because of its limited range (Etnier 
and Starnes 1993).  This fish is not found in the immediate area of the proposed project. 

The sooty darter, formerly known as dirty darter, is restricted to the Nashville Basin 
tributaries to the Cumberland River and lower Caney Fork River.  It inhabits small, low-
gradient streams with limestone bedrock substrates.  Adults prefer slabrock pools, but they 
are not confined to this habitat.  Spawning occurs from April to May (ibid).  This occurrence 
is known from downstream of an impoundment (City Lake) on the Falling Water River. 

The southern cavefish occurs in the Ozark Plateau of Missouri, Arkansas, and Oklahoma 
and in the Cumberland and interior low plateaus of north Alabama, northwest Georgia, and 
central Tennessee and Kentucky.  It inhabits mostly limestone subterranean waters of the 
Tennessee and Coosa River systems in clear, mud bottom pools (Mettee et al 1996). 

In Tennessee, the clubshell mussel can be found in the lower Tennessee River and the 
Cumberland River.  It once occurred in the Clinch and Sequatchie rivers.  It inhabits 
medium-sized and large rivers with firm substrate of sand and gravel.  Although it was once 
numerous, the clubshell has been nearly extirpated from most of the state, including upper 
Cumberland River tributaries, due to loss of desirable habitat from impoundments 
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(Parmalee and Bogan 1998).  This historic occurrence is known from downstream of City 
Lake on the Falling Water River. 

The Cumberland bean mussel occurs in small rivers and streams in gravel or sand 
substrate with fast current in riffle areas (ibid).  It is restricted to very few streams and rivers 
in the upper Cumberland River and its tributaries in Kentucky (ibid).  This historic 
occurrence is known from downstream of City Lake. 

The Cumberland combshell mussel is restricted to the Tennessee and Cumberland rivers.  
This mussel inhabits headwater streams, including the Powell, Clinch, Holston, and 
Nolichucky.  It prefers clear streams with rocky bottoms, but this species has been found in 
sand and gravel bottoms of the Clinch River (ibid).  This historic occurrence is known from 
downstream of City Lake. 

The Cumberland pigtoe mussel is found in the tributaries of the Cumberland River in Middle 
Tennessee.  It prefers stretches with moderately strong current and substrate of firm sand 
and small gravel (ibid). 

The fanshell mussel occurs in the Ohio, Cumberland, and Tennessee River systems.  All 
viable populations are restricted to unimpounded stretches of the Clinch River on substrate 
of coarse sand gravel in strong flowing waters (ibid).  This historic occurrence is known 
from downstream of City Lake. 

The oyster mussel is found throughout the Tennessee and Cumberland River system.  It 
prefers shallow riffles in fast current (ibid).  This historic occurrence is known from 
downstream of City Lake. 

The pink mucket, a mussel, is typically a big river species, but occasionally individuals 
become established in small to medium-sized tributaries of large rivers.  This historic 
occurrence is known from downstream of City Lake.  It inhabits rocky bottoms with swift 
current usually in less than 3 feet of water (ibid). 

3.4. Surface Water 
Precipitation in the area averages about 58 inches per year.  The wettest month is March, 
with 5.9 inches of precipitation, and the driest month is October, with 3.5 inches.  The 
average annual air temperature is 57 degrees Fahrenheit.  Temperatures range from a 
monthly average of 36 degrees Fahrenheit in January to 77 degrees Fahrenheit in July.  
Stream flow varies with rainfall and averages about 17 inches of runoff per year.  This 
equates to approximately 1.2 cubic feet per second per square mile of drainage area. 

The project area drains to Falling Water River of the Caney Fork River and to Bear Creek 
and Turkey Creek of Spring Creek of the Roaring River, all of which are in the Cumberland 
River Basin.  Falling Water River and Roaring River are classified by TDEC for domestic 
water supply, fish and aquatic life, recreation, irrigation, and livestock watering and wildlife.  
Bear Creek, Turkey Creek, and Spring Creek are classified for fish and aquatic life, 
recreation, irrigation, and livestock watering and wildlife.  Falling Water River, Spring Creek, 
and Roaring River are also designated by the state as high-quality (Tier 2) streams.  Falling 
Water River is on the state 303 (d) list as impaired (i.e., not fully supporting its designated 
uses) due to loss of biological integrity due to siltation, low dissolved oxygen, and nutrients 
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from pasture grazing, municipal point source, and discharges from a municipal separate 
storm sewer system.  Spring Creek is listed due to bacterial (Escherichia coli) 
contamination from pasture grazing. 

3.5. Groundwater and Geology 
The general project area is underlain by the Highland Rim aquifer system, which is part of 
the Interior Low Plateaus Physiographic Province.  The Highland Rim aquifer consists of 
flat-lying carbonate rocks of Mississippian age.  Locally, the formations that make up the 
Highland Rim aquifer are the Monteagle Limestone, the Ste. Genevieve Limestone, the St. 
Louis Limestone, the Warsaw Limestone, and the Fort Payne Formation (Lloyd and Lyke 
1995).  The bedrock formations weather to form a thick chert regolith,5 which stores and 
releases groundwater into fractures and solution openings in the bedrock (TDEC 2002). 

The carbonate rocks that form the Highland Rim aquifer are typical of karst systems.  The 
term “karst” refers to carbonate rocks (limestone and dolostone) in which groundwater flows 
through solution-enlarged channels and bedding planes within the rock.  Karst topography 
is characterized by sinkholes, springs, disappearing streams, and caves, as well as by 
rapid, highly directional groundwater flow in discrete channels or conduits.  Because of the 
connections between surface and underground features, water in karst areas is not 
distinctly surface water or groundwater. 

Karst systems are readily susceptible to contamination, as the waters can travel long 
distances through conduits with no chance for natural filtering processes of soil or bacterial 
action to diminish the contamination.  “Mature” or well-developed karst is particularly 
susceptible to contamination, and some karst in the project area is considered mature.  In 
unconfined or poorly confined conditions, karst aquifers have very high flow and 
contaminant transport rates under rapid recharge conditions such as storm events (ibid). 

The hydraulic characteristics of the aquifers occurring in Mississippian age strata, which are 
present in much of the project area, can vary greatly over short distances.  These large 
differences are reflected in the yield and specific capacity of wells completed in the 
limestone aquifers and the discharges of springs that issue from these aquifers.  The yields 
of wells completed in the Mississippian aquifers commonly range from 5 to 50 gallons per 
minute, and maximum yields range from a few hundred to, rarely, several thousands of 
gallons per minute.  However, such openings constitute only a small part of the rock and 
might be difficult to locate (Lloyd and Lyke 1995). 

The groundwater in the Mississippian strata aquifers in Tennessee generally contains 
concentrations of dissolved solids and iron less than secondary maximum contaminant 
levels for drinking water established by the USEPA.  The water is either a calcium-
magnesium-bicarbonate type or a calcium-bicarbonate type and generally of adequate 
quality or can be treated and made adequate for most uses (ibid). 

Three caves occur within 200 feet of the project right-of-way, and a portion of a large 
sinkhole, located near the northern end of the western route option, is located within the 
right-of-way.  The majority of public drinking water for Putnam County is supplied by surface 
water with a small population within the county supplied by a groundwater source (TDEC 
                                                             
5 A regolith is a layer of heterogeneous material, including soil, which lies over the bedrock of an 
area. 
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and the Ground Water Institute 2002).  No karst features were found within the areas of the 
proposed access roads.  Neither the proposed transmission line nor the proposed access 
roads are located within a state-designated source water protection area. 

A review of community and noncommunity water supplies revealed that the proposed right-
of-way is not located within any community water supplies.  However, a noncommunity 
water system is located in the Hidden Hollow area approximately 1,500 feet from the 
proposed route. 

There are private water supplies in the general area of the proposed transmission line.  The 
proposed transmission line route lies outside the Cookeville Corporate Limit and the Urban 
Growth Boundary for Cookeville.  According to information available from the Cookeville 
Regional Planning Commission (2000), municipal water and sewer services are not 
supplied to those residents near the proposed right-of-way.  However, some residents 
along Brotherton Mountain Road receive municipal water, but no sewer service, from the 
City of Algood.  Thus, many residents near the proposed line route likely utilize private wells 
and individual septic systems. 

The TDEC Division of Water provided information on the number of local wells registered 
within the general area.  However, because the location of older wells may not be known 
and because some newer wells may not have been reported, the actual number of wells in 
the area is likely higher than the number provided by the state. 

There is one known well within the proposed right-of-way.  According to state records, this 
well was drilled by the City of Cookeville about 1968 as a test well when the city was 
investigating new water supply options.  This well is located near the intersection of Mount 
Pleasant Road and Hidden Hollow Road.  This well is no longer in service and has likely 
been capped, as survey crews were unable to locate it. 

A review of state files (see Appendix A) indicated no registered Underground Injection 
Control points occur within the general area of the proposed transmission line. 

3.6. Floodplains 
A floodplain is that relatively level land area along a stream or river that is subjected to 
periodic flooding.  The area subject to a 1 percent chance of flooding in any given year is 
normally called the 100-year floodplain. 

3.6.1. New Transmission Line Right-of-Way 
The proposed transmission line route crosses the identified 100-year floodplain of the 
Falling Water River, an unnamed tributary to the Falling Water River, and other minor 
floodplain areas in Putnam County. 

3.6.2. Proposed Sale Segment Right-of-Way 
The portion of the existing transmission line proposed for sale does not cross any areas 
located within a 100-year floodplain. 
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3.7. Wetlands 
Wetlands are areas inundated by surface water or groundwater such that vegetation 
adapted to saturated soil conditions are prevalent.  Examples include swamps, marshes, 
bogs, wet meadows, and lacustrine or palustrine shoreline fringes.  On September 7, 2007, 
a ground survey was conducted to delineate wetland areas within the existing and 
proposed transmission line rights-of-way. 

Wetland determinations were performed according to USACE standards, which require 
documentation of hydrophytic (i.e., wet-site) vegetation, hydric soil, and wetland hydrology 
(Environmental Laboratory 1987; Reed 1997; U.S. Department of Defense and USEPA 
2003).  Broader definitions of wetlands, such as that used by the USFWS (Cowardin et al. 
1979), the Tennessee definition (Tennessee Code 11-14-401), and the TVA Environmental 
Review Procedures definition (TVA 1983), were also considered in this review.  Using a 
TVA-developed modification of the Ohio Rapid Assessment Method (Mack 2001) specific to 
the TVA region (TVARAM), wetlands were categorized by their functions, sensitivity to 
disturbance, rarity, and ability to be replaced.  The categorization was used to evaluate 
potential effects to wetlands and to determine the appropriate levels of mitigation for 
wetland impacts. 

According to TVARAM, wetlands may be classified into three categories.  Category 1 
wetlands are considered “limited quality waters.”  They represent degraded aquatic 
resources having limited potential for restoration and with such low functionality that lower 
standards for avoidance, minimization, and mitigation can be applied.  Category 2 includes 
wetlands of moderate quality and wetlands that are degraded but that have reasonable 
potential for restoration.  Avoidance and minimization are the preferred mitigation for 
Category 2 wetlands.  Category 3 generally includes wetlands of very high quality or of 
regional/statewide concern, such as wetlands that provide habitat for threatened or 
endangered species. 

The project area includes a landscape that is predominantly upland forest, although the 
majority of the project land consists of forested, scrub-shrub, and herbaceous upland and 
wetland communities.  Portions of the lines cross cropland, pastures, residential areas, 
creeks, and drainage ways.  Four wetlands, totaling 12.38 acres, were identified within the 
subject rights-of-way. 

3.7.1. New Transmission Line Right-of-Way 
Two wetlands were identified within the proposed right-of-way (see Table 7). 

Table 7. Wetlands in the Proposed Transmission Line Right-of-Way 

Wetland 
Identifier Type1 

Wetland Area Within 
Right-of-Way 

(acres) 

Estimated Forested 
Wetland Acreage  

in Proposed  
Right-of-Way 

TVARAM 
Category 
(score) 

W001B PFO1B 0.46 0.46 2 (49) 
W002B PEM1B 0.25 0.00 1 (17.5) 

TOTAL 0.71 0.46  
1Classification codes as defined in Cowardin et al. (1979):  PEM1 = palustrine emergent, persistent 
vegetation; PFO1 = palustrine forested, broadleaf deciduous; B = saturated 
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The proposed right-of-way would cross a 0.46-acre portion of a forested wetland (W001B) 
near the Algood Substation.  W001B is located along an intermittent stream that flows into a 
sinkhole just outside the proposed right-of-way.  W001B exhibits hydric soils.  W001B is 
dominated by hydrophytic vegetation, including red maple, sweetgum, green ash, and 
Nepalese browntop.  W001B was rated as a Category 2 wetland using TVARAM.  This 
wetland exhibits moderate wetland condition and provides moderate wetland functions. 

Wetland 002B (W002B) is a 0.25-acre, emergent wetland within the proposed transmission 
line corridor east of Parragon Road near the intersection with Buck Mountain Road.  
W002B is located in a cow pasture, exhibits hydric soils, and is hydrologically isolated.  
W002B is dominated by hydrophytic vegetation, including soft rush, barnyard grass, and tall 
fescue.  W002B was rated as a Category 1 wetland using TVARAM because it exhibits 
impaired wetland condition and poor provision of wetland functions. 

3.7.2. Proposed Sale Segment Right-of-Way 
Two wetlands (see Table 8) were identified within the existing transmission line right-of-
way.  Neither wetland contained any forested wetland areas within the right-of-way. 

Table 8. Wetlands in the Existing Right-of-Way 

Wetland 
Identifier Type1 

Wetland Area Within 
Right-of-Way 

(acres) 

TVARAM 
Category 
(score) 

W001C PEM1C 3.60 2 (54.5) 
W002C PEM1E/PSS1E/PFO1E 8.07 3 (75) 

TOTAL 11.67  
1Classification codes as defined in Cowardin et al. (1979):  PEM1 = palustrine emergent, persistent 
vegetation; PSS1 = palustrine scrub-shrub, broadleaf deciduous; PFO1 = palustrine forested, broadleaf 
deciduous; C = seasonally flooded; E = seasonally flooded/saturated 

Wetland 001C (W001C) is an emergent wetland with 3.60 acres located on the existing, 
maintained transmission line right-of-way, but it extends beyond the right-of-way for a total 
of approximately 20 acres.  W001C exhibits hydric soils and is hydrologically connected to 
an intermittent stream that drains into a large, shallow sinkhole.  Dominant hydrophytic 
vegetation includes willow oak, green ash, and sugarberry.  This wetland also has a small 
population of button snakeroot, a state-listed as threatened plant (see Section 3.3.2).  The 
plant occurs in areas of the wetland that are actively grazed by cattle.  W001C was rated as 
a Category 2 wetland using TVARAM.  This wetland demonstrates moderate wetland 
condition and provides moderate wetland functions. 

Wetland 002C (W002C) is a complex of emergent, scrub-shrub, forested wetlands with 8.07 
acres located on the proposed right-of-way.  However, it extends west and north of the 
right-of-way for a total area in excess of 50 acres.  The existing, maintained right-of-way 
consists of emergent and scrub-shrub wetlands.  The forested portions of W002C are 
outside the maintained right-of-way.  W002C exhibits hydric soils, and it is connected 
hydrologically to an intermittent stream that drains into a large, shallow sinkhole.  W002C is 
separated from W001C by First Avenue South (Old Qualls Road).  Dominant wet-site 
vegetation in the existing right-of-way includes silky dogwood, green ash, red maple, black 
willow, and smooth alder.  Button snakeroot also occurs in the pasture areas of this wetland 
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that are actively grazed by horses.  W002C was rated as a Category 3 wetland using 
TVARAM because it exhibits superior wetland condition and provides superior wetland 
functions. 

3.8. Natural Areas 

3.8.1. New Transmission Line Right-of-Way 
The proposed transmission line right-of-way would not be within or adjacent to any 
managed areas or ecologically significant sites.  However, it would cross a NRI stream.  
One managed area and an additional NRI stream are within 3 miles of this proposed action. 

• Falling Water River in White and Putnam counties, from River Mile 12 above 
Center Hill Lake to River Mile 41 at the headwaters near the town of Monterey, is 
listed on the NRI and would be crossed by the proposed new transmission line.  The 
National Park Service recognizes this 29-mile stream segment for its scenic, 
recreational, geologic, and fish and wildlife values.  Burgess Falls, an excellent 
example of these values, is almost 27 river miles southwest of the point of crossing 
by the transmission line.  Burgess Falls, a state-designated natural area, features 
several falls, bluffs, and trails.  This area also offers the amenities and recreational 
opportunities of a Tennessee state park. 

The point at which the proposed transmission line would cross Falling Water River is 
near the intersection of two paved roads, Mount Pleasant and Poplar Grove, in rural 
Putnam County.  Interstate 40 is approximately 1,300 feet southeast of the river 
crossing.  The proposed transmission line taps into the existing West Cookeville-
Peavine 161-kV Transmission Line approximately 900 feet south of the river.  The 
existing transmission line crosses the Falling Water River approximately 600 feet 
west of the tap point. 

As shown in Figure 3 the proposed new transmission line would parallel a tributary 
of Falling Water River for approximately 2,300 feet in Rockwell Hollow. 

• Spring Creek, in Jackson, Overton, and Putnam counties from River Mile 0 at the 
confluence with Roaring River to River Mile 25 and its headwaters 2 miles northeast 
of Brotherton, is listed on the NRI and is approximately 3.0 miles from the proposed 
transmission line.  The National Park Service recognizes this 25-mile stream for its 
scenic, recreational, geologic, and fish and wildlife values. 

• Booger Swamp Registered State Natural Area is approximately 1.1 miles west of 
the proposed new transmission line.  Tennessee’s Natural Areas Registry Program 
develops nonbinding voluntary agreements with private and public landowners to 
protect such sites.  This 60-acre area is one of the best remnants of swamp forest 
on the Highland Rim and is privately owned. 

3.8.2. Proposed Sale Segment Right-of-Way 
The existing transmission line proposed to be sold to UCEMC is not within or adjacent to 
any natural areas.  One managed area and one NRI stream are within 3 miles of this line.  
Booger Swamp Registered State Natural Area is approximately 0.7 mile south of the line 
and approximately 2.7 miles northwest of Falling Water River (see descriptions above). 
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3.9. Historical and Archaeological Resources 
The Eastern Highland Rim of Middle Tennessee has been an area of human occupation for 
the last 12,000 years.  Human occupation of the area is generally described in five broad 
cultural periods: Paleo-Indian (11,000 to 8000 B.C.), Archaic (8000 to 1600 B.C.), 
Woodland (1600 B.C. to A.D. 1000), Mississippian (A.D. 1000 to 1700), and Historic (A.D. 
1700 to present).  Prehistoric land use and settlement patterns vary during each period, but 
short- and long-term habitation sites are generally located on floodplains and alluvial 
terraces along rivers and tributaries.  Specialized campsites tend to be located on older 
alluvial terraces and in the uplands. 

Putnam County was created in 1842 from Jackson, Overton, Fentress, and White counties, 
but an 1844 injunction charged that it violated state constitutional requirements.  In 1854, 
the General Assembly reestablished the county, although it was harried by boundary 
disputes for decades.  A principal early 19th century east-west migration route, the Walton 
Road, passes through the length of Putnam County.  Many families stopped at this point 
about midway between Knoxville and Nashville on their journey along the Walton Road. 

Between 1865 and 1910, the county population tripled.  Part of the growth was due to the 
railroads that reached Putnam in the 1890s.  Railroads brought prosperity to Putnam 
County farmers who finally gained access to urban markets.  As the 20th century 
progressed, Putnam County’s agriculture suffered the setbacks being felt around the 
country in the 1920s.  Most farmers turned to poultry, egg, and dairy production as corn, 
tobacco, and hogs declined with decreasing profits.  With only modest industrialization, the 
county economy suffered in this period because of persistent unemployment and low 
wages, causing many workers to leave Putnam during World War II through the 1950s.  
The completion of Interstate 40 through the county in the mid-1960s attracted many 
manufacturing jobs (Semmer 1998). 

3.9.1. New Transmission Line Right-of-Way 
The area of potential effect (APE) for archaeological resources was determined as all areas 
in which land-disturbing activities would take place.  Cultural resources surveys were 
conducted by TRC Inc. under contract to TVA.  Background research identified no 
previously recorded archaeological resources within the archaeological APE.  However, 16 
previously recorded architectural resources (PM-793, PM-886 through PM-893, PM-899, 
and PM-901 through PM-906) were identified within the architectural APE (i.e., that area 
within 0.5 mile of the transmission line route), based on background research.  PM-893, 
also known as the Algood Methodist Church, is listed in the National Register of Historic 
Places (NRHP). 

The initial archaeological survey conducted for this project (Hockersmith and Karpynec 
2008a) identified seven previously unidentified archaeological resources (40PM121 through 
40PM127).  Sites 40PM121 through 40PM122, 40PM124, 40PM125, and 40PM127 consist 
of open habitations of indeterminate age.  Sites 40PM123 and 40PM126 consist of 
prehistoric open habitations as well as historic rural domestic scatters.  These 
archaeological resources are considered ineligible for listing in the NRHP. 

At the request of the Tennessee SHPO (see January 22, 2008, letter in Appendix A), a field 
survey was conducted to assess an unpaved rural road located approximately 1.6 miles 
southeast of Algood (Hockersmith and Karpynec 2008b).  This road was allegedly used by 
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a local resident, Mr. Willis Hyder, to deliver mail on horseback between 1900 and 1947 
(Murphey 1947).  When he delivered packages to residents west of the intersection of 
Mount Pleasant Road and Buck Mountain Road, Mr. Hyder used the subject road as a 
shortcut back to Mount Pleasant Road.  The Tennessee Historical Commission determined 
that the road was eligible for listing in the NRHP under Criterion A because of its 
association with significant historic events (see March 11, 2008, letter in Appendix A). 

TVA subsequently identified two alternative routes to avoid the road.  These included a 
western route and an eastern route option (see Section 2.3.5 and Figure 5).  The western 
route was 4,226 feet long, and the eastern route was 5,105 feet long.  In April 2008, a 
Phase I cultural resources survey of the western route was conducted, and no 
archaeological resources were identified (Barrett and Karpynec 2008a).  The eastern route 
was also surveyed, and one previously unrecorded archaeological resource was identified 
(Barrett and Karpynec 2008b).  This site (40PM128) is a lithic scatter and is considered 
ineligible for listing in the NRHP because it contained no intact deposits and was confined 
to the plow zone. 

The architectural APE included a 0.5-mile buffer around the proposed transmission line 
“footprint,” for a total area of approximately 5 square miles.  The architectural survey 
identified 11 architectural resources (HS-1 through HS-11) within the APE (Hockersmith 
and Karpynec 2008a).  HS-1 is a typical example of an early 20th-century bungalow-
influenced double-pen house.  HS-2 and HS-10 are typical examples of early 20th-century 
hall-and-parlor houses.  HS-3 (Hyder Cemetery) and HS-6 (Rockwell Cemetery) are typical 
examples of rural cemeteries.  HS-4 is a typical example of an early 20th-century farmstead 
anchored by a double-pen house.  HS-5 is an example of an early 20th-century farmstead 
anchored by a hip-roof house.  HS-7 and HS-8 are typical examples of early 20th-century 
farmsteads anchored by gable-front houses.  HS-9 is a typical example of an early 20th-
century massed-plan, side-gable house, and HS-11 is a typical example of an early 20th-
century center-hall-plan house.  These architectural resources are considered ineligible for 
listing in the NRHP due to their lack of architectural distinction and loss of integrity caused 
by modern alterations and damage. 

Two previously identified architectural resources, i.e., PM-793 and the Algood Methodist 
Church (PM-893) were revisited during the architectural survey.  The survey revealed that 
PM-793, a house, had been destroyed since its initial recordation.  The Algood Methodist 
Church was listed in the NRHP because of its association with Algood’s religious 
community and for its architectural significance as a local example of a Queen Anne-
influenced church.  However, since its listing, the Algood Methodist Church has been 
altered by the construction of a two-story west elevation wing, the concealment of original 
window openings along the south elevation, and the construction of a projecting gable roof 
over the façade entrance.  This church is located outside the visual line-of-sight to the 
proposed undertaking. 

The two alternative routes that TVA identified to avoid the road were also surveyed for 
architectural resources (Barrett and Karpynec 2008a, 2008b).  The survey of the western 
route indicated that the proposed transmission line on the western route would be visible 
from the road.  However, this would only account for about 1 percent or less of the roads’ 
viewshed.  The line of sight to the transmission line is screened by trees.  Thus, use of the 
western route would not have an adverse effect on this historic feature.  Locating the 
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proposed right-of-way on the eastern route would cause unavoidable adverse effects to the 
road along its southern terminus.  Therefore, the western route is preferred by TVA. 

3.9.2. Proposed Sale Segment Right-of-Way 
The archaeological APE included 1.6 miles of existing transmission line right-of-way.  The 
architectural APE for the line segment proposed sale was limited to the existing right-of-
way.  Viewsheds to and from the existing right-of-way were terminated where topography 
and vegetation obstructed lines of sight. 

Background research identified no previously recorded archaeological resources within the 
archaeological APE.  Seven architectural resources (PM-788, PM-790 through PM-792, 
PM-833, PM-915, and PM-916) were identified by background research within the 
architectural APE.  These architectural resources are located outside the visual line-of-sight 
to the proposed undertaking.  Thus, these resources are considered ineligible due to their 
lack of architectural distinction and loss of integrity caused by modern alterations or 
damage. 

The archaeological survey (Hockersmith and Karpynec 2008a) identified one previously 
unidentified archaeological resource, 40PM120.  Site 40PM120 is an open habitation of 
indeterminate age.  It is not considered eligible for listing in the NRHP. 

The architectural survey identified one architectural resource (HS-12) within the APE.  HS-
12 is a typical example of an early 20th-century farmstead anchored by a double-pen 
house.  This architectural resource is considered ineligible for listing in the NRHP due to its 
lack of architectural distinction and loss of integrity caused by modern alterations and 
damage. 

3.10. Visual and Aesthetic Quality 
The physical, biological, and cultural features of an area combine to make the visual 
landscape character both identifiable and unique.  Scenic integrity indicates the degree of 
unity or wholeness of the visual character.  Scenic attractiveness is the evaluation of 
outstanding or unique natural features, scenic variety, seasonal change, and strategic 
location.  Where and how the landscape is viewed would affect the more subjective 
perceptions of its aesthetic quality and sense of place.  Views of a landscape are described 
in terms of what is seen in foreground, middleground, and background distances.  In the 
foreground, an area within 0.5 mile of the observer, details of objects are easily 
distinguished in the landscape.  In the middleground, normally between 1 and 4 miles from 
the observer, objects may be distinguishable but their details are weak and they tend to 
merge into larger patterns.  Details and colors of objects in the background, the distant part 
of the landscape, are not normally discernible unless they are especially large and standing 
alone.  The impressions of an area’s visual character can influence how it is appreciated, 
protected, and used.  The general landscape character of the study area is described in this 
section with additional details in Section 4.10. 

3.10.1. New Transmission Line Right-of-Way 
The new 161-kV transmission line would begin at the tap point along the existing West 
Cookeville-Peavine 161-kV Transmission Line located just west of Rocky Point Ridge and 
north of I-40 in Putnam County.  This area is mainly open field and is visible to motorists 
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from Dry Valley Road and I-40.  Numerous laced-steel towers can be seen in the landscape 
along the existing transmission line route. 

The line would cross Falling Water River to the north and Mount Pleasant Road 
approximately 0.5 mile north of the tap point.  This area is mostly open valley to the east 
and steep knolls to the northwest.  There are several barns and homes in all directions.  
Numerous wood utility poles can be seen along this section of Mount Pleasant Road.  
Scenic attractiveness is common.  Scenic integrity is low because of human development. 

The proposed line route would be adjacent to the west side of Mount Pleasant Road for 
approximately 0.5 mile.  The landscape character of this area is similar to the previously 
described road crossing.  There are several homes and barns in the foreground of the 
proposed transmission line.  The proposed route would continue north across steep terrain 
along the western route option (see Section 2.3.5 and Figure 5) and then traverse Buck 
Mountain Road.  This road crossing is characterized by open fields with foreground and 
middleground views.  There are numerous wooden utility poles located along the roadway 
that provide service to homes in the area.  A cell tower to the northeast and a repeater 
station to the northwest can be seen from the roadway. 

The line would turn northeast and cross Parragon Road twice.  This area is mainly open 
pasture on each side of the roadway.  Level topography adjacent to the road becomes 
steep to the east and west.  There are no homes in the immediate area.  Scenic 
attractiveness is common.  Scenic integrity is moderate because of pasture clearing and 
other human alterations seen in the landscape. 

The line would parallel Brotherton Mountain road to the north, following along the south side 
and continuing east.  The line route would follow steep, heavily vegetated terrain before 
entering the UCEMC Algood Substation.  Scenic attractiveness is common.  Scenic 
integrity is moderate. 

3.10.2. Proposed Sale Segment Right-of-Way 
The transmission line segment proposed for sale begins west of Dry Valley Road just east 
of SR 111 at existing structure 48 and continues along the route to the UCEMC Algood 69-
kV Substation.  This line route is mainly in the foreground of urban residential development 
and open pastures.  The line route can be seen by numerous residents in the area and from 
local roads by motorists. 

3.11. Recreation 
The Cookeville Leisure Services Department operates the city parks, the Drama Center, the 
Cane Creek Recreation Center, the Depot Museum, the History Museum, the Cane Creek 
SportsPlex, and the Park View Pool.  There are nine city parks in the Cookeville area, all of 
which are located west of SR 111.  Four golf courses are located in the area.  One of these, 
the White Plains Golf Course, is located between the West Cookeville-East Cookeville-
Algood 69-kV Transmission Line and the proposed route of the new 161-kV transmission 
line (see Figure 3).  The other three golf courses are located west of SR 111, outside the 
project area. 

Hidden Hollow, a privately owned recreation facility, is located approximately 750 feet to the 
west of the proposed transmission line, approximately 0.5 mile north of the Tap 4 point on 
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the West Cookeville-Peavine 161-kV Transmission Line (see Figure 3).  This facility 
provides family-oriented recreation opportunities that include two ponds, a hiking trail, 
picnicking, Christmas light shows, and other attractions. 

Other informal recreational opportunities in the project area include outdoor activities such 
as hiking, hunting, birding, camping, and riding all terrain vehicles and off-road vehicles.  
These activities occur primarily on private lands at various locations.  Such activities likely 
occur within portions of the proposed right-of-way of the new transmission line.  They likely 
occur to a lesser extent on the proposed sale right-of-way due to the more developed 
nature of the area along the right-of-way. However, field inspections of the subject rights-of-
way did not reveal extensive amounts of these recreational activities. 

The TDEC Recreation Educational Services Division is funding a trail project along the 
railroad bed north of Brotherton Mountain Road.  This project is about 2,000 feet from the 
proposed transmission line route.  Because of the distance, topography, and intervening 
vegetation, the transmission line would not be generally visible from the proposed trail. 

3.12. Socioeconomics 
According to the latest census data (U.S. Census Bureau 2007), the estimated population 
of Putnam County in 2006 was 68,284, a 9.6 percent increase from 2000 and a 33 percent 
increase from 1990.  In 2005, there were 29,082 housing units (ibid), an increase of over 35 
percent since 1990.  As of 2000, there were 24,865 households in Putnam County (ibid), an 
increase of over 25 percent since 1990.  Median household income in 2004 was $33,355 
(ibid).  The median value of owner-occupied housing units in 2000 in Putnam County was 
$92,600; the median value for Tennessee was $93,000. 

Putnam County contains approximately 401 square miles.  The population density in the 
county is approximately 155 persons per square mile.  For Tennessee, the population 
density is 138 persons per square mile. 

3.12.1. New Transmission Line Right-of-Way 
Going north from the tap point, the proposed transmission line would pass along the 
eastern edge of Census Tract 2 and the western edge of Census Tract 13 in Putnam 
County and then westward going through part of Census Tract 2 as it approaches the 
UCEMC Algood 161-kV Substation.  Most of the area immediately around the proposed line 
is in sparsely populated areas (see Table 9).  The area also has a very low minority 
population share and low poverty rates relative to Putnam County, the state, and the nation.  
In Block 4000, Census Tract 2, (along Mount Pleasant Road, south of Buck Mountain 
Road), the minority population is 6.6 percent of the total, the highest of any of the blocks 
along the proposed route.  This share is still below the county average of 6.8 percent and 
well below the state average of 20.8 percent and the national average of 30.9 percent.  
Poverty data are not available for individual blocks.  However, Block Group 4 has the 
highest poverty level in the area, 10.8 percent, which is lower than the county average of 
16.4 percent, the state average of 13.5, and the national average of 12.4.  Median 
household income in both census tracts is above the county level.  In Census Tract 13, it is 
higher than the state level but still below the national level, while it is below the state level in 
both Block Groups 3 and 4, in Census Tract 2. 
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Table 9. Minority and Low-Income Population Along the New Transmission Line Right-
of-Way 

Minority (Percent of Total 
Population) 

Location 
Total 

Population 
(2000) Total 

Minority Nonwhite White 
Hispanic 

Median 
Household 

Income 
(1999) 

Percent 
Below 

Poverty 
Level 
(1999) 

Census Tract 2 7,459 4.7 3.9 0.7 31,509 12.0 
Block Group 3 1,315 2.1 1.5 0.5 35,481 4.5 
Block 3012 11 0.0 0.0 0.0 n.a. n.a. 
Block 3013 361 1.7 0.3 1.4 n.a. n.a. 
Block Group 4 2,772 6.1 5.6 0.5 27,030 10.8 
Block 4000 91 6.6 6.6 0.0 n.a. n.a. 
Block 4006 0 0.0 0.0 0.0 n.a. n.a. 
Block 4007 1 0.0 0.0 0.0 n.a. n.a. 
Block 4009 0 0.0 0.0 0.0 n.a. n.a. 
Census Tract 131 2,115 3.1 2.4 0.8 38,600 10.4 
Block Group 1 2,115 3.1 2.4 0.8 38,600 10.4 
Block 1020 15 0.0 0.0 0.0 n.a. n.a. 
Block 1022 96 1.0 0.0 1.0 n.a. n.a. 
Block 1028 6 0.0 0.0 0.0 n.a. n.a. 
Block 1067 261 0.0 0.0 0.0 n.a. n.a. 
Block 1070 103 3.9 3.9 0.0 n.a. n.a. 
Putnam County 62,315 6.8 5.5 1.3 30,914 16.4 
Tennessee 5,689,283 20.8 19.8 1.0 36,360 13.5 
U.S. 281,421,906 30.9 24.9 6.0 41,994 12.4 

1Census Tract 13 has only one block group 
Source:  U.S. Bureau of the Census, Census of Population, 2000, www.census.gov 

3.12.2. Proposed Sale Segment Right-of-Way 
The section of the existing West Cookeville-East Cookeville-Algood 69-kV Transmission 
Line proposed for sale to UCEMC is all located in Census Tract 2, Block Groups 3 and 4.  
On the north end at the Algood 69-kV Substation, it is located in Block 3027.  It goes to the 
east through part of Block 3013 and then south through Blocks 4086, 4083, 4082, and ends 
in Block 4023, near Block 4054. 

As shown in Table 10, minority populations are a smaller percent of the total population in 
each of the affected blocks than in the county, the state, and the nation.  The total 
population in the area is small, with several blocks having no population or fewer than 10 
persons.  Income and poverty data are not available for individual blocks.  However, both of 
the affected block groups have lower poverty levels than the county, the state, or the nation.  
Median income levels are higher than the county level in Block Group 3, but somewhat 
lower than the state and national levels.  In Block Group 4, the median income level is lower 
than the county, state, and nation. 
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Table 10. Minority and Low-Income Population Along the Existing Right-of-Way 
Minority (Percent of Total 

Population) 
Location 

Total 
Population 

(2000) Total 
Minority Nonwhite White 

Hispanic 

Median 
Household 

Income 
(1999) 

Percent 
Below 

Poverty 
Level 
(1999) 

Census Tract 2 7,459 4.7 3.9 0.7 31,509 12.0 
Block Group 3 1,315 2.1 1.5 0.5 35,481 4.5 
Block 3013 361 1.7 0.3 1.4 n.a. n.a. 
Block 3027 4 0 0 0 n.a. n.a. 
Block Group 4 2,772 6.1 5.6 0.5 27,030 10.8 
Block 4023 8 0 0 0 n.a. n.a. 
Block 4054 0 0 0 0 n.a n.a. 
Block 4082 0 0 0 0 n.a. n.a. 
Block 4083 154 2.7 2.7 0 n.a. n.a. 
Block 4086 58 0 0 0 n.a. n.a. 
Putnam County 62,315 6.8 5.5 1.3 30,914 16.4 
Tennessee 5,689,283 20.8 19.8 1.0 36,360 13.5 
U.S. 281,421,906 30.9 24.9 6.0 41,994 12.4 

Source:  U.S. Bureau of the Census, Census of Population, 2000, www.census.gov 
n.a.:  not available or not applicable 
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CHAPTER 4 

4.0 ENVIRONMENTAL CONSEQUENCES 
This chapter contains a discussion of the potential effects of implementing the alternatives.  
The discussion of the potential effects to the various resources is presented in the same 
order as the previous chapter.  Potential effects anticipated under the No Action and the 
Action Alternatives are provided under each resource area. 

In the discussion of the No Action Alternative that follows, the assumption was made that 
UCEMC would not connect its planned substation to the TVA transmission system.  
However, as mentioned in Section 2.1.1, UCEMC could decide to build a new transmission 
line to serve its new substation.  If it chose to do that, the potential impacts identified for the 
No Action Alternative likely would be similar to or greater than the impacts if TVA decides to 
construct the line connecting the substation to the transmission system, depending on the 
route chosen by UCEMC and its construction techniques. 

4.1. Terrestrial Life 

4.1.1. No Action Alternative 

New Transmission Line Right-of-Way 
Under the No Action Alternative, the proposed new transmission line would not be built, and 
the area within the proposed right-of-way would remain in its current condition.  Wildlife and 
wildlife habitats would not be affected by any project-related actions.  Likewise, no project-
related changes to the terrestrial ecology of the region would occur.  Thus, adoption of the 
No Action Alternative would not affect plant life in the area of the proposed right-of-way 
because no project-related work would occur, and local plant communities would remain 
unchanged. 

Adoption of the No Action Alternative would not significantly affect the extent or severity of 
invasive terrestrial plants within the right-of-way of the proposed transmission line.  
Because no project-related work would take place, adoption of the No Action Alternative 
would allow nonnative invasive plants present in the project area to remain.  All invasive 
species found in the project area are common throughout the region. 

Proposed Sale Segment Right-of-Way 
Under the No Action Alternative, TVA would not undertake the proposed transfer of a 1.6-
mile section of 69-kV transmission line.  Maintenance of the right-of-way on the line would 
continue as before.  Thus, there would be no additional effects to wildlife or plants along the 
right-of-way from implementing the No Action Alternative.  Adoption of the No Action 
Alternative would have no effect on the state of invasive terrestrial plants along this right-of-
way or in the region because there would be no change from current conditions with 
respect to right-of-way maintenance. 



Algood Power Supply Upgrade 

 Final Environmental Assessment 56 

4.1.2. Action Alternative 

New Transmission Line Right-of-Way 
Construction of the proposed transmission line would result in a change in the composition 
of wildlife habitats and associated wildlife populations in the project area.  Most forested 
habitats and other woody vegetation would be removed from the proposed right-of-way, 
which would be maintained as early successional or shrub habitats.  The initial clearing 
would likely temporarily displace larger animals, such as deer and turkey, from the project 
right-of-way into nearby areas.  Some smaller animals, such as mice, shrews, frogs, and 
salamanders, occupying the areas to be cleared may be destroyed by construction 
activities.  Following the construction and revegetation of the site, wildlife that favor edges 
and early successional habitats would occupy the right-of-way.  This would change the 
overall species composition of the area slightly in that there would be more individuals of 
those species that inhabit early successional habitats, while numbers of forest-dwelling 
species could decline. 

Much of the land along the proposed transmission line route that is suitable for farming has 
been cleared for agricultural purposes, and slightly over half of the proposed route is 
forested.  Most (about 31 acres) of the 35.2 acres of forest that would be cleared is within 
four tracts of contiguous forest ranging in size from 270 to 495 acres (see Section 3.1.2).  
The reductions in size of these contiguous tracts following transmission line construction 
are summarized in Table 11. 

Table 11. Changes in Area of Contiguous Forest Tracts Resulting From 
Transmission Line Construction 

Forest Tract Location Current Tract Size 
(acres) 

Post-Construction 
Tract Sizes 

(acres) 

Area bounded by Buck Mountain, Parragon, and 
Brotherton Mountain Roads 495 470, 18 

Area between Mount Pleasant Road and 
Mountain Top Lane 405 205, 192 

Area between Parragon Road and Plantation 
Drive, north of Buck Mountain Road 331 325, 2,, 0.5, 0.5 

Area east of Algood Substation and south of 
Brotherton Mountain Road 270 188, 72 

 

Potential environmental effects resulting from the proposed actions include the loss of 
approximately 35.2 acres of forested habitat, increased fragmentation of remaining adjacent 
forests, and an increase in both early successional and edge habitats within the proposed 
right-of-way.  The increase in early successional and edge habitats would benefit early 
successional species and species that tolerate disturbance well.  The loss of forested 
habitats in the proposed right-of-way and the further fragmentation of adjacent forested 
areas would negatively affect neotropical migratory birds and other wildlife that depend on 
forest-interior habitats.  Although the overall increase in the percentage of forest edge 
would be small, the combination of increased edge and reduced contiguous tract size could 
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result in lower population numbers of some species from some forested tracts.  Overall, 
forest conversion would be regionally insignificant due to the high amount of habitat 
fragmentation that already exists along the proposed route.  Most species that would be 
affected by these changes are locally and regionally common.  However, some regionally 
common birds, such as the wood thrush, are experiencing long-term regional declines. 

Thirty-three caves are known to occur within 3 miles of the proposed transmission line 
route; four were examined for potential effects to listed species.  Due to route alterations, 
i.e., selection of the western route option, two of the four caves originally surveyed are now 
at least 775 feet from the proposed route and would not be affected.  Except for Kane 
Cave, Walled-up Cave, Trench Cave, and PU252, all other caves are 325 feet or greater in 
distance from the proposed route and are highly unlikely to be impacted by the proposed 
actions.  There are no records of animals inhabiting the closest cave (Kane Cave), and 
because an existing road separates it from the proposed transmission line route, the 
proposed actions are not expected to disturb this cave further.  The three caves that were 
most likely to provide bat habitat (i.e., Trench Cave, Walled-up Cave, and Red Rag Cave) 
were examined, and no listed bats were found, nor was evidence of such species observed. 

Trench Cave is located approximately 325 feet from the proposed transmission line, and 
several cave species have been recorded there.  Four species of bats including the state-
listed Rafinesque’s big-eared bat, cave salamanders, and cave invertebrates occupy this 
cave.  Trench Cave, Walled-up Cave, and PU252 would be protected from risks of pollution 
and disturbance by implementing the following restrictions during construction and 
maintenance activities. 

• Within 200 feet of the cave entrance, use of herbicides would be prohibited, and 
vegetation would be cleared by hand or with low ground-pressure equipment.  Any 
additional construction activities would be performed using low ground-pressure 
equipment or with mats. 

• With the exception of Trench Cave, heavy equipment and vehicles would also be 
restricted to existing access roads within the designated 200-foot buffers. 

• Vehicles and heavy equipment would be prohibited on the trail in front of entrance to 
Trench Cave, and this trail would not be improved or used for this project. 

With these restrictions in place, the proposed actions would not directly or indirectly affect 
caves or animals species inhabiting them.  Thus, construction and operation of the 
proposed transmission line is not expected to result in any significant direct or indirect 
impacts to terrestrial wildlife or habitats. 

Central Tennessee is one of the faster growing areas in the United States.  The Cookeville 
area has experienced residential and commercial growth into previously rural areas and 
forested areas.  The study area already has been disturbed and modified by previous 
human alterations of the landscape.  The changes from the proposed project would not be 
regionally significant.  Construction of the proposed 161-kV transmission line would convert 
approximately 35.2 acres of forested habitat to early successional habitat.  Because the 
landscape in the project area is already fragmented, the proposed right-of-way is not 
expected to contribute significantly to additional forest fragmentation.  Although wildlife 
populations would likely become more isolated due to continued development in the area, 
overall impacts to terrestrial wildlife and their habitats are not expected to be significant. 
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Adoption of the Action Alternative would not significantly affect the vegetation of the region.  
Adoption of this alternative would require clearing of about 35.2 acres of forest including 
over 10 acres of minimally disturbed oak-hickory and mesic forest located between the 
substation and Parragon Road.  However, these communities are common and well 
represented throughout the region.  No rare plant communities occur in the proposed right-
of-way area.  Because access to the proposed right-of-way would be accomplished via 
existing roads or across agricultural or developed areas, the placement of access roads 
would not affect local plant communities.  Any impact to vegetation is expected to be minor 
and regionally insignificant. 

Adoption of the Action Alternative would not significantly affect the extent or severity of 
invasive plants at the municipal, county, regional, or state level, but invasive species could 
become more prevalent in certain areas of newly constructed right-of-way.  Most of the 
project area currently has a large component of invasive plants, and adoption of the Action 
Alternative would not change the current situation.  Some areas of mature oak-hickory 
forest between the substation and Parragon Road currently have low concentrations of 
invasive plants.  TVA standard operating procedure of revegetating with noninvasive 
species (Muncy 1999) would help prevent introduction and spread of invasive species at 
the project site. 

Converting forestland to managed right-of-way for construction of the proposed 
transmission line would be long-term in duration, but insignificant when compared to 
regional land use changes expected to occur in the foreseeable future.  Completion of the 
project, as currently proposed, would result in clearing of 35.2 acres of forest including 
approximately 10 acres of minimally disturbed oak-hickory and mesic forest.  As of 2004, 
Putnam and the six adjacent counties (DeKalb, Cumberland, Jackson, Overton, Smith, and 
White) contain an estimated 1,127,051 acres of forested land (Miles 2007).  The estimated 
forest acreage for this area in 1999 was 1,141,160.  Thus, this area has experienced a 
reduction in forestland of about 1.2 percent between 1999 and 2004. 

The level of population growth in the Cookeville and Algood areas will likely result in the 
conversion of forested areas to other land uses.  Annual building permits for residential 
units in Putnam County averaged 177 units per year between 1996 and 2001 and 583 units 
per year between 2002 and 2006.  Currently, developers own large areas of forested land 
near Buck Mountain.  Development of these properties for residential or commercial 
purposes, if it were to occur, would result in a much larger impact to forested land than the 
proposed transmission line project.  Reasonably foreseeable forest conversion resulting 
from residential and commercial development will likely overshadow the relatively small 
impact of the proposed transmission line project.  The proposed action would not materially 
add to this trend. 

Proposed Sale Segment Right-of-Way 
The sale of 1.6 miles of a 69-kV transmission line connected to the Algood 69-kV 
Substation would maintain early successional habitats in the existing right-of-way.  Habitats 
that have developed into scrub-shrub habitats would return to earlier successional 
herbaceous vegetation following future maintenance activities, and these habitats would 
likely redevelop between maintenance cycles.  Although animals may be displaced 
temporarily during maintenance activities, early successional habitat used by these animals 
would be maintained.  This sale would not cause significant direct or indirect impacts to 
terrestrial wildlife or their habitats. 
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Adoption of the Action Alternative would not affect the terrestrial ecology of the region.  The 
proposed sale of the existing transmission line segment and structures to UCEMC would 
not have any negative effects on local terrestrial life, including vegetation, because the 
subject right-of-way is already highly disturbed by previous and ongoing vegetation 
maintenance activities.  No rare plant communities occur within the sale right-of-way. 

Invasive plant species are already present on much of the right-of-way, and the proposed 
sale would not change current conditions. 

4.2. Aquatic Life 

4.2.1. No Action Alternative 
Under the No Action Alternative, the transmission line, right-of-way, and access roads 
would not be built, and the proposed sale would not occur.  Thus, no changes to aquatic 
resources within these areas would occur.  Adoption of the No Action Alternative is not 
expected to result in any additional effects to local aquatic life. 

4.2.2. Action Alternative 

New Transmission Line Right-of-Way 
Aquatic life could be affected by the proposed action either directly by the alteration of 
habitat conditions within the stream or indirectly due to modification of the riparian zone and 
storm water runoff resulting from construction and maintenance activities along the 
transmission line corridor.  Potential impacts due to removal of streamside vegetation within 
the riparian zone include increased erosion and siltation, loss of in-stream habitat, and 
increased stream temperatures.  Other potential construction and maintenance impacts 
include alteration of stream banks and stream bottoms by heavy equipment and runoff of 
herbicides into streams. 

Siltation has a detrimental effect on many aquatic animals adapted to riverine 
environments.  Turbidity caused by suspended sediment can negatively affect spawning 
and feeding success of many fish species (Sutherland et al. 2002).  Several mussel species 
found in the potentially affected watersheds are adapted to sand and gravel bottom 
environments.  These mussels cannot survive for long periods in a bottom environment 
composed of fine sediment because they are quickly destroyed by silt that clogs the gills, 
which smothers the animal (Parmalee and Bogan 1998). 

Watercourses that convey only surface water during storm events (i.e., wet-weather 
conveyances) and that could be affected by the proposed transmission line route would be 
protected by standard best management practices (BMPs) as identified in Muncy (1999).  
These BMPs are designed in part to minimize disturbance of riparian areas and subsequent 
erosion and sedimentation that can be carried to streams. 

All perennial and intermittent streams along the proposed transmission line and sale 
segment, with the exception of five springs, would be protected by Standard Stream 
Protection (Category A) of 50 feet as defined in Muncy (1999).  The Falling Water River, the 
only stream listed as impaired on the TDEC 303d list, would receive a minimum 60-foot 
buffer as outlined in the TDEC General National Pollutant Discharge Elimination System 
(NPDES) Permit (TDEC 2005).  Five springs documented during the September 2007 and 
April 2008 field surveys would be protected by Category B stream protections (Muncy 
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1999).  These springs would receive 250-foot buffers due to the steep slopes on either side 
of the stream channels.  These categories of protection are based on the variety of species 
and habitats that exist in the streams as well as the state and federal requirements to avoid 
harming certain species.  The width of the SMZs is determined by the type of watercourse, 
primary use of the water resource, topography, or other physical barriers (Muncy 1999). 

An unnamed tributary to the Falling Water River in Rockwell Hollow would be paralleled by 
the proposed transmission line for approximately 2,300 feet, i.e., approximately 2,300 feet 
southward from Point C as shown in Figure 5.  The transmission line would be constructed 
in a pasture adjacent to the creek.  The structures would be tall enough that clearing of 
riparian vegetation would be minimal.  However, any danger trees would be removed. 

Because appropriate BMPs and SMZs would be implemented during construction, 
operation, and maintenance of the proposed transmission line and minimal riparian 
vegetation (with the exception of danger trees) along the main channel of the nearby creek 
in Rockwell Hollow would be cleared, any impacts to aquatic life resulting from the 
proposed action would be insignificant. 

Proposed Sale Segment Right-of-Way 
Under the Action Alternative, TVA would require UCEMC to maintain this right-of-way 
consistent with TVA guidelines.  Thus, no additional effects to aquatic life within this 
segment of right-of-way or in the immediate area are expected under the Action Alternative. 

4.3. Threatened and Endangered Species 

4.3.1. No Action Alternative 

New Transmission Line Right-of-Way 
Under the No Action Alternative, the proposed new transmission line and sale would not 
occur.  Thus, any protected terrestrial animals and their habitats would not be affected 
directly by any project-related actions.  Likewise, adoption of the No Action Alternative 
would have no effect on federally or state-listed plant species in the project area because 
no project-related work would take place.  No federally listed as threatened or endangered 
plants are known to occur on the proposed right-of-way.  No additional effects to federally 
listed terrestrial animal species or plant species are anticipated under the No Action 
Alternative. 

Adoption and implementation of the No Action Alternative would cause no changes to 
environmental conditions in the Falling Water River.  Therefore, no effects to listed aquatic 
species listed in Table 6 or their habitats would occur under the No Action Alternative.  No 
additional effects to such species or their habitats are expected from the adoption of the No 
Action Alternative. 

Proposed Sale Segment Right-of-Way 
Under the No Action Alternative, TVA would retain the 69-kV right-of-way and would 
continue to maintain it.  No federally listed as threatened or endangered animals or their 
habitats were located within the right-of-way proposed for sale to UCEMC.  Adoption of the 
No Action Alternative would not affect any federally listed as threatened or endangered 
plant or animal species or their habitats.  No additional effects to such species are 
expected.  For similar reasons, no effects to any federally listed aquatic species are 
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anticipated under the No Action Alternative.  Likewise, no additional effects to listed aquatic 
animal species are expected under this alternative. 

4.3.2. Action Alternative 

New Transmission Line Right-of-Way 
Only minimal habitat for Bachman’s sparrow and meadow jumping mouse exists in the 
proposed transmission line route, and the proposed actions would not affect populations of 
either species.  Abundant suitable habitat exists in the proposed transmission line route for 
Allegheny woodrats, southeastern shrews, and masked shrews.  Some individuals of these 
species may be displaced or destroyed during construction activities, but ample similar 
habitat exists in the surrounding landscape, and these impacts would be temporary.  
Overall impacts to populations of Allegheny woodrats or either shrew species would not be 
significant. 

Rafinesque’s big-eared bats occupy Trench Cave, which is located approximately 325 feet 
from the proposed transmission line route.  The nearest known gray bat cave and Indiana 
bat cave both occur 3.2 miles from the proposed transmission line route.  Because of this 
distance, the proposed actions would not affect this cave.  Other caves in the area also 
provide suitable habitat for all three species of bats; however, only three caves are located 
close enough to the proposed route to potentially experience impacts.  Of these three, none 
offer winter habitat for Indiana bats.  Two caves provide potential migratory habitat for gray 
bats, and all provide suitable habitat for Rafinesque’s big-eared bats. 

During construction and maintenance, these three caves (Trench Cave, Walled-up Cave, 
and PU252) would be protected from pollution and disturbance with the restrictions 
described in Section 4.1.2.  With these safeguards in place, the proposed actions would not 
directly or indirectly affect cave habitats for Rafinesque’s big-eared bats, gray bats, or 
Indiana bats. 

The Falling Water River and a few streams crossed by the proposed route provide marginal 
foraging habitat for gray bats; however, implementation of the Action Alternative is not 
expected to change or affect this foraging habitat.  Therefore, gray bats and their habitats 
would not be affected adversely by the proposed actions.  Potential summer roosting 
habitat for Indiana bats within the proposed route is mostly of low quality.  Nineteen of 20 
points were scored as low quality and the remaining point was of moderate quality.  The 
area of moderate quality habitat and another area potentially within the line route were mist-
netted using USFWS (2007) protocols.  No Indiana bats were found during these surveys.  
As a further safeguard to protect listed bat species, TVA would perform additional bat 
surveys along the western and eastern route options beginning May 15, 2008.  If Indiana 
bats are found, clearing the right-of-way along the preferred route (the western route option) 
would be delayed until after October 15, 2008, i.e., after the bats have left the area to 
hibernate.  Therefore, the proposed action would not affect summer or winter habitat for 
Indiana bats, and is not likely to adversely affect Indiana bats or their habitats. 

The area of dry ridgetops and moist coves east of the proposed substation site to Parragon 
Road provides habitat for cerulean warblers, and forested habitat along the rest of the 
proposed transmission line route is of lower quality.  The creation of early successional 
habitat within this forest interior would decrease habitat quality for this species in this 
section, but because only a small portion of forested habitat in the region would be lost, the 
proposed actions would not significantly affect this species.  The proposed action is not 
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expected to result in significant direct or indirect impacts to listed terrestrial animal species 
or their habitats. 

Adoption of the Action Alternative would have no effect on federally listed plant species 
because no such plant species or their habitats occur in areas proposed for right-of-way or 
access road construction.  Effects by the project to state-listed plant species are unlikely, as 
no such species were observed in the proposed right-of-way or near proposed access 
roads. 

Clearing of riparian vegetation and soil disturbance associated with construction of stream 
crossings and other construction or maintenance activities have the potential to result in 
runoff entering watercourses in the project area.  However, appropriate BMPs and SMZs 
would be implemented to reduce runoff and in-stream impacts. 

All federally and state-listed mussels listed in Table 6 are known to occur in the Caney Fork 
River.  The Falling Water River may provide habitat for any mussels listed in Table 6.  
However, the Falling Water River at the transmission line crossing consists of pocket pools 
with riffles that may be dry or have subterranean flow during dry periods.  This is not 
considered suitable habitat for any mussel listed in Table 6.  Additionally, any sediment that 
may result from construction or maintenance of the transmission line would settle out 
quickly due to the presence of an impoundment on the Falling Water River downstream of 
the transmission line.  Therefore, no impacts are expected to occur to any federally or state-
listed mussels in the Caney Fork or Falling Water River watersheds because of the 
proposed Algood Transmission Line. 

The Falling Water River, at the transmission line crossing, may provide suitable habitat for 
the bedrock shiner and sooty darter.  However, because BMPs and SMZs would be used 
during construction, operation, and maintenance of the proposed transmission line, any 
impacts that may occur to these state-listed fish would be insignificant. 

Proposed Sale Segment Right of-way 
The sale of 1.6 miles of a 69-kV transmission line connected to the Algood 69-kV 
Substation would not affect habitat for Bachman’s sparrow, Rafinesque’s big-eared bat, 
gray bat, Indiana bat, Allegheny woodrat, or cerulean warbler.  Suitable habitat for masked 
shrew, southeastern shrew, and meadow jumping mouse occurs in the existing 
transmission line right-of-way.  Although the transmission line would be sold, maintenance 
of the right-of-way would be continued using TVA standard maintenance practices.  Future 
right-of-way reclearing activities may disturb individuals of either species, but these 
practices would also maintain the early successional habitat in the right-of-way and would 
continue to provide suitable habitat for these three species.  Therefore, the proposed sale 
would not affect these or any other listed or protected terrestrial animal species. 

Adoption of the Action Alternative would have no effect on federally listed plant species 
because no federally listed plant species or their habitat occurs in areas proposed for sale.  
No federally listed plants are known from the area of Putnam County where the project 
would occur.  State-listed plant species would likely benefit from the project because TVA 
botanists identified two new occurrences of the state-listed as threatened button snakeroot 
in the right-of-way during September 2007 field surveys.  With the commitments listed in 
Section 4.18, the occurrences of button snakeroot would have a higher level of protection 
than if the project did not occur. 



 Chapter 4 

 Final Environmental Assessment 63

No impacts are expected to result from the proposed sale because no suitable habitat for 
any aquatic species listed in Table 6 occurs in either of the intermittent streams 
documented in the September 2007 field survey. 

TVA determined that the proposed transmission line project, including the proposed sale of 
1.6 miles of existing transmission line and right-of-way, is not likely to adversely affect 
populations of either gray bat or Indiana bat.  In accordance with Section 7 of the ESA, TVA 
consulted with the USFWS, which concurred with this determination in a letter dated 
April 30, 2008 (see Appendix A). 

4.4. Surface Water 

4.4.1. No Action Alternative 
Under the No Action Alternative, the proposed 161-kV transmission line would not be 
constructed.  Thus, there would be no project-related effects to surface water or to surface 
water quality along the proposed right-of-way.  In addition, under this alternative, the 
proposed sale of a 1.6-mile segment of TVA transmission line would not occur.  Therefore, 
there would be no additional effects to surface water along this segment under the No 
Action Alternative. 

4.4.2. Action Alternative 
Soil disturbances associated with access roads or other construction activities can 
potentially result in adverse water quality impacts.  Soil erosion and sedimentation can clog 
small streams and harm aquatic life.  Removal of the tree canopy along stream crossings 
can increase water temperatures, algal growth, dissolved oxygen depletion, and cause 
adverse impacts to aquatic biota.  Improper use of herbicides to control vegetation can 
potentially result in runoff to streams and subsequent aquatic impacts. 

TVA routinely includes precautions in the design, construction, and maintenance of its 
transmission line projects to minimize these potential impacts (see Appendices B, C, D, and 
E).  Permanent stream crossings would be designed to prevent the impedance of runoff 
patterns and the blockage of the natural movement of aquatic fauna.  Temporary stream 
crossings and other construction and maintenance activities would comply with appropriate 
state permit requirements and TVA requirements as described in Muncy (1999).  Canopies 
in all SMZs would be left undisturbed unless there were no practicable alternative.  Right-of-
way maintenance would employ manual and low-impact methods wherever possible.  In 
areas requiring chemical treatment, only USEPA-registered herbicides would be used in 
accordance with label directions designed in part to restrict applications near receiving 
waters and to prevent unacceptable aquatic impacts.  Proper implementation of these 
controls is expected to result in only minor temporary impacts to surface waters.  No 
cumulative impacts are anticipated. 

4.5. Groundwater and Geology 

4.5.1. No Action Alternative 
Under the No Action Alternative, there would be no direct effects to groundwater or 
geological resources because the proposed transmission line would not be built.  The 
existing West Cookeville-East Cookeville-Algood Transmission Line would remain in 
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operation, and periodic and routine maintenance of the right-of-way would continue.  Thus, 
there would be no additional effects to groundwater or geological resources along this 
existing line under the No Action Alternative. 

4.5.2. Action Alternative 
Potential impacts to groundwater could result if sediments from excavated materials enter 
or clog karst features and from the transport of contaminants such as herbicides and 
fertilizers into sinkholes and caves.  BMPs (Muncy 1999) would be used during right-of-way 
and access road construction to control sediment infiltration from storm water runoff to 
avoid contamination of groundwater in the project area. 

During revegetation and maintenance activities, application of herbicides and fertilizers 
would be avoided in the areas along the right-of-way where sinkholes and caves occur to 
prevent groundwater contamination.  Any herbicides applied to the right-of-way during 
periodic maintenance would be applied according to the manufacturer’s label.  Herbicides 
with groundwater contamination warnings would not be used in areas where sinkholes and 
caves occur.  During right-of-way maintenance, the vegetation management guidelines and 
procedures as described in Appendix F would be followed.  With the implementation of 
BMPs and routine precautionary measures, impacts to groundwater from the proposed 
action would be insignificant. 

4.6. Floodplains 

4.6.1. No Action Alternative 
Under the No Action Alternative, the proposed transmission line and access roads would 
not be constructed.  Likewise, a portion of the TVA 69-kV transmission line would not be 
sold to UCEMC.  Therefore, no floodplains would be affected under this alternative because 
there would be no physical changes to the current condition of local floodplains. 

4.6.2. Action Alternative 
The proposed transmission line route crosses several floodplain areas in Putnam County, 
Tennessee.  Consistent with EO 11988, an overhead transmission line and related support 
structures are considered a repetitive action in the 100-year floodplain.  The construction of 
the support structures for the power line is not expected to result in any increase in flood 
hazard either because of increased flood elevations or changes in flow-carrying capacity of 
the streams being crossed.  To minimize adverse impacts on natural and beneficial 
floodplain values, the right-of-way would be revegetated where natural vegetation is 
removed, and the removal of unique vegetation would be avoided.  BMPs would be used 
during construction activities. 

The access road to the switch structures and some of the proposed access roads would 
involve construction in the 100-year floodplain.  Consistent with EO 11988, a road is 
considered a repetitive action in the 100-year floodplain.  To reduce adverse impacts, any 
improvements to the road would be done in such a manner that upstream flood elevations 
would not be increased. 

The proposed sale of transmission line right-of-way involves an existing transmission line 
section located outside of the 100-year floodplain.  Therefore, no special restrictions are 
needed for compliance with EO 11988. 
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4.7. Wetlands 
Activities in wetlands are regulated under Sections 401 and 404 of the Clean Water Act and 
are addressed by EO 11990.  Activities in jurisdictional wetlands require authorization 
through a Nationwide General Permit or Individual Permit issued by the USACE pursuant to 
Section 404.  Section 401 requires water quality certification by the state for projects with 
discharges permitted by the federal government (Strand 1997).  EO 11990 requires 
agencies to minimize wetland destruction, loss, or degradation, and preserve and enhance 
natural and beneficial wetland values while carrying out agency responsibilities.  TVARAM 
is used as aid in guiding wetland mitigation decisions consistent with TVA’s independent 
responsibilities under the National Environmental Policy Act (NEPA) and EO 11990. 

4.7.1. No Action Alternative 
Under the No Action Alternative, there would be no disturbance to wetlands within the 
proposed transmission line right-of-way.  Therefore, no wetlands along the right-of-way for 
the proposed transmission line would be affected.  Under this alternative, TVA would not 
sell the West Cookeville-East Cookeville-Algood 69-kV Transmission Line to UCEMC.  The 
wetlands in the right-of-way of this existing transmission line would continue to experience 
the same periodic, routine vegetation clearing and maintenance that they currently 
experience.  Therefore, there would be no additional effects to wetlands under the No 
Action Alternative along the existing transmission line right-of-way. 

4.7.2. Action Alternative 

New Transmission Line Right-of-Way 
The proposed Algood Transmission Line project would result in the clearing of 0.46 acre of 
forested wetland in W001B.  As a result of the long-term maintenance of the right-of-way, 
this forested wetland acreage would become an emergent wetland and would remain so as 
long as the line stays in operation.  Because the forested wetland acreage proposed for 
clearing is part of a much larger forested wetland complex, the functions this larger wetland 
area provides would be maintained sufficiently post-conversion.  The USACE did not 
require mitigation to compensate for forested wetland impacts (see Appendix A).  Potential 
impacts to all other wetland areas resulting from possible access across these wetlands 
during the proposed transmission line construction would be minimized sufficiently with 
BMPs (Muncy 1999).  Similarly, BMPs would be used during all line maintenance activities 
to ensure that wetland impacts are temporary and insignificant.  Therefore, the conversion 
of 0.46 acre of forested wetland to emergent/scrub-shrub and the use of BMPs to minimize 
impacts associated with vehicular access and long-term maintenance, collectively, would 
result in insignificant impacts to the wetland areas within the project site. 

Cumulative impact analysis of wetland impacts took into account wetland loss and 
conversion at a watershed-level scale, in this case within the Falling Water River/Caney 
Fork River watershed.  USEPA Region 4 data from 1992 Multi-Resolution Land 
Characterization satellite imagery indicate there are approximately 2,806 acres of forested 
wetlands within the Caney Fork watershed (TDEC 2003).  Although there is some loss of 
wetlands due to residential and commercial development, the rate of loss is relatively low.  
Conversion of 0.46 acre of forested wetlands to emergent/scrub-shrub wetland habitat 
would affect less than one-hundredth of a percent of overall forested wetland acreage in the 
watershed.  Thus, cumulative project-related effects on wetlands would be insignificant. 
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Proposed Sale Segment Right-of-Way 
Under the Action Alternative, TVA would transfer ownership of the transmission line and 
associated structures but would retain ownership of the easement for the line.  The 
wetlands identified within the existing transmission line corridor are already subject to 
periodic, routine vegetation clearing and maintenance.  Because TVA would still own the 
transmission line easement, all maintenance would occur subject to existing TVA 
maintenance requirements.  All wetlands in the section to be sold would continue to receive 
the same maintenance they currently receive.  Therefore, the sale of the subject 
transmission line would not adversely affect local wetlands. 

4.8. Natural Areas 

4.8.1. No Action Alternative 
Under the No Action Alternative, the proposed transmission line would not be constructed, 
and the existing transmission line would not be sold to UCEMC.  Thus, adoption of the No 
Action Alternative would have no effect on managed areas in the proposed project area.  
However, over the long term, these features as well as their management objectives could 
be subject to change from various factors.  These factors include local population trends, 
surrounding land use, area development, regional recreational patterns, and changes in 
cultural, ecological, and educational interests. 

4.8.2. Action Alternative 

New Transmission Line Right-of-Way 
As mentioned in Section 3.8.1, the Falling Water River near the proposed action is listed on 
the NRI.  The outstanding values for which this 29-mile stream segment was listed on the 
NRI are not reflected at the point where the proposed transmission line would cross the 
river.  However, at this point, the river does exhibit some scenic value.  Two county roads 
are adjacent to the point of crossing, and a major east-west interstate (Interstate 40) and an 
existing transmission line are nearby.  Thus, the construction of a new transmission line at 
the proposed point of crossing would result in minor and insignificant impacts to the scenic 
integrity of the NRI stream segment (see Section 4.10). 

The proposed right-of-way would parallel an unnamed creek along Mount Pleasant Road 
for approximately 2,300 feet south of Point C as shown on Figure 5 (also see Section 
4.2.2).  Removal of streamside vegetation in this area would be minimal.  However, any 
danger trees located within the SMZ would be removed as necessary to protect the 
transmission line.  Because of this minor amount of disturbance to the stream shoreline, no 
impacts to the qualities that qualify the Falling Water River as an NRI stream are 
anticipated under the Action Alternative. 

Because the right-of-way for the proposed transmission line is a sufficient distance (1.1 to 
3.0 miles) from Booger Swamp Registered State Natural Area and Spring Creek, no effects 
to Booger Swamp or any NRI streams are anticipated because of the proposed action. 

Proposed Sale Segment Right-of-Way 
Because the proposed transmission line sale is a sufficient distance (0.7 to 2.7 miles) from 
Booger Swamp Registered State Natural Area and Falling Water River, no impacts to this 
managed area or this NRI stream are anticipated because of the proposed action. 
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4.9. Historical and Archaeological Resources 

4.9.1. No Action Alternative 
Under the No Action Alternative, the proposed actions would not be undertaken, and there 
would be no project-related effects to historic or archaeological resources if this alternative 
were adopted.  Likewise, no additional new effects or cumulative effects to these resources 
either along the proposed line route or on the right-of-way to be sold are expected under 
this alternative. 

4.9.2. Action Alternative 

New Transmission Line Right-of-Way 
Sixteen previously recorded architectural resources (PM-793, PM-886 through PM-893, 
PM-899, and PM-901 through PM-906) are located within the architectural APE of the right-
of-way for the proposed transmission line.  PM-793, a house, has been destroyed since its 
initial recordation.  The remaining 15 previously recorded architectural resources (PM-886 
through PM-893, PM-899, and PM-901 through PM-906) are located outside the visual line-
of-sight to the proposed undertaking and would not be affected by the proposed 
undertaking.  These resources are considered ineligible for listing in the NRHP due to their 
lack of architectural distinction and loss of integrity caused by modern alterations and/or 
damage. 

Seven previously unidentified archaeological resources (40PM121 through 40PM127) were 
identified during the initial archaeological survey (Hockersmith and Karpynec 2008a).  
These archaeological resources are considered ineligible for listing in the NRHP.  The 
architectural survey identified 11 architectural resources (HS-1 through HS-11) within the 
proposed APE for the new transmission line.  These architectural resources are considered 
by TVA to be ineligible for listing in the NRHP due to their lack of architectural distinction 
and loss of integrity caused by modern alterations and/or damage. 

A survey of the western route option in the area of the rural road (see Section 3.9.1) 
indicated that the line of sight between the transmission line and the road is generally 
obscured by trees (Barrett and Karpynec 2008a).  However, in one location (comprising 
about 1 percent of the road length), the line of sight between the road and the transmission 
line is open along a perpendicular roadway. 

Proposed Sale Segment Right-of-Way 
The seven previously recorded architectural resources (PM-788, PM-790 through PM-792, 
PM-833, PM-915, and PM-916) within the proposed APE are located outside the visual line-
of-sight to the proposed undertaking and are considered ineligible due to their lack of 
architectural distinction and loss of integrity caused by modern alterations and/or damage. 

The one previously unidentified archaeological resource (40PM120) is considered ineligible 
for listing in the NRHP.  The single architectural resource (HS-12) within the proposed APE 
is considered ineligible for listing in the NRHP due to its lack of architectural distinction and 
loss of integrity caused by modern alterations and/or damage. 

TVA has determined that the proposed undertaking, i.e., the adoption of the Action 
Alternative, including the construction and operation of the proposed transmission line and 
the sale of approximately 1.6 miles of the existing West Cookeville-East Cookeville-Algood 
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69-kV Transmission Line, would not adversely affect any historic properties that are eligible 
or currently listed in the NRHP.  The Tennessee SHPO concurred with this determination in 
a letter dated April 30, 2008 (see Appendix A). 

4.10. Visual and Aesthetic Quality 
Visual consequences were examined in terms of visual changes between the existing 
landscape and proposed actions, sensitivity of viewing points available to the public, their 
viewing distances, and the visibility of proposed changes.  Scenic integrity indicates the 
degree of intactness or wholeness of the landscape character.  These measures help 
identify changes in visual character based on commonly held perceptions of landscape 
beauty and the aesthetic sense of place. 

4.10.1. No Action Alternative 
Under this alternative, the new transmission line would not be constructed, and there would 
be no project-related effects to the visual resources of the area.  Because the existing 69-
kV line would continue to be maintained as before, there would be no additional visual or 
aesthetic effects in the area of the existing right-of-way under the No Action Alternative. 

4.10.2. Action Alternative 

New Transmission Line Right-of-Way 
The new 161-kV transmission line would begin at the tap point along the existing West 
Cookeville-Peavine 161-kV Transmission Line located just west of Rocky Point Ridge and 
north of Interstate 40.  Numerous laced-steel towers can be seen in the landscape along 
the existing transmission line route.  There are no homes in the immediate area of the tap 
point, and the new line would likely not be seen by motorists along Interstate 40. 

The line would cross Falling Water River to the north and Mount Pleasant Road 
approximately 0.5 mile north of the tap point.  Numerous wooden utility poles along the 
roadway appear in the foreground of several homes.  The new single-pole steel structures 
would contribute to an increase in discordantly contrasting structures seen in the landscape 
by area residents and motorists along Mount Pleasant Road.  Initially, these views would be 
of bright structures that would increase vertical contrast in the foreground.  However, this 
contrast would decrease as the poles become weathered over time. 

The proposed line route would follow adjacent to the west side of Mount Pleasant Road for 
approximately 0.5 mile.  There are several homes and barns in the foreground of the 
proposed transmission line.  New poles and lines may be seen intermittently along the 
roadway.  However, the landscape in this area has a greater capacity to absorb visual 
change.  Rolling topography and vegetation along the roadway would obscure views and 
diminish visibility for motorists and area residents. 

The proposed line route would continue north across steep terrain along the western route 
option (see Section 2.3.5) and traverse Buck Mountain Road.  A cell tower to the northeast 
and a repeater station to the northwest are visible from the roadway, providing adverse 
visual contrast in the landscape.  The line would be in the foreground of several homes as it 
crosses the roadway.  However, the line would be less visible to area residents as it 
traverses along dense vegetation to the west. 
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The line would turn northeast and cross Parragon Road twice.  This area is mainly open 
pasture on each side of the roadway with dense vegetation along the steeper slopes to the 
east and west.  Prior to crossing Parragon Road the second time, the route would follow 
dense vegetation to the east.  Motorists would likely have brief views of the structures and 
lines.  However, details of the poles and lines would be absorbed by vegetation, lessening 
the impacts of new line construction. 

The line would parallel Brotherton Mountain Road to the north, following along the south 
side and continuing east.  The line route would follow steep, heavily vegetated terrain.  
Most likely, it would not be seen by area motorists or residents before it enters the UCEMC 
Algood Substation. 

Operation, construction, and maintenance of the proposed transmission line would be 
visually insignificant.  There may be some minor visual discord during the construction 
period due to an increase in personnel and equipment and the use of laydown and material 
storage areas.  These minor visual obtrusions would be temporary until the proposed 100-
foot right-of-way and laydown areas have been restored using TVA standard BMPs (Muncy 
1999).  Therefore, there are no significant visual impacts anticipated because of this 
project. 

Proposed Sale Segment Right-of-Way 
The segment of transmission line proposed for sale begins west of Dry Valley Road just 
east of SR 111 at structure 48 and continues to the UCEMC Algood Substation.  In order to 
sell this section of transmission line, TVA does not expect to upgrade the line or add any 
appurtenances to the existing poles.  Therefore, no additional visual effects because of this 
sale are expected. 

4.11. Recreation 

4.11.1. No Action Alternative 
Because the proposed actions would not be undertaken under the No Action Alternative, no 
direct or indirect effects to local recreational opportunities or experiences are anticipated 
under this alternative. 

4.11.2. Action Alternative 
With the exception of the White Plains Golf Course and Hidden Hollow, local organized 
recreation facilities are located west of SR 111, outside the project area.  Because of the 
intervening distance, these facilities and the recreational opportunities they provide would 
not be affected by the proposed transmission line or by the proposed sale.  Because of the 
distance to the proposed trail along the old railroad bed north of the proposed transmission 
line route, recreational experiences and opportunities for trail users would not be affected 
significantly. 

Portions of the White Plains Golf Course are located within approximately 0.25 mile of the 
proposed transmission line route.  Because of the intervening forest vegetation and the 
elevation differences between the proposed transmission line and the golf course, the 
presence of the proposed transmission line is not expected to influence the recreational 
experiences afforded by the golf course to a significant extent.  Construction and operation 
of the proposed transmission line is not expected to affect local informal recreation 
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opportunities significantly.  The proposed sale would not affect recreational opportunities or 
experiences in the area. 

4.12. Socioeconomics 

4.12.1. No Action Alternative 
Under the No Action Alternative, the proposed actions would not be undertaken.  TVA 
would not negotiate easements for the proposed right-of-way, and no payments would be 
made. 

Without the provision of a reliable power source to the new UCEMC Algood 161-kV 
Substation, there is strong likelihood of overloading at the existing 69-kV substation.  This 
overloading could lead to outages.  Such outages could be expensive, especially for 
commercial or industrial consumers. 

A noticeable increase in the risk of an outage could diminish the desirability of property 
located in the impacted area, which would in turn negatively affect property values and 
marketability.  It could also decrease the attractiveness of the area for location of 
businesses. 

As discussed in Chapter 3, there are no major concentrations of economically 
disadvantaged or minority populations in the area.  Therefore, adoption of the No Action 
Alternative would not disproportionately affect any such populations.  However, 
economically disadvantaged persons would be less able to utilize alternatives in case of 
outages, especially extended outages. 

4.12.2. Action Alternative 

New Transmission Line Right-of-Way 
Along that part of the proposed transmission line route that would require the acquisition of 
new right-of-way, TVA would purchase easements from property owners, who would be 
offered fair market value for these rights.  The easement would give TVA the right to 
construct the transmission line, including the placement of structures, operate the 
transmission line, and to maintain the line and the right-of-way.  Because construction 
would be short-term, and most materials would be brought into the area, the economic 
effect on the local economy would be minor and insignificant. 

In situations where the proposed transmission line is near homes, some short-term adverse 
impacts on property value and marketability could occur.  However, these impacts would be 
highly variable and not readily predictable.  Long-term adverse effects on property values 
are unlikely.  Research results vary, and some early studies found little or no impact of 
transmission lines on property values.  Some more recent studies, however, indicate that 
impacts in the range of 5 to 10 percent are possible for properties adjacent to a 
transmission line.  The size of the impact appears to be sensitive to distance, with little or 
no impact to properties that are not adjacent or very close to the transmission line.  The 
degree of effect depends on distance as well as the appearance of the right-of-way and 
how it blends visually with the neighborhood.  Effects on property value tend to diminish 
over time, and virtually disappear in about 5 years (Hamilton and Schwann 1995; Gregory 
and von Winderfeldt 1996; Electric Power Research Institute 2003). 
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The proposed 161-kV transmission line would be 5.5 miles long, and the right-of-way would 
be 100 feet wide.  Total area required by the right-of-way would be approximately 67 acres.  
Preparation for the right-of-way would require the clearing of 35.2 acres of forest.  About 10 
acres of this is oak-hickory forest that has been subject to minimal disturbance.  This 
forested area lies along the proposed right-of-way between the proposed substation and 
Parragon Road.  The balance consists of mixed-aged forest areas dispersed at various 
locations along the proposed line route. 

The value of the standing timber (also known as “stumpage value”) would be taken into 
account in the purchase of easements for the right-of-way.  Because the buying and selling 
of timber is widespread, regional price guidelines are available commercially.  The value of 
standing timber depends on several factors including whether the trees are sold as 
sawtimber or pulpwood, the merchantable species present, stocking (i.e., number of trees 
per acre), accessibility of the trees, and timber quality. 

In certain situations, trees may have greater actual value than just their stumpage value.  
For instance, trees in a well-landscaped lawn can add value to residential or commercial 
property, and this realized value can be reasonably estimated.  Guidelines for valuating 
trees in urban and residential settings have been published (International Society of 
Arboriculture 2000).  However, valuation of trees in such situations is subject to many 
external factors.  Because the proposed line route avoids lawns, valuating trees on a 
landscape basis is not appropriate here. 

Besides producing timber, forests provide other benefits and amenities, such as providing 
wildlife habitat, shade, aesthetic quality, and recreational opportunities; stabilizing soil; and 
producing oxygen.  Although these benefits are real, even tangible, expression of these 
values in direct economic terms is very difficult, as there are few established markets for 
such amenities.  Indirect valuation is often used in such instances to determine relative 
value.  In addition, much of the recent research in valuating the environmental benefits of 
trees has focused on urban and suburban settings rather than rural areas.  The potential 
economic effects with respect to other tangible and intangible environmental amenities or 
benefits provided by forests cannot be quantified accurately. 

Because the stumpage value of any standing timber would be considered in the amount 
paid by TVA for the right-of-way easement, the economic effect of the loss of 35.2 acres of 
forest would not be significant on the affected property owners or on the local area.  
According to U.S. Forest Service estimates (Miles 2007), in 2004, Putnam County 
contained over 136,000 acres of forest.  Estimates for Putnam County and the six adjacent 
counties (Cumberland, DeKalb, Jackson, Overton, Smith, and White) indicate that these 
seven counties contain over a million forested acres.  Thus, the loss of 35.2 acres of forest 
constitutes a miniscule amount of forestland compared to the total forested acreage in 
Putnam and surrounding counties.  In light of the above, the incremental loss of these 
benefits would be minor and insignificant. 

There are no significant concentrations of minority or low-income populations near the 
proposed transmission line.  For this reason and because of the relatively low minority 
population and poverty rates in the general area, no disproportionate impacts to 
disadvantaged groups or minority populations are expected. 
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Proposed Sale Segment Right-of-Way 
The proposed sale of a 1.6-mile segment of existing transmission line is not expected to 
cause any significant socioeconomic effects to the properties adjacent to the right-of-way 
because there would be no change in the current operation or maintenance of the existing 
line.  Because there would be no change other than in ownership of the line, there would be 
no socioeconomic effects.  Values of adjacent or nearby properties would not be affected. 

4.13. Post-Construction Effects 
For the planning of new transmission line rights-of-way, TVA’s transmission line route 
selection team uses a constraint model that places a 300-foot radius buffer around 
occupied buildings, except schools, for which a 1,200-foot buffer is used.  The purposes of 
these buffers are to reduce potential land use conflicts with yard trees, outbuildings, and 
ancillary facilities; to reduce potential visual impacts; and to reduce exposure to the 
magnetic field produced by the transmission line.  Application of these constraints typically 
requires trade offs and balancing, and TVA can and does deviate from the constraints.  
These constraints are not applied to the use of existing transmission line rights-of-way.  
Property owners are free to build houses and other structures up to the edge of TVA’s 
rights-of-way within these constraint distances. 

Transmission lines, like all other types of electrical wiring, generate both electric and 
magnetic fields (EMFs).  The voltage on the conductors of the transmission line generates 
an electric field that occupies the space between the conductors and other conducting 
objects such as the ground, transmission line structures, or vegetation.  A magnetic field is 
generated by the current (i.e., the movement of electrons) in the conductors.  The strength 
of the magnetic field depends on the current, the design of the line, and the distance from 
the line. 

The fields from a transmission line are reduced by mutual interference of the electrons that 
flow around and along the conductors and between the conductors; the result is even 
greater dissipation of the low energy.  Most of this energy is dissipated on the right-of-way, 
and the residual very low amount is reduced to background levels near the right-of-way or 
energized equipment. 

Magnetic fields can induce currents in conducting objects.  Electric fields can create static 
charges in ungrounded, conducting materials.  The strength of the induced current or 
charge under a transmission line varies with:  (1) the strength of the electric or magnetic 
field, (2) the size and shape of the conducting object, and (3) whether the conducting object 
is grounded.  Induced currents and charges can cause shocks under certain conditions by 
making contact with objects in an electric or magnetic field. 

The proposed transmission line, like other transmission lines, has been designed to 
minimize the potential for such shocks.  This is done, in part, by maintaining sufficient 
clearance between the conductors and objects on the ground.  Stationary conducting 
objects, such as metal fences, pipelines, and highway guardrails that are near enough to 
the transmission line to develop a charge would be grounded by TVA to prevent them from 
being a source of shocks. 

Under certain weather conditions, high-voltage transmission lines, such as the proposed 
161-kV line, may produce an audible low-volume hissing or crackling noise.  This noise is 
generated by the corona resulting from the dissipation of energy and heat as high voltage is 
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applied to a small area.  Under normal conditions, corona-generated noise is not audible.  
The noise may be audible under some wet conditions, but the resulting noise level away 
from the right-of-way would be well below the levels that can produce interference with 
speech.  Corona is not associated with any adverse health effects in humans or livestock. 

Other public interests and concerns have included potential interference with AM radio 
reception, television reception, satellite television, and implanted medical devices.  
Interference with radio or television reception is typically due to unusual failures of power 
line insulators or poor alignment of the radio or television antenna and the signal source.  
Both conditions are correctable and would be repaired if reported to TVA. 

Implanted medical devices historically had a potential for power equipment strong-field 
interference when they came within the influence of low-frequency, high-energy workplace 
exposure.  However, the older devices and designs (i.e., those beyond five to 10 years old) 
have been replaced with different designs and different shielding that prevent potential for 
interference from external field sources up to and including the most powerful magnetic 
resonance imaging medical scanners.  Unlike high-energy radio frequency devices that can 
still interfere with implanted medical devices, low-frequency and low-energy powered 
electric or magnetic devices no longer potentially interfere (Journal of the American Medical 
Association 2007). 

Research has been done on the effects of EMFs on animal and plant behavior, growth, 
breeding, development, reproduction, and production.  Research has been conducted in 
the laboratory and under environmental conditions, and no adverse effects or effects on 
health or the above considerations have been reported for the low-energy power frequency 
fields (World Health Organization 2007a).  Effects associated with ungrounded, metallic 
object, static charge accumulation and discharge in dairy facilities have been found when 
the connections from a distribution line meter have not been properly installed on the 
consumer’s side of a distribution circuit. 

TVA transmission lines are built with overhead ground wires which would lead a lightning 
strike into the ground for dissipation.  Thus, a safety zone is created under the ground wires 
at the top of structures and along a line for at least the width of the right-of-way.  The 
National Electrical Safety Code is strictly followed when installing, repairing, or upgrading 
TVA lines, substations, or equipment. 

There is some public concern as to the potential for adverse health effects that may be 
related to long-term exposure to EMF.  A few studies of this topic have raised questions 
about cancer and reproductive effects on the basis of biological responses observed in cells 
or in animals or on associations between surrogate measures of power line fields and 
certain types of cancer.  Research has been ongoing for several decades. 

The consensus of scientific panels reviewing this research is that the evidence does not 
support a cause-and-effect relationship between EMF and any adverse health outcomes 
(e.g., American Medical Association 1994; National Research Council 1997; National 
Institute of Environmental Health Sciences 2002).  Some research continues on the 
statistical association between magnetic field exposure and a rare form of childhood 
leukemia known as acute lymphocytic leukemia.  A recent review of this topic by the World 
Health Organization (International Association for Research on Cancer 2002) concluded 
that this association is very weak, and there is inadequate evidence to support any other 
type of excess cancer risk associated with exposure to EMFs. 
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TVA follows medical and health research related to EMFs, along with media coverage and 
reports that may not have been peer reviewed by scientists or medical personnel.  No 
controlled laboratory research has demonstrated a cause-and-effect relationship between 
low-frequency electric or magnetic fields and health effects or adverse health effects even 
when using field strengths many times higher than those generated by power transmission 
lines.  Statistical studies of overall populations and increased use of low-frequency electric 
power have found no associations (World Health Organization 2007b). 

Neither medial specialists nor physicists have been able to form a testable concept of how 
these low-frequency, low-energy power fields could cause health effects in the human body 
where natural processes produce much higher fields.  To date, there is no agreement in the 
scientific or medical research communities as to what, if any, electric or magnetic field 
parameters might be associated with a potential health effect in a human or animal.  There 
are no scientifically or medically defined safe or unsafe field strengths for low-frequency, 
low-energy power substation or line fields. 

The current and continuing scientific and medical communities’ position regarding the 
research and any potential for health effects from low-frequency power equipment or line 
fields is that there is no reproducible or conclusive data demonstrating an effect or an 
adverse health effect from such fields (World Health Organization 2007c).  In the United 
States, national organizations of scientists and medical personnel have recommended no 
further research on the potential for adverse health effects from such fields (American 
Medical Association 1994; U.S. Department of Energy 1996; National Institute of 
Environmental Health Sciences 1998). 

Although no federal standards exist for maximum EMF field strengths for transmission lines, 
two states (New York and Florida) do have such regulations.  Florida’s regulation is the 
more restrictive of the two, with field levels being limited to 150 milligaus at the edge of the 
right-of-way for lines with voltages of 230-kV and less.  The expected magnetic field 
strengths at the edge of the proposed right-of-way would fall well below these standards.  
Consequently, the construction and operation of the proposed transmission line is not 
anticipated to cause any significant impacts related to EMF. 

TVA transmission lines are built with overhead ground wires that lead a lightning strike into 
the ground for dissipation.  Thus, a safety zone is created under the ground wires at the top 
of structures and along the line for at least the width of the right-of-way.  The National 
Electrical Safety Code is strictly followed when installing, repairing, or upgrading TVA lines 
or equipment.  Transmission line structures are well grounded, and the conductors are 
insulated from the structure.  Therefore, touching a structure supporting a transmission line 
poses no inherent shock hazard. 

The pole structures (see Figure 4) that would be used on the proposed 161-kV transmission 
line have demonstrated a good safety record.  They are not prone to rot or crack, like 
wooden poles, nor are they subject to substantial storm damage due to their low cross-
section in the wind. 

Additionally, all TVA transmission structures are examined visually at least once a year.  
Thus, the proposed structures do not pose any significant physical danger.  For this reason, 
TVA does not typically construct barricades or fences around structures. 



 Chapter 4 

 Final Environmental Assessment 75

4.13.1. No Action Alternative 
Under the No Action Alternative, no new EMFs would be created from the construction of 
the proposed transmission line.  The electrical loading on portions of TVA’s existing 
transmission system would likely be increased, resulting in increases in EMFs.  However, 
this increase would not result in any significant impacts. 

4.13.2. Action Alternative 
EMFs would be produced along the length of the proposed transmission line.  The strength 
of the fields within and near the right-of-way would vary with the electric load on the line as 
well as with the terrain.  Public exposure to EMF would be determined by final routing 
decisions and would change over time after the line is completed as adjacent land uses 
change.  As described above, TVA would minimize public exposure to EMFs through 
engineering features and line routing decisions.  No significant impacts from EMFs are 
anticipated. 

Transmission line structures are well grounded, and the conductors are insulated from the 
ground.  Therefore, touching a structure supporting a transmission line poses no inherent 
shock hazard.  Additionally, TVA transmission lines are built with overhead ground wires 
that would lead a lightning strike into the ground for dissipation.  Thus, a safety zone is 
created under the ground wires at the top of structures and along a line for at least the 
width of the right-of-way.  The National Electrical Safety Code is strictly followed when 
installing, repairing, or upgrading TVA lines or equipment. 

The structures that would be used on the proposed transmission line have demonstrated a 
good safety record.  All TVA transmission structures are examined visually at least once a 
year.  Thus, the proposed structures do not pose any significant physical danger.  For this 
reason, TVA does not typically construct barricades or fences around structures. 

During construction of the proposed transmission line, equipment would generate some 
noise above ambient levels.  Because of the general lack of nearby sensitive receptors and 
the short construction period, noise-related effects are expected to be temporary and 
insignificant.  For similar reasons, noise related to periodic line maintenance is also 
expected to be insignificant.  Construction and operation of the line is not expected to 
produce any noticeable odors. 

4.14. Global Warming and Climate Change 
Climate change is the long-term change in regional and global weather patterns due to 
natural variability and as a result of human activity.  Global warming refers to an increase in 
the average temperature of the Earth’s near-surface temperature.  Global warming and 
climate change (collectively, “global warming”) and the potential implications for the TVA 
region are discussed in TVA’s final environmental impact statement, Energy Vision 2020 
(TVA 1995) 

Various greenhouse gasses, notably carbon dioxide, methane, and nitrogen oxides 
(especially nitrous oxide) tend to retard the reradiation of incoming solar radiation, thereby 
trapping heat, which could contribute to increases in the ambient temperature at the Earth’s 
surface.  Concentrations of these greenhouse gasses have increased sharply due to 
human activities since 1750 (Intergovernmental Panel on Climate Change 2007).  Carbon 
dioxide is the most important anthropogenic (i.e., human-caused) greenhouse gas.  The 



Algood Power Supply Upgrade 

 Final Environmental Assessment 76 

primary source of increased carbon dioxide concentrations since the preindustrial period is 
the combustion of fossil fuels.  However, changes in land use also contribute to increased 
carbon dioxide contributions but to a lesser extent.  Increases in methane and nitrous oxide 
are due mainly to agriculture. 

A few individuals commenting on the draft EA mentioned global warming as a concern.  
More than 60 percent of the power generated on the TVA power system comes from fossil-
fuel generation, and this generation adds greenhouse gasses to the atmosphere.  The 
proposed action, i.e., connecting UCEMC’s new Algood Substation and improving the 
reliability of electric service in the Cookeville area, would have no noticeable impact on the 
amount of generation on the TVA system and its emission of greenhouse gases.  Even if 
TVA forsook its responsibility to serve the area and could disconnect the distribution 
systems in the area from its system, blacking the Cookeville area out, there would be no 
discernable effect on the amount of fossil generation on the TVA system.  Any effect would 
be subsumed by the growing demand for power from the TVA system. 

Plants remove carbon dioxide, a greenhouse gas, from the air and incorporate (or 
“sequester”) the carbon into their tissues.  In forested areas, carbon is sequestered as a 
component of the woody tissue for the life of the tree.  However, when the plant dies or is 
cut down, the carbon is eventually recycled into the environment by decomposition or 
burning.  As stated previously, about 35 acres of forest would be cleared in constructing the 
right-of-way for the proposed transmission line.  Consequently, this acreage would become 
a grassy/shrubby area, and it would be maintained as such within the right-of-way for the 
life of the transmission line.  Because the right-of-way within forested areas would remain 
vegetated, carbon sequestration would continue, although at a lower rate as compared to 
forest.  Due to the small acreage involved (about 35 acres), this change in carbon 
sequestration potential would have no measurable effect on climate change. 

TVA is not ignoring the issue of global warming and climate change, however.  It has 
participated in voluntary efforts to reduce, sequester, or avoid greenhouse gas emissions 
since the mid-1990s.  It also addresses potential global warming when it evaluates 
alternative generating options, as it did in Energy Vision 2020. 

4.15. Unavoidable Adverse Impacts 
Construction and operation of the proposed transmission line has the potential to cause 
unavoidable adverse effects to several environmental resources.  These adverse effects 
could include the loss of forest area and associated wildlife populations; increased forest 
fragmentation; removal of the tree canopy at stream crossings; restrictions on future land 
use within the right-of-way; and changes to the visual character within the local area.  TVA 
has reduced the potential for such adverse effects during the planning process.  In addition, 
TVA would implement mitigation measures (see Section 4.18) to reduce potential adverse 
effects to certain environmental resources. 

4.16. Relationship of Short-Term Uses and Long-Term Productivity 
The construction and operation of the proposed transmission line would increase the 
capacity and reliability of the power supply in the TVA service area and, specifically, in the 
Algood and Cookeville areas.  Not doing this could undermine the economic and population 
growth that is occurring in the Cookeville and Putnam County area. 
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Construction and operation activities associated with the proposed transmission line would 
result in short-term and long-term effects on timber and wildlife production within the right-
of-way.  A minor amount of agricultural productivity would be lost for the life of the 
transmission line due to the placement of poles, but most agricultural activities could 
continue within the transmission line right-of-way.  There would be long-term visual effects 
along some portions of the proposed transmission line route due to the visual intrusions of 
the transmission line and its structures.  These potential effects have been reduced to the 
extent possible during the planning process. 

4.17. Irreversible and Irretrievable Commitments of Resources 
Irreversible commitments of resources cannot be reversed, except perhaps in the extreme 
long term.  For example, mining of ore is an irreversible commitment of a resource; once 
the ore is removed and used, it cannot be replaced.  Irretrievable commitments are those in 
which a resource is lost for a finite period—even a long period of time.  For example, the 
construction of a road through a forest would be an irretrievable commitment of the 
productivity of timber within the road right-of-way as long as the road remains. 

The materials used for construction of the proposed transmission line would be committed 
for the life of the line, a period of 50 years or more.  Some materials, such as ceramic 
insulators may be irrevocably committed.  However, metals in conductors, structures, and 
other equipment could be recycled. 

Constructing the proposed transmission line would result in the irretrievable loss of 35.2 
acres of forest.  Similarly, the right-of-way used for the proposed transmission line would be 
committed irretrievably, but the approximately 67 acres of right-of-way could be returned to 
other uses upon retirement of the line.  In the meantime, compatible uses of the right-of-
way such as farming and the provision of open-land wildlife habitat could continue.  
However, the provision of forest products, forest wildlife habitat, and other forest-dependent 
amenities on those forested sections of the proposed right-of-way would be lost for the life 
of the transmission line. 

4.18. Summary of TVA Commitments and Proposed Mitigation Measures 
TVA would undertake the following routine measures to reduce the potential for adverse 
environmental effects. 

• Appropriate BMPs would be implemented during construction activities. 

• During construction and operation of the proposed transmission line, the 
environmental quality protection specifications as described in Appendices C, D, E, 
and F of this document would be implemented. 

• Any improvements to the access road for the proposed switches would be done in a 
manner such that upstream flood elevations would not be increased. 

The following nonroutine measures would be applied during construction and operation of 
the proposed transmission line to reduce the potential for adverse environmental effects. 
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• Locations of button snakeroot would be included in the transmission line and access 
road engineering design specification drawings used for maintenance activities.  
Vegetation management within 100 feet of either of these sensitive areas would be 
accomplished through mechanical clearing; no herbicides would be used in these 
two areas. 

• TVA would stipulate as a term of the sale agreement for a portion of the West 
Cookeville-East Cookeville-Algood 69-kV Transmission Line to UCEMC that 
UCEMC shall use and maintain the line in accordance with TVA specifications as 
described in Appendix F. 

• Within 200 feet of Walled-up Cave, Trench Cave, and cave PU252, the use of 
herbicides would be prohibited, and vegetation would be cleared by hand and/or low 
ground-pressure equipment.  Any additional construction activities would be 
performed using low-ground pressure equipment or mats. 

• With the exception of Trench Cave, heavy equipment and vehicles would be 
restricted to existing access roads within the designated 200-foot buffers. 

• Vehicles and heavy equipment would be restricted from the trail in front of the 
entrance to Trench Cave, and this trail would not be improved or used for this 
project. 

• TVA will perform additional bat surveys on or after May 15, 2008.  If Indiana bats are 
found, TVA would delay clearing the right-of-way between Point 2 and Point 3 as 
shown in Figure 5 until after October 15, 2008. 
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CHAPTER 5 

5.0 LIST OF PREPARERS 

5.1. NEPA Project Management 

Charles P. Nicholson 
Position: NEPA Policy Program Manager, TVA Environmental 

Stewardship and Policy, Knoxville, Tennessee 
Education: Ph.D., Ecology and Evolutionary Biology; M.S., Wildlife 

Management; B.S., Wildlife and Fisheries Science 
Experience: 28 years in Zoology, Endangered Species Studies, and NEPA 

Compliance 
Involvement: NEPA Compliance 

James F. Williamson, Jr. 
Position: Senior NEPA Specialist, TVA Environmental Stewardship and 

Policy, Knoxville, Tennessee 
Education: Ph.D., Fisheries and Wildlife Sciences; M.S., Wildlife Ecology; 

B.S., General Science/Zoology 
Experience: 10 years in Forest Management, Inventory, and Software 

Development; 17 years in NEPA Compliance 
Involvement: NEPA Compliance and Document Preparation 

5.2. Other Contributors 

John (Bo) T. Baxter 
Position: Senior Aquatic Biologist, TVA Environmental Stewardship and 

Policy, Knoxville, Tennessee 
Education: M.S. and B.S., Zoology 
Experience: 17 years in Protected Aquatic Species Monitoring, Habitat 

Assessment, and Recovery; 7 years in Environmental Review 
Involvement: Aquatic Ecology/Threatened and Endangered Species 

W. Nannette Brodie 
Position: Senior Environmental Scientist, TVA Research & Technology 

Applications, Chattanooga, Tennessee 
Education: B.S., Environmental Science; B.S., Geology; Professional 

Geologist 
Experience: 12 years in Environmental Analyses, Surface Water Quality, 

and Groundwater Hydrology Evaluations 
Involvement: Groundwater/Surface Water 
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Kimberly D. Choate 
Position: Senior Environmental Engineer – Siting and Environmental 

Design, TVA Power System Operations, Chattanooga, 
Tennessee 

Education: M.S., Civil Engineering; B.S., Civil Engineering 
Experience: 12 years in Transmission Line Planning and Preparation of 

Environmental Review Documents 
Involvement: Purpose of and Need for Action, Alternatives including the 

Proposed Action 

Adam J. Dattilo 
Position: Botanist, TVA Environmental Stewardship and Policy, 

Knoxville, Tennessee 
Education: M.S., Forestry; B.S., Natural Resource Conservation 

Management 
Experience: 7 years in Ecological Restoration and Plant Ecology; 3 years 

in Botany 
Involvement: Botany, Plant Ecology, and Invasive Plant Species 

Jenny K. Fiedler 
Position: Terrestrial Zoologist, TVA Environmental Stewardship and 

Policy, Knoxville, Tennessee 
Education: M.S., Wildlife Science; B.S., Biology-Environmental Emphasis 
Experience: 8 years in Field Biology; 3 years in NEPA Compliance 
Involvement: Terrestrial Ecology, Threatened and Endangered Species 

James P. Groton 
Position: Contract Wetlands Biologist, TVA Environmental Stewardship 

and Policy, Knoxville, Tennessee 
Education: M.S., Forestry; B.S., Natural Resources 
Experience: 27 years in Environmental Impact Assessment; 17 years in 

Wetlands Assessment and Delineation 
Involvement: Wetlands 

Ella Christina Guinn 
Position: Project Control Specialist, TVA Environmental Stewardship 

and Policy, Knoxville, Tennessee 
Education: M.S. and B.A., Geography 
Experience: 12 years in Land Use Analysis; 7 years in Environmental 

Services 
Involvement: Technical Staff Coordinator 
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John M. Higgins 
Position: Water Quality Specialist, TVA River Operations, Chattanooga, 

Tennessee 
Education: Ph.D., Environmental Engineering; B.S. and M.S., Civil 

Engineering; Registered Professional Engineer 
Experience: 31 years in Environmental Engineering and Water Resources 

Management 
Involvement: Surface Water and Wastewater 

Clinton E. Jones 
Position: Aquatic Community Ecologist, TVA Environmental 

Stewardship and Policy, Knoxville, Tennessee 
Education: B.S., Wildlife and Fisheries Science 
Experience: 15 years in Environmental Consultation and Fisheries 

Management 
Involvement: Aquatic Ecology and Aquatic Threatened and Endangered 

Species 

Mark S. McNeely 
Position: Program Administrator, TVA Environmental Stewardship and 

Policy, Knoxville, Tennessee 
Education: M.S., Education; B.S., Biological Sciences 
Experience: 6 years in Environmental Education; 10 years in Resource 

Stewardship 
Involvement: Document Layout and Publishing Coordinator 

Roger A. Milstead 
Position: Manager, TVA Flood Risk and Data Management, Knoxville, 

Tennessee  
Education: B.S., Civil Engineering; Registered Professional Engineer 
Experience: 30 years in Floodplain and Environmental Evaluations 
Involvement: Floodplains 

Jason M. Mitchell 
Position: Natural Areas Biologist, TVA Environmental Stewardship and 

Policy, Knoxville, Tennessee 
Education: M.P.A. (Environmental Policy); B.S., Wildlife and Fisheries 

Science 
Experience: 13 years in Natural Resource Planning and Ecological 

Assessment with Emphasis on Sensitive Resources 
Involvement: Natural Areas 
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Aurora D. Moldovanyi 
Position: Recreation Representative, TVA Environmental Stewardship 

and Policy, Morristown, Tennessee 
Education: M.S., Park and Nature-Based Recreation Planning and 

Management; B.S., Wildlife and Fisheries Biology and 
Management 

Experience: 4.5 years in Recreation Planning and Management 
Involvement: Recreation 

John W. Myers 
Position: Senior Manager, Environmental Strategy and Management, 

TVA Environmental Stewardship and Policy, Chattanooga, 
Tennessee 

Education: MSCE Masters of Civil Engineering; BSCE and BS, 
Agriculture 

Experience: 7 years in Air Quality and Climate Change Management 
Involvement: Global Warming and Climate Change 

S. Jolyn Newton 
Position: Manager, TVA Energy Efficiency and Demand Response, 

TVA Customer Resources, Nashville, Tennessee 
Education: B.S., Environmental Science 
Experience: 7 years in Energy Efficiency and Renewable Energy 
Involvement: Energy Conservation 

W. Chett Peebles 
Position: Specialist, Landscape Architect, TVA Environmental 

Stewardship and Policy, Knoxville, Tennessee  
Education: Bachelor of Landscape Architecture; Registered Landscape 

Architect 
Experience: 18 years in Site Planning and Visual Assessment 
Involvement: Visual Resources 

Kim Pilarski-Brand 
Position: Wetlands Biologist Specialist, TVA Environmental 

Stewardship and Policy, Knoxville, Tennessee 
Education: M.S., Geography 
Experience: 12 years in Watershed Assessment and Wetland Regulation 

and Assessment 
Involvement: Wetlands 

Larry R. Pounds 
Position: Contract Plant Biologist, TVA Environmental Stewardship and 

Policy, Knoxville, Tennessee 
Education: Ph.D., Plant Ecology; M.A., Mathematics 
Experience: 21 years in Botany 
Involvement: Botany 



 Chapter 5 

 Final Environmental Assessment 83

Marianne M. Shuler 
Position: Archaeologist Technician, TVA Environmental Stewardship 

and Policy, Knoxville, Tennessee 
Education: B.A., Religion/Middle Eastern Archaeology 
Experience: 6 years in Middle Eastern Archaeology; 5 years in 

Southeastern U.S. Archaeology 
Involvement: Cultural Resources 

J. Hunter Terrell 
Position: Contract Aquatic Community Ecologist, TVA Environmental 

Stewardship and Policy, Knoxville, Tennessee 
Education: B.A., Environmental Studies 
Experience: 2 years in Heritage Database Maintenance, 7 months in 

Environmental Review 
Involvement: Aquatic Ecology/Threatened and Endangered Species 

Jan K. Thomas 
Position: Contract Natural Areas Specialist, TVA Environmental 

Stewardship and Policy, Knoxville, Tennessee 
Education: M.S., Human Ecology 
Experience: 10 years in Health and Safety Research, Environmental 

Restoration, Technical Writing; 3 years in Natural Area 
Reviews 

Involvement: Managed Areas and Sensitive Ecological Sites 
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CHAPTER 6 

6.0 LIST OF AGENCIES, ORGANIZATIONS, AND PERSONS TO 
WHOM COPIES WERE SENT 

 

Federal Agencies 
Dr. Lee A. Barclay 
U.S. Fish and Wildlife Service 
Cookeville, Tennessee 

Dr. Jeffrey R. Duncan 
National Park Service 
Chattanooga, Tennessee 

State Agencies 
Mr. Michael Atchison 
Tennessee Department of Economic and Community Development 
Nashville, Tennessee 

Mrs. Jennifer Barnett 
Tennessee Division of Archaeology 
Nashville, Tennessee 

Mr. Paul Davis 
TDEC, Division of Water Pollution Control 
Nashville, Tennessee 

Mr. Jim Fyke 
Tennessee Department of Environment and Conservation 
Nashville, Tennessee 

Mr. E. Patrick McIntyre 
Tennessee Historical Commission 
Nashville, Tennessee 

Mr. Reggie Reeves 
Division of Natural Heritage 
Nashville, Tennessee 

Mr. Robert M. Todd 
Tennessee Wildlife Resources Agency 
Nashville, Tennessee 

Mr. Mark Tummons 
TDEC, Division of Recreation Education Services 
Nashville, Tennessee 
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Elected Officials 
The Honorable Kim Blaylock 
Cookeville, Tennessee 

The Honorable Charlotte Burks 
Nashville, Tennessee 

Office of U.S. Senator Bob Corker 
Chattanooga, Tennessee 

The Honorable Henry Fincher 
Cookeville, Tennessee 

Office of Congressman Bart Gordon 
Murfreesboro, Tennessee 

Local Organizations 
Buck Mountain Community Organization 
Cookeville, Tennessee 

Roaring River Chapter of Save Our Cumberland Mountains 
Cookeville, Tennessee 

Upper Cumberland Development District 
Cookeville, Tennessee 

Upper Cumberland Group, Sierra Club 
Cookeville, Tennessee 

Individuals 
Dr. Barry Stein 
Cookeville, Tennessee 

Mr. Paul Isbell 
Cookeville, Tennessee 

In addition, postcards were sent to 274 local residents whose property adjoins the proposed 
actions.  The postcards provided an Internet Web site where the document could be 
accessed and downloaded.  An address to request a printed copy of the document was 
also provided. 
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